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ADA FIGS. FROM FLORIDA ACCESSIBILITY CODE
FOR BUILDING CONSTRUCTION-OCT. 1997 ED.
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MAXIMUM FORWARD REACH OVER AN OBSTRUCTION

FORWARD REACH
FIG. 2

NOTE: X SHALL BE  25 IN. (635 MM.); Z SHALL BE  X.  WHEN
X  20 IN. (510 MM.), THEN Y SHALL BE 48 IN. (1220 MM.)
MAXIMUM.  WHEN X IS 20 TO 25 IN. (510 TO 635 MM.),
THEN Y SHALL BE 44 IN. (1120 MM.) MAXIMUM.
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NOTE: DIMENSIONS SHOWN APPLY WHEN X  48 IN. (1220 MM.)
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CLEAR DOORWAY WIDTH AND DEPTH
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FRONT APPROACHES - SWINGING DOORS
(A)

BOTH A LATCH AND CLOSER.
MINIMUM IF DOOR HAS

NOTE: Y = 48 IN. (1220 MM.)NOTE: X = 12 IN. (305 MM.)
IF DOOR HAS BOTH
A CLOSER AND A LATCH.

PULL SIDE

18 MIN.-

Y
PULL SIDE

PUSH SIDE
PUSH SIDE

NOTE: X = 36 IN. (915 MM.) MINIMUM
IF Y = 60 IN. (1525 MM.); X =
42 IN. (1065 MM.) MINIMUM
IF Y = 54 IN. (1370 MM.)

(B)
HINGE SIDE APPROACHES - SWINGING DOORS

FIG. 5
CLEAR DOORWAY WIDTH AND DEPTH

NOTE: ALL DOORS IN ALCOVES SHALL COMPLY WITH
THE CLEARANCES FOR FRONT APPROACHES.

PULL SIDE

48
 M

IN
.

PUSH SIDE

CLOSER.
MINIMUM IF DOOR HAS

42
 M

IN
.

24 MIN.
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LATCH SIDE APPROACHES - SWINGING DOORS
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NOTE: Y = 54 IN. (1370 MM.)
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X

LATCH SIDE APPROACH -
(F)

SLIDING DOORS AND FOLDING DOORS

THE CLEARANCES FOR FRONT APPROACHES
NOTE: ALL DOORS IN ALCOVES SHALL COMPLY WITH

MANEUVERING CLEARANCE AT DOORS
FIG. 5
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NOTE: GROOVES MAY ONLY BE USED INDOORS.
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FIG. 6 (A)
STRIPS AND GROOVES USED AS DETECTABLE
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TYPICAL MOUNTING HEIGHTS (U.N.O.)

CODE ANALYSIS:
FLORIDA BUILDING CODE - NEW BUILDING:

NEW AREA : 1ST LVL. 2ND LVL.   TOTAL

APPARATUS BAY 4,947 62   5,009 SF

BUSINESS  3,150  0   3,150 SF

DORMITORY 0    3,511   3,511 SF

STAIRS/ELEVATOR    641  0     641 SF

TOTALS 9,631    3,573 13,204 SF TOTAL

OCCUPANCY:   MIXED USE (R-2 MOST RESTRICTIVE)
CONSTRUCTION TYPE      V(B)
FULLY SPRINKLERED

PER T503
40' MAX HEIGHT
2 STORY MAX*
7,000 S.F. PER FLOOR**

* - PER F.B.C. 504.2 - FULLY SPRINKLERED BUILDING ALLOWS A 1 STORY
ADDITION, AND +20' IN HEIGHT TO T.503

A

AREA MODIFICATION PER SEC 506

** AREA MODIFICATION CALCULATION

7,000 S.F. PER T503

a = tA + At fI IstA+

+ 7,0007,000+7,000=aA x 0.75 x 2

Aa = 7,000 + +5,250 14,000

26,250 S.F. ALLOWED SQUARE FOOTAGE=aA

444

444
=fI - 0.25

30

30

30

W
- 0.25If =

F

P

CALCULATIONfI

If = 0.75 1.0

0.75=fI

Is CALCULATION

2=sI

TABLE 601
STRUCTURAL FRAME (COLUMNS, TRUSSES) 0 HR
EXTERIOR BEARING WALLS 0 HR*

INTERIOR BEARING 0 HR **

FLOOR CONSTRUCTION 0 HR
ROOF CONSTRUCTION 0 HR

*RATING BASED ON SEPARATION DISTANCE PER TABLE 602
10'< X < 20' SEPARATION  (@ GENERATOR) 0 HR

TABLE 803.5 FINISHES
B - BUSINESS (MOST RESTRICTIVE)
VERTICAL EXITS CLASS B FINISH
EXIST. ACCESS CORRIDORS CLASS B FINISH
ROOMS AND ENCLOSED SPACES CLASS C FINISH

SECTION 805
CURTAINS, DRAPERIES, HANGINGS SHALL BE IN ACCORDANCE WITH
SECTION 805.2 AND NFPA 701, OR BE NONCOMBUSTABLE

TWO STORY SPRINKLERED

TO THE BEST OF THE ARCHITECT'S  OR ENGINEER'S
KNOWLEDGE, THE  PLANS AND SPECIFICATIONS
COMPLY  WITH THE APPLICABLE MINIMUM BUILDING
CODES AND THE APPLICABLE FIRE-SAFETY  STANDARDS
AS  DETERMINED BY THE LOCAL AUTHORITY IN
ACCORDANCE WITH THIS SECTION  AND 633 FLORIDA
STATUES

THIS BUILDING IS NOT A THRESHOLD BUILDING PER
FBC 2010 SEC. 202

300' 20' 44" 32" 44"

SEPARATE PERMIT REQUIRED FOR THE FIRE ALARM SYSTEM. SYSTEM TO BE
CENTRAL STATION MONITORED BY CONTRACTOR APPROVED BY THE CITY OF
POMPANO BEACH, AND CERTIFIED BY U.L.

3721 N.E. 12TH AVE, POMPANO BEACH, FL  33064

CONSTRUCTION OF NEW FIRE STATION AND SITE FACILITIES

NEW CONSTRUCTION TO BE FULLY SPRINKLERED. CONTRACTOR WILL PROVIDE
ENGINEERED DRAWINGS TO THE CITY OF POMPANO BEACH FOR REVIEW AND
PERMIT.

3.9

0.33

* - PROVIDED EMERGENCY SHOWER STATION ON 1ST LEVEL
** - 1 DRINKING FOUNTAIN PROVIDED ON 1ST FLOOR, WATER AVAILABLE IN THE KITCHEN ON 2ND FLOOR

1 HR. FIRE RATED

2.24
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6.47134 8
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0 0
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1.56

5.8 12
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0.03
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1.04 1**

1
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0

2 2

4.88
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0

4.88 7

400' 20' 44" 32" 44"

200' 20' 44" 32" 44"

DEAD ENDTRAVEL DIST. CORRIDOR WIDTH STAIR WIDTH
MAX.

OPG. EXIT DOORS

OCCUPANCY LOAD (SEE LS1.01 FOR BREAKDOWN)  134

BUSINESS (B)

MAX. MIN. MIN. CLEAR MIN.

FIRE ALARM NOTE:

SPRINKLER NOTE:

PROJECT SUMMARY

PROJECT LOCATION

2010 FLORIDA BUILDING CODE BUILDING (WITH ALL REVISIONS & SUPPLEMENTS)

2010 FLORIDA BUILDING CODE MECHANICAL (WITH ALL REVISIONS & SUPPLEMENTS)

2010 FLORIDA BUILDING CODE ACCESSIBILITY (WITH ALL REVISIONS & SUPPLEMENTS)

2010 FLORIDA BUILDING CODE PLUMBING (WITH ALL REVISIONS & SUPPLEMENTS)

R-2

S-2

TOILETS

LOCAL AMENDMENTS 
CITY OF POMPANO BEACH
BROWARD COUNTY

B

OCC.
LOAD

REQ'D PROV.

TOTALS

URINALS

PROV.

LAVATORIES

PROV.REQ'D REQ'D PROV.REQ'D

DRINKING
FOUNTAIN

PROV.REQ'D

SERVICE
SINK

PROV.REQ'D

SHOWER

STORAGE (S-2)

RESIDENTIAL (R-2)

EGRESS DATA

GENERAL PROJECT DATA

WALL FIRE RATING LEGEND

APPLICABLE BUILDING CODES

PLUMBING FIXTURE CALCULATIONS

LEGAL DESCRIPTION SEE SURVEY SHEET 1 OF 1

STORAGE 893 0 893 SF

NATIONAL ELECTRICAL CODE (2008 FLORIDA EDITION)

2010 FLORIDA FIRE PREVENTION CODE
NFPA 101 LIFE SAFETY (2009 FLORIDA EDITION)
NFPA 1 FIRE CODE   (2009 FLORIDA EDITION)

WIND LOADS PER STRUCTURAL DRAWINGS

20+ SEPARATION FROM ADJACENT BUILDING 0 HR

INTERIOR NON-BEARING 0 HR **

EXTERIOR NON-BEARING WALLS 0 HR*

**RATING BASED  ON OCCUPANCY SEPARATION PER FBC T508.4
S-2 (GARAGE) / R-2 (DORMITORY) 1 HR
S-2 (GARAGE) / B (BUSINESS) 1 HR
B (BUSINESS) / R-2 (DORMITORY) 1 HR
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THESE DRAWINGS ARE PREPARED
PER  ESTABLISHED INDUSTRY
STANDARDS AND REPRESENT THE
ARCHITECT AND ENGINEERS DESIGN
CONCEPT. THEY ARE NOT INTENDED
TO PROVIDE EVERY DETAIL OR
CONDITION REQUIRED TO CONSTRUCT
THE BUILDING. THE CONTRACTOR
THROUGH SUBMITTALS AND OTHER
COORDINATION EFFORTS IS FULLY
RESPONSIBLE FOR PROVIDING A
COMPLETE AND OPERATIONAL
BUILDING  WHETHER INDICATED ON
THE PLANS OR NOT.
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SITE DETAILS -
MASONRY

LEJ

A1.03

 1/4" = 1'-0"A1.03
1 GENERATOR ENCLOSURE PLAN

 1/4" = 1'-0"A1.03
2 GENERATOR ENCLOSURE SECTION

 1/4" = 1'-0"A1.03
3 GENERATOR ENCLOSURE ELEVATION NORTH

 1/4" = 1'-0"A1.03
4 GENERATOR ENCLOSURE ELEVATION EAST

 1/4" = 1'-0"A1.03
5 GENERATOR ENCLOSURE ELEVATION SOUTH

 1/4" = 1'-0"A1.03
6 GENERATOR ENCLOSURE ELEVATION WEST

 1/4" = 1'-0"A1.03
7 DUMPSTER ENCLOSURE PLAN

 1/4" = 1'-0"A1.03
8 DUMPSTER ENCLOSURE ELEVATION NORTH

 1/4" = 1'-0"A1.03
9 DUMPSTER ENCLOSURE ELEVATION EAST

 1/4" = 1'-0"A1.03
10 DUMPSTER ENCLOSURE ELEVATION SOUTH

 1/4" = 1'-0"A1.03
11 DUMPSTER ENCLOSURE ELEVATION WEST

 3/4" = 1'-0"A1.03
12 DUMPSTER ENCLOSURE SECTION

 1/2" = 1'-0"A1.03
14 MONUMENT SIGN ELEVATION, (BOTH SIDES)

 1/2" = 1'-0"A1.03
15 MONUMENT SIGN SECTION

 1/4" = 1'-0"A1.03
16 GENERATOR SECTION

NUM. DESCRIPTION DATE

 1/2" = 1'-0"A1.03
13 MONUMENT SIGN PLAN

NOTE: SEE SHEET A3.01 FOR COLOR LEGEND

NOTE:
ALL STUCCO FINISHES TO BE
FINE SAND FLOAT, PAINTED

NOTE:
ALL STUCCO FINISHES TO BE
FINE SAND FLOAT, PAINTED
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ELEVATOR

LANDSCAPE AREA, SEE
LANDSCAPE DRAWINGSIMPACT DOOR,

SEE SHEET A9.01

TRENCH DRAIN, SEE
STRUCTURAL &
PLUMBING DWGS.

IMPACT OVERHEAD COILING
DOOR, SEE DOOR SCHEDULE
AND DETAILS

IMPACT LOUVER, SEE LOUVER
SCHEDULE AND DETAILS

IMPACT FOLDING GARAGE DOOR,
SEE DOOR SCHEDULE AND DETAILS-0' - 0 1/2"

T.O. SLAB

CONCRETE SLAB (SLOPES TO
TRENCH DRAIN) SEE FINISH PLAN
FOR SPECIAL FLOOR FINISH

HIGH POINT OF SLAB

REINFORCED MASONRY WALL
WITH STUCCO FINISH, PAINTED,
SEE STRUCTURAL DWGS.

LINE OF ROOF ABOVE

PORCH COLUMN,
SEE A8.04 &
STRUCTURAL DWGS.

CONCRETE SIDEWALK
WITH BROOM FINISH

CONCRETE STAIR

DOWNSPOUT TO
UNDERGROUND SYSTEM,
SEE CIVIL DWGS.

FIRE POLE &
LANDING MAT

FIRE POLE &
LANDING MAT

OVERHEAD COILING
DOOR, SEE DOOR
SCHEDULE AND DETAILS

T.O. SLAB

0' - 0"

CONCRETE APRON,
SEE DETAILS &
CIVIL DWGS.

LINE OF ROOF ABOVE

PORCH COLUMN,
SEE STRUCTURAL
DWGS.

LITTER RECEPTACLE,
SEE A1.04

REINFORCED MASONRY WALL
WITH STUCCO FINISH, PAINTED,
SEE STRUCTURAL DWGS.

AIRFOIL
ABOVE, SEE
4/A8.04

IMPACT SINGLE HUNG
WINDOW, SEE WINDOW
SCHEDULE AND DETAIL

CONCRETE
STAIR

WINDOW,
SEE A9.02

CONCRETE SLAB, SEE
ROOM FINISH PLAN
FOR FLOOR FINISH

CONCRETE WALK,
SEE CIVIL DWGS.

IMPACT DOOR
& SIDELITE,
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WINDOW, SEE
A9.02
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SIDELIGHTS,
SEE A9.01

CONCRETE
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TYPICAL CONCRETE SLAB NOTE:
CONCRETE SLAB OVER 10 MIL VAPOR RETARDER ON
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FIRST FLOOR
PLANS -
NOTATIONAL

LEJ

A2.01 1/8" = 1'-0"A2.01
1 FIRST FLOOR NOTATIONAL PLAN

 1/4" = 1'-0"A2.01
2 ENLARGED NOTATIONAL FIRST FLOOR PLAN

N

N

NUM. DESCRIPTION DATE
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FIRST FLOOR
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DIMENSIONAL

LEJ

A2.02 1/8" = 1'-0"A2.02
1 DIMENSIONED FIRST FLOOR PLAN

 1/4" = 1'-0"A2.02
2 ENLARGED DIMENSIONED FIRST FLOOR PLAN
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SECOND FLOOR
PLANS -
NOTATIONAL
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A2.03 1/8" = 1'-0"A2.03
1 SECOND FLOOR NOTATIONAL PLAN

 1/4" = 1'-0"A2.03
2 ENLARGED SECOND FLOOR NOTATIONAL PLAN
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LEJ

A2.04
 1/8" = 1'-0"A2.04

1 DIMENSIONED SECOND FLOOR PLAN

 1/4" = 1'-0"A2.04
2 ENLARGED DIMENSIONED SECOND FLOOR PLAN
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ROOF PLANS
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A2.05
 1/8" = 1'-0"A2.05

1 ROOF PLAN

 1/8" = 1'-0"A2.05
2 ELEVATOR TOWER ROOF PLAN
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3 MECHANICAL WELL ENLARGED
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=  DENOTES WALL TO RECEIVE INSULATION

INSULATION LEGEND

1. THIS PLAN IS GENERAL IN NATURE.  REFER TO FLOOR PLANS & WALL TYPES FOR FURTHER INFORMATION.

2. WALL INSULATION TYPES:
       MASONRY WALLS: 3/4"  FACED RIGID CELLULAR POLYISOCYANURATE THERMAL INSULATION BOARD, R-5.0

METAL FRAMED WALLS:  BATT INSULATION
       ROOF WELL WALLS: R-15 MIN. BATT INSULATION

3. ROOF INSULATION TYPES:
       STANDING SEAM METAL ROOF:  3.5" NAILABLE INSULATION BOARD, R-19
       LOW SLOPE ROOF: LIGHTWEIGHT INSULATING CONCRETE, R-19 AVERAGE

4. CEILING INSULATION TYPE:
BATT INSULATION (FOR ACOUSTICS)

=  DENOTES CEILING TO RECEIVE INSULATION
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STANDING SEAM METAL ROOF
ON NAILABLE INSULATION R-19
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WALLS BELOW TO
BE INSULATED
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4

12
4

12
3

SEE ROOF PLAN FOR ROOF WELL INFORMATION
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WALL
INSULATION
PLANS

Author

A2.06 1/8" = 1'-0"A2.06
1 FIRST FLOOR INSULATION PLAN

 1/8" = 1'-0"A2.06
2 SECOND FLOOR INSULATION PLAN

 1/8" = 1'-0"A2.06
3 ROOF WALL INSULATION PLAN
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T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
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12' - 0"

T.O. BEAM
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2
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3
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T.O. TOWER WALL
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GENERATOR
ENCLOSURE,
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4
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IMPACT WALL
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IMPACT
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CONTROL JOINT
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P-W
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P-W
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A1.03

D
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1
A7.03

2
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1
A7.04

T.O. TOWER WALL
30' - 7"

P-S

P-4

P-3
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P-W

IMPACT DOOR &
SIDELIGHT

GLAZED IMPACT
FOLDING DOOR

PORCH
COLUMN

FAUX LOUVER

RAISED STUCCO BAND

DOOR
COVERING

PORCH COLUMN

STANDING SEAM
METAL ROOF

IMPACT LOUVER

1
A7.05

2
A7.04
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NT
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J-B

OX
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"
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203
G
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PAINTED
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PAINTED
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P-1 P-2

P-2
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PAINTED, SEE 10/A8.10

3
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L10 L11
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0' - 0"
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1
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2
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P-2

STANDING SEAM METAL
ROOF

IMPACT LOUVER

FASCIA, PAINTED

CONCRETE
EYEBROW

IMPACT OVERHEAD
COILING DOOR

LIGHT FIXTURE,
SEE ELEC. DWGS.

BOLLARD

DOWNSPOUT TO
UNDERGROUND
SYSTEM, SEE
CIVIL DRAWINGS

1
A7.05

2
A7.04
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L11 L10 L9
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BB B BBB
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B B

F F GD D D

107B 125114

DOWNSPOUT
BIKE RACK

AIRFOIL, TYP. P-1

P-2

STUCCO CONTROL
JOINT AT START OF
BALCONY

L4

A3

A1 A1

A4

A2A2

A4

A4 A2A2

5'-
8"

P-3

P-W

METER & CT CAN,
SEE ELEC. DWGS.

A2

A2

P-3

G

DOWNSPOUT, MASONRY
CONTROL JOINT BEHIND,
SEE 11/A8.10

EXTERIOR PAINT LEGEND
ITEM EXTERIOR PAINT COLOR

P-1 PAINT COLOR 1, SHERWIN WILLIAMS
STONE LION SW 7507 (DARK TAN)
*WALL BASES *COLUMNS

P-2

PAINT COLOR 3, SHERWIN WILLIAMS
WHITE FLOUR SW 7102 (WHITE)
*TRIM *BRACKETS *FASCIA *EYEBROWS

P-3

P-4 PAINT COLOR 4, RED (RAL 3011) MATCHES
CRABBY APPLE SW 7592
*ENTRANCE DOOR (100) *FOLDING DOORS
*LETTERING *BOLLARDS

P-S METAL KYNAR FINISH: ALMOND
*ROOF

P-W METAL KYNAR FINISH: BONE WHITE
*DOORS *WINDOWS *STOREFRONT *AIRFOILS
*LOUVERS *LIGHT FIXTURES

PAINT COLOR 2, SHERWIN WILLIAMS
PORCELAIN SW 0053 (LIGHT TAN)
*WALLS *SOFFITS *CEILINGS
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ENLARGED
BATHROOM
PLANS

WM/LJ

A4.03

 1/2" = 1'-0"A4.03
1 ENLARGED FIRST FLOOR H.C. PUBLIC RESTROOM (101)

 1/2" = 1'-0"A4.03
2 ENLARGED H.C. TOILET 116

 1/2" = 1'-0"A4.03
3 ENLARGED SECOND FLOOR H.C. OFFICER TOILET 211

 1/2" = 1'-0"A4.03
4 ENLARGED SECOND FLOOR H.C. OFFICER TOILET 215

 1/2" = 1'-0"A4.03
5 ENLARGED SECOND BUNK FLOOR TOILETS

NOTE: REFER TO A9.03 FOR ALL FINISHES

B-165-1830
B-6806-36
B-6806-42
B-6861-CUSTOM
B-4380
B-2740

B-4112

B-262
B-6717
B-207
B-204
B-239
B-398

CODE NOTE REGARDING PUBLIC HANDICAP ACCESSIBLE 1ST FLOOR
RESTROOM: 2010 FLORIDA BUILDING CODE
213 TOILET FACILITIES AND BATHING FACILITIES: new construction.
213.2 TOILET ROOMS AND BATHING ROOMS. Where toilet rooms are provided, each
toilet room shall comply with 603. Where bathing rooms are provided, each bathing room
shall comply with 603.
213.3.6 BATHING FACILITIES. Where bathtubs or showers are provided, at least one
bathtub complying with 607 or at least one shower complying with 608 shall be provided.

PUBLIC HANDICAP ACCESSIBLE

KEY REQUIRED CLEARANCE FBC CODE

A 60" DIAMETER SPACE SECTION 304.3.1

B 56"x60" CLEAR FLOOR
SPACE AT WATER CLOSETS FIGURE 604.3.1
(NOT IN STALL)

C 30"x48" CLEAR FLOOR FIGURE 305.3
SPACE AT LAVATORIES

D 36"x60" SHOWER SIZE FIGURE 608.2.2
AND CLEARANCES

ACCESSIBLE FLOOR SPACE KEY

APPARATUS BAY USE

RESTROOM EQUIPMENT LEGEND
ABBREVIATION DESCRIPTION

FRAMED MIRRORS @ LAVS
GRAB BAR-TOILET
GRAB BAR-TOILET
SHOWER GRAB BAR
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DOUBLE SURFACE TOILET PAPER
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JANITOR SHELF
RECESSED MEDICINE CABINET
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11*
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G.B.
G.B.
G.B.
S.S.D.
T.P.D.
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JANITOR SHELF
R.M.C.
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INTERIOR
ELEVATIONS -
BAYS

WM

A5.01

 1/4" = 1'-0"A5.01
1 APPARATUS BAY 118 EAST

 1/4" = 1'-0"A5.01
2 APPARATUS BAY 118 NORTH

 1/4" = 1'-0"A5.01
3 APPARATUS BAY 118 SOUTH

 1/4" = 1'-0"A5.01
4 APPARATUS BAY 118 WEST

INTERIOR ELEVATION KEYNOTE LEGEND
# DESCRIPTION
1 H.C. WALL-HUNG LAVATORY
2 PAPER TOWEL DISPENSER
3 ADA MIRROR
4 GRAB BAR
5 DOUBLE TOILET PAPER DISPENSER
6 SHELF W/ HOLDERS & HOOKS
7 ROBE HOOK
8 SHOWER ROD, CURTAIN & HOOKS
9 WALL MAP (BY OWNER)
10 DRINKING FOUNTAIN
11 BAR SINK & CABINETS
12 MIRROR
13 HAND WASH
14 EMERGENCY EYE WASH & SHOWER
15 SHOWER FAUCET HEAD
16 WALL-HUNG CABINET (BY OWNER)
17 LAUNDRY SINK
18 WATER HEATER
19 DRYER
20 WASHER
21 MOP SINK
22 STANDARD OR H.C. TOILET, SEE PLUMB. DWGS.
23 SS BACKSPLASH
24 RETRACTABLE ATTIC STAIR
25 HOSE BIBB
27 LOCKER
28 WALL MOUNTED WORKSURFACE
29 WALL MOUNTED LIGHT
30 RECESSED PATHWAY LIGHTING
31 CEILING FAN
32 CEILING MOUNTED LIGHT
33 WALL MOUNTED LOCKER
34 AIR COMPRESSOR
35 RECESSED MEDICINE CABINET
36 RECESSED SOAP DISH
37 RECESSED FIRE EXTINGUISHER CABINET
40 ADA SHOWER HEAD
41 SOAP DISPENSER
42 CUP DISPENSER

NUM. DESCRIPTION DATE
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INTERIOR
ELEVATIONS -
FIRST FLOOR

WLM

A5.02

 1/4" = 1'-0"A5.02
1 LOBBY 100 - N

 1/4" = 1'-0"A5.02
2 LOBBY 100 - E

 1/4" = 1'-0"A5.02
3 LOBBY 100 - S

 1/4" = 1'-0"A5.02
4 LOBBY 100 - W

 1/4" = 1'-0"A5.02
5 PUB. RESTRM. 101 - N

 1/4" = 1'-0"A5.02
6 PUB. RESTRM. 101 - E

 1/4" = 1'-0"A5.02
7 PUB. RESTRM. 101 - S

 1/4" = 1'-0"A5.02
8 PUB. RESTRM. 101 - W

 1/4" = 1'-0"A5.02
21 AHU 102 - N

 1/4" = 1'-0"A5.02
22 AHU 102 - E

 1/4" = 1'-0"A5.02
23 AHU 102 - S

 1/4" = 1'-0"A5.02
24 AHU 102 - W

 1/4" = 1'-0"A5.02
9 TREATMENT 103 - N

 1/4" = 1'-0"A5.02
10 TREATMENT 103 - E

 1/4" = 1'-0"A5.02
11 TREATMENT 103 - S

 1/4" = 1'-0"A5.02
12 TREATMENT 103 - W

 1/4" = 1'-0"A5.02
13 WATCH OFFICE 105 - N

 1/4" = 1'-0"A5.02
14 WATCH OFFICE 105 - E

 1/4" = 1'-0"A5.02
15 WATCH OFFICE 105 - S

 1/4" = 1'-0"A5.02
16 WATCH OFFICE 105 - W

 1/4" = 1'-0"A5.02
25 OFFICER OFFICE 106 - N

 1/4" = 1'-0"A5.02
26 OFFICER OFFICE 106 - E

 1/4" = 1'-0"A5.02
27 OFFICER OFFICE 106 - S

 1/4" = 1'-0"A5.02
28 OFFICER OFFICE 106 - W

 1/4" = 1'-0"A5.02
33 TRAINING 107 - N

 1/4" = 1'-0"A5.02
34 TRAINING 107 - E

 1/4" = 1'-0"A5.02
35 TRAINING 107 - S

 1/4" = 1'-0"A5.02
36 TRAINING 107 - W

 1/4" = 1'-0"A5.02
37 FITNESS 109 - N

 1/4" = 1'-0"A5.02
38 FITNESS 109 - E

 1/4" = 1'-0"A5.02
39 FITNESS 109 - S

 1/4" = 1'-0"A5.02
40 FITNESS 109 - W

 1/4" = 1'-0"A5.02
29 STOR 110 - N

 1/4" = 1'-0"A5.02
30 STOR 110 - E

 1/4" = 1'-0"A5.02
31 STOR 110 - S

 1/4" = 1'-0"A5.02
32 STOR 110 - W

INTERIOR ELEVATION KEYNOTE LEGEND
# DESCRIPTION
1 H.C. WALL-HUNG LAVATORY
2 PAPER TOWEL DISPENSER
3 ADA MIRROR
4 GRAB BAR
5 DOUBLE TOILET PAPER DISPENSER
6 SHELF W/ HOLDERS & HOOKS
7 ROBE HOOK
8 SHOWER ROD, CURTAIN & HOOKS
9 WALL MAP (BY OWNER)
10 DRINKING FOUNTAIN
11 BAR SINK & CABINETS
12 MIRROR
13 HAND WASH
14 EMERGENCY EYE WASH & SHOWER
15 SHOWER FAUCET HEAD
16 WALL-HUNG CABINET (BY OWNER)
17 LAUNDRY SINK
18 WATER HEATER
19 DRYER
20 WASHER
21 MOP SINK
22 STANDARD OR H.C. TOILET, SEE PLUMB. DWGS.
23 SS BACKSPLASH
24 RETRACTABLE ATTIC STAIR
25 HOSE BIBB
27 LOCKER
28 WALL MOUNTED WORKSURFACE
29 WALL MOUNTED LIGHT
30 RECESSED PATHWAY LIGHTING
31 CEILING FAN
32 CEILING MOUNTED LIGHT
33 WALL MOUNTED LOCKER
34 AIR COMPRESSOR
35 RECESSED MEDICINE CABINET
36 RECESSED SOAP DISH
37 RECESSED FIRE EXTINGUISHER CABINET
40 ADA SHOWER HEAD
41 SOAP DISPENSER
42 CUP DISPENSER

 1/4" = 1'-0"A5.02
17 CORRIDOR 104 - N

 1/4" = 1'-0"A5.02
18 CORRIDOR 104 - E

 1/4" = 1'-0"A5.02
19 CORRIDOR 104 - S

 1/4" = 1'-0"A5.02
20 CORRIDOR 104 - W

NOTE: BASE SHALL BE 6" TO MATCH FLOOR SPORTS 
RUBBER W/ 12" @ MIRROR LOCATIONS

NOTE: BASE SHALL BE 6" TO MATCH FLOOR SPORTS 
RUBBER W/ 12" @ MIRROR LOCATIONS

NUM. DESCRIPTION DATE
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INTERIOR
ELEVATIONS -
FIRST FLOOR

WLM

A5.03

 1/4" = 1'-0"A5.03
1 AHU 111 - N

 1/4" = 1'-0"A5.03
2 AHU 111 - E

 1/4" = 1'-0"A5.03
3 AHU 111 - S

 1/4" = 1'-0"A5.03
4 AHU 111 - W

 1/4" = 1'-0"A5.03
5 ELEC 112 - N

 1/4" = 1'-0"A5.03
6 ELEC 112 - E

 1/4" = 1'-0"A5.03
7 ELEC 112 - S

 1/4" = 1'-0"A5.03
8 ELEC 112 - W

 1/4" = 1'-0"A5.03
9 FIRE RISER 114 - N

 1/4" = 1'-0"A5.03
10 FIRE RISER 114 - E

 1/4" = 1'-0"A5.03
11 FIRE RISER 114 - S

 1/4" = 1'-0"A5.03
12 FIRE RISER 114 - W

 1/4" = 1'-0"A5.03
13 TURN-OUT STORAGE 124 - N

 1/4" = 1'-0"A5.03
14 TURN-OUT STORAGE 124 - E

 1/4" = 1'-0"A5.03
15 TURN-OUT STORAGE 124 - S

 1/4" = 1'-0"A5.03
16 TURN-OUT STORAGE 124 - W

 1/4" = 1'-0"A5.03
17 ALCOVE 123 - N

 1/4" = 1'-0"A5.03
18 ALCOVE 123 - E

 1/4" = 1'-0"A5.03
19 ALCOVE 123 - S

 1/4" = 1'-0"A5.03
20 ALCOVE 123 - W

 1/4" = 1'-0"A5.03
21 WORK 122 - N

 1/4" = 1'-0"A5.03
22 WORK 122 - E

 1/4" = 1'-0"A5.03
23 WORK 122 - S

 1/4" = 1'-0"A5.03
24 WORK 122 - W

 1/4" = 1'-0"A5.03
25 HOSE STOR. 121 - N

 1/4" = 1'-0"A5.03
26 HOSE STORAGE 121 - E

 1/4" = 1'-0"A5.03
27 HOSE STOR. 121 - S

 1/4" = 1'-0"A5.03
28 HOSE STOR. 121 - W

 1/4" = 1'-0"A5.03
29 GEN. STOR. 120 - N

 1/4" = 1'-0"A5.03
30 GEN. STOR. 120 - E

 1/4" = 1'-0"A5.03
31 GEN. STOR. 120 - S

 1/4" = 1'-0"A5.03
32 GEN. STOR. 120 - W

 1/4" = 1'-0"A5.03
33 WET STORAGE 119 - N

 1/4" = 1'-0"A5.03
34 WET STORAGE 119 - E

 1/4" = 1'-0"A5.03
35 WET STORAGE 119 - S

 1/4" = 1'-0"A5.03
36 WET STORAGE 119 - W

 1/4" = 1'-0"A5.03
37 DECON 117 - N

 1/4" = 1'-0"A5.03
38 DECON 117 - E

 1/4" = 1'-0"A5.03
39 DECON 117 - S

 1/4" = 1'-0"A5.03
40 DECON 117- W

 1/4" = 1'-0"A5.03
41 ALCOVE 115 - N

 1/4" = 1'-0"A5.03
42 ALCOVE 115 - E

 1/4" = 1'-0"A5.03
43 ALCOVE 115 - S

 1/4" = 1'-0"A5.03
44 ALCOVE 115 - W

 1/4" = 1'-0"A5.03
45 TOILET 116 - N

 1/4" = 1'-0"A5.03
46 TOILET 116 - E

 1/4" = 1'-0"A5.03
47 TOILET 116 - S

 1/4" = 1'-0"A5.03
48 TOILET 116 - W

INTERIOR ELEVATION KEYNOTE LEGEND
# DESCRIPTION
1 H.C. WALL-HUNG LAVATORY
2 PAPER TOWEL DISPENSER
3 ADA MIRROR
4 GRAB BAR
5 DOUBLE TOILET PAPER DISPENSER
6 SHELF W/ HOLDERS & HOOKS
7 ROBE HOOK
8 SHOWER ROD, CURTAIN & HOOKS
9 WALL MAP (BY OWNER)
10 DRINKING FOUNTAIN
11 BAR SINK & CABINETS
12 MIRROR
13 HAND WASH
14 EMERGENCY EYE WASH & SHOWER
15 SHOWER FAUCET HEAD
16 WALL-HUNG CABINET (BY OWNER)
17 LAUNDRY SINK
18 WATER HEATER
19 DRYER
20 WASHER
21 MOP SINK
22 STANDARD OR H.C. TOILET, SEE PLUMB. DWGS.
23 SS BACKSPLASH
24 RETRACTABLE ATTIC STAIR
25 HOSE BIBB
27 LOCKER
28 WALL MOUNTED WORKSURFACE
29 WALL MOUNTED LIGHT
30 RECESSED PATHWAY LIGHTING
31 CEILING FAN
32 CEILING MOUNTED LIGHT
33 WALL MOUNTED LOCKER
34 AIR COMPRESSOR
35 RECESSED MEDICINE CABINET
36 RECESSED SOAP DISH
37 RECESSED FIRE EXTINGUISHER CABINET
40 ADA SHOWER HEAD
41 SOAP DISPENSER
42 CUP DISPENSER

 1/4" = 1'-0"A5.03
49 CORRIDOR 108 - N

 1/4" = 1'-0"A5.03
50 CORR. 108 - E

 1/4" = 1'-0"A5.03
52 CORRIDOR 108 - S

 1/4" = 1'-0"A5.03
51 CORR. 108 - W

NUM. DESCRIPTION DATE
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INTERIOR
ELEVATIONS -
SECOND FLOOR

WLM

A5.04

 1/4" = 1'-0"A5.04
1 CORRIDOR 200 - N

 1/4" = 1'-0"A5.04
2 CORRIDOR 200 - E

 1/4" = 1'-0"A5.04
3 CORRIDOR 200 - W

 1/4" = 1'-0"A5.04
4 CORRIDOR 200 - S

 1/4" = 1'-0"A5.04
5 PANTRY TYP. - N

 1/4" = 1'-0"A5.04
6 PANTRY TYP. - E

 1/4" = 1'-0"A5.04
7 PANTRY TYP. - S

 1/4" = 1'-0"A5.04
8 PANTRY TYP. - W

 1/4" = 1'-0"A5.04
9 JAN. 208 - N

 1/4" = 1'-0"A5.04
10 JAN. 208 - E

 1/4" = 1'-0"A5.04
11 JAN. 208 - S

 1/4" = 1'-0"A5.04
12 JAN. 208 - W

 1/4" = 1'-0"A5.04
13 DAY ROOM 202 / DINING 203 - N

 1/4" = 1'-0"A5.04
14 DAY ROOM 202 /DINING 203 - E

 1/4" = 1'-0"A5.04
15 DAY ROOM 202 /DINING 203 - S

 1/4" = 1'-0"A5.04
16 DAY ROOM 202 /DINING 203 - W

 1/4" = 1'-0"A5.04
17 STORAGE 216 - N

 1/4" = 1'-0"A5.04
18 STORAGE 216 - E

 1/4" = 1'-0"A5.04
19 STORAGE 216 - S

 1/4" = 1'-0"A5.04
20 STORAGE 216 - W

 1/4" = 1'-0"A5.04
25 KITCHEN 204 - N

 1/4" = 1'-0"A5.04
26 KITCHEN 204 - E

 1/4" = 1'-0"A5.04
27 KITCHEN 204 - S

 1/4" = 1'-0"A5.04
28 KITCHEN 204 - W

 1/4" = 1'-0"A5.04
21 OFFICER TOILET 211 - N

 1/4" = 1'-0"A5.04
22 OFFICER TOILET 211 - E

 1/4" = 1'-0"A5.04
23 OFFICER TOILET 211 - S

 1/4" = 1'-0"A5.04
24 OFFICER TOILET 211 - W

 1/4" = 1'-0"A5.04
29 OFFICER BUNK 210 - N

 1/4" = 1'-0"A5.04
30 OFFICER BUNK 210 - E

 1/4" = 1'-0"A5.04
31 OFFICER BUNK 210 - S

 1/4" = 1'-0"A5.04
32 OFFICER BUNK 210 - W

 1/4" = 1'-0"A5.04
33 OFFICER BUNK 212 - N

 1/4" = 1'-0"A5.04
34 OFFICER BUNK 212 - E

 1/4" = 1'-0"A5.04
35 OFFICER BUNK 212 - S

 1/4" = 1'-0"A5.04
36 OFFICER BUNK 212 - W

INTERIOR ELEVATION KEYNOTE LEGEND
# DESCRIPTION
1 H.C. WALL-HUNG LAVATORY
2 PAPER TOWEL DISPENSER
3 ADA MIRROR
4 GRAB BAR
5 DOUBLE TOILET PAPER DISPENSER
6 SHELF W/ HOLDERS & HOOKS
7 ROBE HOOK
8 SHOWER ROD, CURTAIN & HOOKS
9 WALL MAP (BY OWNER)
10 DRINKING FOUNTAIN
11 BAR SINK & CABINETS
12 MIRROR
13 HAND WASH
14 EMERGENCY EYE WASH & SHOWER
15 SHOWER FAUCET HEAD
16 WALL-HUNG CABINET (BY OWNER)
17 LAUNDRY SINK
18 WATER HEATER
19 DRYER
20 WASHER
21 MOP SINK
22 STANDARD OR H.C. TOILET, SEE PLUMB. DWGS.
23 SS BACKSPLASH
24 RETRACTABLE ATTIC STAIR
25 HOSE BIBB
27 LOCKER
28 WALL MOUNTED WORKSURFACE
29 WALL MOUNTED LIGHT
30 RECESSED PATHWAY LIGHTING
31 CEILING FAN
32 CEILING MOUNTED LIGHT
33 WALL MOUNTED LOCKER
34 AIR COMPRESSOR
35 RECESSED MEDICINE CABINET
36 RECESSED SOAP DISH
37 RECESSED FIRE EXTINGUISHER CABINET
40 ADA SHOWER HEAD
41 SOAP DISPENSER
42 CUP DISPENSER

SEE A8.06 FOR KITCHEN CABINETRY ENLARGED ELEVATIONS, PLANS, & DETAILS SEE A8.06 FOR KITCHEN CABINETRY ENLARGED ELEVATIONS, PLANS, & DETAILS

25

25

NUM. DESCRIPTION DATE



214

OPEN

WALL
BASE

PGWB

30

216 208B.
O.

 S
OF

FIT
8'-

4"

209

WALL
BASE

210 212

PGWB

WALL BASE

1'-8"

1'-0
"

30

213

WALL
BASE

PGWB

27
28

PGWB

WALL
BASE

27
28

PGWB

WALL BASE

214
27

PGWB

WALL
BASE

215 28
PGWB

WALL BASE

29

8

4
1

25

40
215

TC

6"
5'-

0"
3"

4"
3"

8'-
0"

4

7

7

5

S4

8TC

20"x20"
TILE

3"X20"
TILE

4

5
22

7

7

22

TC

BASE, SEE
FINISH
PLANS

4" (1"X1") GLASS MOSAIC TILE BAND

5

4

29

35
3

1

40

218

3232

PLYPLYPLY

28
27

PGWB

WALL
BASE

28 PGWB

WALL BASE

1
27

PGWB

WALL
BASE

27
28

PGWB

WALL
BASE

PGWB
225

PGWBPGWB

G

PGWB

PGWB

WALL
BASE

200B209200D

WALL BASE

PGWB

30
211

WALL
BASE

PGWB
213 200C

PGWB

WALL BASE

223

22

TC

54

29

35

1
TC

4" (1"X1")
MOSAIC
TILE BAND

BASE, SEE
ROOM FINISH
PLAN

3"X20"
TILE

20"X20"
TILE 5

7

8

8'-
0"

6"

5'-
0"

4

1
25

22

25
TC

3

29

14

4

8

5

35

WALL FINISH LEGEND
PGWB

SKIM

TC

PLY

GYPSUM WALL BOARD, PAINTED

SKIM COAT STUCCO, PAINTED

TILE ON CEMENTITIOUS BOARD

PLYWOOD, PAINTED BLACK, FIRE RETARDANT

EXP BLOCK FILLER, PAINTED

35

29

222

29

22 5

15

25

8

TC7

8

22 5

TC

7

8

TC

7

7 4

5

22

4" (1"X1")
MOSAIC
TILE BAND

BASE, SEE ROOM
FINISH PLAN

3"X20"
TILE

20"X20"
TILE

1'-8
"

3"
4"

3"
5'-

6"

8'-
0"

TC

35 3

4

22

5

1

4

40

8

25

29TC

TC
40

29 8

41

25

4

7

7

5

4

8

211

TC

REVISIONS

DRAWING NUMBER

JOB NUMBER

DATE

DRAWING TITLE

FILE NUMBER

DRAWN BY

CONSTRUCTION

SEAL

ISSUED FOR :

BIDS

PERMIT

PROJECT TITLE

TH
IS
 
D
O
C
U
M
E
N
T 
IS
 
TH
E
 
P
R
O
P
E
R
TY
 
O
F 
C
U
R
R
IE
 
S
O
W
A
R
D
S
 
A
G
U
IL
A
 
A
R
C
H
IT
E
C
TS
 
IN
C
. 
 
A
LL
 
R
IG
H
TS
 
A
R
E
 
R
E
S
E
R
V
E
D
. 
A
N
Y
 
P
O
S
S
E
S
S
IO
N
, 
R
E
P
R
O
D
U
C
TI
O
N
 
O
R
 
O
TH
E
R
 
U
S
E
 
O
F 
TH
IS
 
D
O
C
U
M
E
N
T,
 
W
IT
H
O
U
T 
TH
E
 
W
R
IT
TE
N
 
C
O
N
S
E
N
T 
O
F 
C
U
R
R
IE
 
S
O
W
A
R
D
S
 
A
G
U
IL
A
 
A
R
C
H
IT
E
C
TS
 
IN
C
.,
 
IS
 
P
R
O
H
IB
IT
E
D
. & Interior Designers

Architects, Planners

ARCHITECTS

AA26001584

E-mail: Office@CSA-Architects.com

134 N.E. 1st Avenue
Delray Beach, Florida  33444
TEL: 561 276-4951
FAX: 561 243-8184

AGUILA

CURRIE

SOWARDS

0
8

.0
6

.2
0

1
2

 B
ID

-P
ER

M
IT

 S
ET

DRC
AAC

.....................................11.29.2011

.....................................01.18.2012

CITY OF
POMPANO BEACH
FIRE STATION 103

3721 N.E. 12th AVE.
POMPANO BEACH, FL  33064

08.06.2012

110102

.....................................08.06.2012

  ................................08.06.2012

THESE DRAWINGS ARE PREPARED
PER  ESTABLISHED INDUSTRY
STANDARDS AND REPRESENT THE
ARCHITECT AND ENGINEERS DESIGN
CONCEPT. THEY ARE NOT INTENDED
TO PROVIDE EVERY DETAIL OR
CONDITION REQUIRED TO CONSTRUCT
THE BUILDING. THE CONTRACTOR
THROUGH SUBMITTALS AND OTHER
COORDINATION EFFORTS IS FULLY
RESPONSIBLE FOR PROVIDING A
COMPLETE AND OPERATIONAL
BUILDING  WHETHER INDICATED ON
THE PLANS OR NOT.

P&Z .....................................05.01.2012
AAC (RESUBMITTAL).......... 03.21.2012

  ...................

8
/
1
/
2
0
1
2
 
6
:2
1
:2
8
 
P
M

C:\Users\Will\Documents\Revit 2013\110102
POMPANO FS 103\110102-CENTRAL-WILL.rvt

INTERIOR
ELEVATIONS -
SECOND FLOOR

WLM

A5.05

 1/4" = 1'-0"A5.05
1 CORRIDOR 209 - N

 1/4" = 1'-0"A5.05
2 CORRIDOR 209 - E

 1/4" = 1'-0"A5.05
3 CORRIDOR 209 - S

 1/4" = 1'-0"A5.05
4 CORRIDOR 209 - W

 1/4" = 1'-0"A5.05
5 OFFICER BUNK 214 - N

 1/4" = 1'-0"A5.05
6 OFFICER BUNK 214 - E

 1/4" = 1'-0"A5.05
7 OFFICER BUNK 214 - S

 1/4" = 1'-0"A5.05
8 OFFICER BUNK 214 - W

 1/4" = 1'-0"A5.05
9 OFF. TOILET 215 - N

 1/4" = 1'-0"A5.05
10 OFF. TOILET 215 - E

 1/4" = 1'-0"A5.05
11 OFF. TOILET 215 - S

 1/4" = 1'-0"A5.05
12 OFF. TOILET 215 - W

 1/4" = 1'-0"A5.05
13 COMM. 218 - N

 1/4" = 1'-0"A5.05
14 COMM. 218 - E

 1/4" = 1'-0"A5.05
15 COMM. 218 - S

 1/4" = 1'-0"A5.05
16 COMM. 218 - W

 1/4" = 1'-0"A5.05
17 BUNK (TYP.) - N

 1/4" = 1'-0"A5.05
18 BUNK (TYP.) - E

 1/4" = 1'-0"A5.05
19 BUNK (TYP.) - S

 1/4" = 1'-0"A5.05
20 BUNK (TYP.) - W

 1/4" = 1'-0"A5.05
21 MECH. 219 - N

 1/4" = 1'-0"A5.05
22 MECH. 219 - E

 1/4" = 1'-0"A5.05
23 MECH. 219 - S

 1/4" = 1'-0"A5.05
24 MECH. 219 - W

 1/4" = 1'-0"A5.05
25 CORRIDOR 217 - N

 1/4" = 1'-0"A5.05
26 CORRIDOR 217 - E

 1/4" = 1'-0"A5.05
27 CORRIDOR 217 - S

 1/4" = 1'-0"A5.05
28 CORRIDOR 217 - W

 1/4" = 1'-0"A5.05
29 TOILET 223 NORTH

 1/4" = 1'-0"A5.05
30 TOILET 223 EAST

 1/4" = 1'-0"A5.05
31 TOILET 223 SOUTH

 1/4" = 1'-0"A5.05
32 TOILET 223 WEST

INTERIOR ELEVATION KEYNOTE LEGEND
# DESCRIPTION
1 H.C. WALL-HUNG LAVATORY
2 PAPER TOWEL DISPENSER
3 ADA MIRROR
4 GRAB BAR
5 DOUBLE TOILET PAPER DISPENSER
6 SHELF W/ HOLDERS & HOOKS
7 ROBE HOOK
8 SHOWER ROD, CURTAIN & HOOKS
9 WALL MAP (BY OWNER)
10 DRINKING FOUNTAIN
11 BAR SINK & CABINETS
12 MIRROR
13 HAND WASH
14 EMERGENCY EYE WASH & SHOWER
15 SHOWER FAUCET HEAD
16 WALL-HUNG CABINET (BY OWNER)
17 LAUNDRY SINK
18 WATER HEATER
19 DRYER
20 WASHER
21 MOP SINK
22 STANDARD OR H.C. TOILET, SEE PLUMB. DWGS.
23 SS BACKSPLASH
24 RETRACTABLE ATTIC STAIR
25 HOSE BIBB
27 LOCKER
28 WALL MOUNTED WORKSURFACE
29 WALL MOUNTED LIGHT
30 RECESSED PATHWAY LIGHTING
31 CEILING FAN
32 CEILING MOUNTED LIGHT
33 WALL MOUNTED LOCKER
34 AIR COMPRESSOR
35 RECESSED MEDICINE CABINET
36 RECESSED SOAP DISH
37 RECESSED FIRE EXTINGUISHER CABINET
40 ADA SHOWER HEAD
41 SOAP DISPENSER
42 CUP DISPENSER

 1/4" = 1'-0"A5.05
33 TYP. TOILET - N

 1/4" = 1'-0"A5.05
34 TYP. TOILET - E 1/4" = 1'-0"A5.05

35 TYP. TOILET - S

 1/4" = 1'-0"A5.05
36 TYP. TOILET - W

 1/4" = 1'-0"A5.05
37 TOILET 220 - N

 1/4" = 1'-0"A5.05
38 TOILET 220 - E

 1/4" = 1'-0"A5.05
39 TOILET 220 - S

 1/4" = 1'-0"A5.05
40 TOILET 220 - W

NUM. DESCRIPTION DATE
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INTERIOR
ELEVATIONS -
STAIRS

WLM

A5.06

 1/4" = 1'-0"A5.06
2 EAST STAIR - E

 1/4" = 1'-0"A5.06
1 EAST STAIR - N

 1/4" = 1'-0"A5.06
3 EAST STAIR - S

 1/4" = 1'-0"A5.06
4 EAST STAIR - W

 1/4" = 1'-0"A5.06
5 WEST STAIR - N

 1/4" = 1'-0"A5.06
6 WEST STAIR - E

 1/4" = 1'-0"A5.06
7 WEST STAIR - S

 1/4" = 1'-0"A5.06
8 WEST STAIR - W

INTERIOR ELEVATION KEYNOTE LEGEND
# DESCRIPTION
1 H.C. WALL-HUNG LAVATORY
2 PAPER TOWEL DISPENSER
3 ADA MIRROR
4 GRAB BAR
5 DOUBLE TOILET PAPER DISPENSER
6 SHELF W/ HOLDERS & HOOKS
7 ROBE HOOK
8 SHOWER ROD, CURTAIN & HOOKS
9 WALL MAP (BY OWNER)
10 DRINKING FOUNTAIN
11 BAR SINK & CABINETS
12 MIRROR
13 HAND WASH
14 EMERGENCY EYE WASH & SHOWER
15 SHOWER FAUCET HEAD
16 WALL-HUNG CABINET (BY OWNER)
17 LAUNDRY SINK
18 WATER HEATER
19 DRYER
20 WASHER
21 MOP SINK
22 STANDARD OR H.C. TOILET, SEE PLUMB. DWGS.
23 SS BACKSPLASH
24 RETRACTABLE ATTIC STAIR
25 HOSE BIBB
27 LOCKER
28 WALL MOUNTED WORKSURFACE
29 WALL MOUNTED LIGHT
30 RECESSED PATHWAY LIGHTING
31 CEILING FAN
32 CEILING MOUNTED LIGHT
33 WALL MOUNTED LOCKER
34 AIR COMPRESSOR
35 RECESSED MEDICINE CABINET
36 RECESSED SOAP DISH
37 RECESSED FIRE EXTINGUISHER CABINET
40 ADA SHOWER HEAD
41 SOAP DISPENSER
42 CUP DISPENSER

NUM. DESCRIPTION DATE
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TILE CEILING

VA
R

IE
S

6"
VA

R
IE

S

VARIES SEE RCP

6"

VARIES

B.O. STRUCTURE

5/8" GYP BD

5/8" GYP BD SOFFIT

3 5/8" METAL STUD FRAMING
AT  16" O.C.

GALV. CORNER BEAD -
TYP. AT ALL EXTERIOR
CORNERS

METAL STUD
BRACING AS
REQ'D

TIE WIRE AS
REQUIRED

BULKHEAD

NOTE:
SEE REFLECTED

FOR CEILING
CEILING PLAN

ELEVATIONS

VARIES

B.O. TRUSS/T.O.BEAM

VARIES

B.O. CEILING

VARIES

B.O. SOFFIT

VARIES

B.O. CEILING

ACOUSTICAL CEILING,
SEE SPECIFICATIONS &
FINISH PLAN

VARIES

3 1/2" METAL STUD
FRAMING AT  16"
O.C.

5/8" GYP BD, PAINTED

GALV. CORNER BEAD
- TYP. AT ALL
EXTERIOR CORNERS

STEEL BEAM, SEE
STRUCTURAL

TRUSS, SEE
STRUCTURAL

ACOUSTICAL
CEILING, SEE
SPECIFICATIONS &
FINISH PLAN

SP

TURN-OUT STOR.
124

ALCOVE
123

WORK
122

WEST POLE

HOSE STOR.
121

GEN. STOR.
120

WET STOR.
119

EAST POLE

DECON.
117

TOILET
116

ALCOVE
115

BAYS
118

LOBBY
100

PUB. REST.
101

A.H.U. 1
102

TREATMENT
103

EAST STAIR

WATCH OFFICE
105

CORR.
104

OFFICER OFFICE
106

TRAINING
107

CORR.
108

FITNESS
109

STOR.
110

A.H.U. 2
111

ELEC.
112

WEST STAIR

FIRE RISER
114

ELEV. MACH.
125

ELEVATOR
9' - 6"ACT 2x2

9' - 0"ACT 2x2

9' - 6"ACT 2x2

9' - 0"ACT 2x2

10' - 0"ACT 2x2

8' - 0"GB

8' - 0"CB
11'-4" +-EXP.

9' - 0"ACT 2x2

9' - 0"GB

11'-4" +-EXP.

STUC. STUC.STUC.

VARIES

VARIES

8' - 6"

STUC.

9' - 0"STUC.

9' - 0"ACT 2x2

9' - 2 1/4"
STUC.

COILING DOOR
CONTAINER, TYP.

COIL DOOR
CONTAINER, TYP.

SEE A6.02 SEE A6.02

SEE A6.02

SEE
A6.02

SEE
A6.02

8' - 0" 8' - 0" 8' - 0"

8' - 6"CB

10' - 0"GB

9' - 0"ACT 2x2

8' - 6"GB

11' - 4"
STUC.

9' - 0"STUC.

9' - 0"STUC.

9' - 0"STUC.

9' - 0"STUC.

9' - 0"STUC.

9' - 0"STUC.

9' - 0"STUC.

9' - 0"STUC.

VARIESSTUC.

2'-0"

2'-
0"

EQ
EQ

EQ
EQ

EQEQ

EQ
EQ

EQ
EQ

8' - 6"

2'-10" 2'-10"
2'-10"

9' - 11 3/8"
STUC.

9' - 0"ACT 2x2

8' - 0"STUC.

STUCCO CONTROL JOINT

EQ
UA

L 
C

5'-
7"

EQ
UA

L 
C

EQ
. B

EQ
. B

.

EQ. A EQ. A.

CENTER LIGHT
FIXTURE IN EACH
STUCCO AREA

A6.01
6

8' - 1"

STUC.

8' - 1"

STUC.

9' - 0"STUC.

CONCRETE
EYEBROW,
PAINTED

AIRFOIL, TYPICAL

2'-6"

2'-
6"

2'-6"

2'-
6"8' - 6"GB

EQ.EQ. EQ.EQ.

EQ
.

EQ
.E
Q.

M
A
P
 W

A
LL

EQUAL EQUAL

10' - 0"

STUC.

GENERATOR

EXPOSED
CEILING

ACCESS PANEL

FIXTURE LEGEND

2x2 FLUORESCENT LAY-IN TROFFER

RECESSED DOWNLIGHT

RECESSED DOWNLIGHT W/
RED LENS FOR ZETRON SYSTEM

WALL MOUNTED FLUORESCENT
WRAPAROUND LUMINAIRE

CEILING MOUNTED FAN,
SEE ELEC. DWGS FOR SIZES

FLUORESCENT HIGH BAY, CHAIN HUNG

WALL MOUNTED RESTROOM FLUORESCENT
WRAPAROUND LUMINAIRE

SMALL EXTERIOR DECORATIVE LUMINAIRE,
WALL BRACKET MOUNT

CEILING ACCESS HATCH,
SEE MEP DWGS. FOR LOCATION

EXHAUST FAN

CEILING DIFFUSER - RETURN AIR DUCT

CEILING DIFFUSER - SUPPLY AIR DUCT

LARGE EXTERIOR DECORATIVE LUMINAIRE,
WALL BRACKET MOUNT

CEILING MOUNTED FLUORESCENT LUMINAIRE

CEILING SPEAKER

CEILING MATERIALS

CLG. HT.
STUC.

SKIM COAT
STUCCO

(PAINTED)

CLG. HT.
GB

GYPSUM BOARD
(PAINTED)

CLG. HT.
CB

GLASS-MAT FACED,
MOISTURE RESISTANT

GYPSUM BOARD
(PAINTED)

CLG. HT.
ACT 2x2

ACOUSTICAL
CEILING TILE
24"x24" GRID

GENERAL NOTES:
1. SEE ELECTRICAL & MECHANICAL SHEETS FOR ELECTRICAL LEGEND AND DETAILS

2.ALL PRODUCTS TO BE INSTALLED PER MANUFACTURER'S PUBLISHED WRITTEN INSTRUCTIONS.

3.PRODUCTS & EQUIPMENT IN ACCESSIBLE AREAS TO BE INSTALLED PER ADA STANDARDS

4.G.C. TO COORDINATE LOCATIONS OF ALL EQUIPMENT PRIOR TO INSTALLATION TO AVOID CONFLICTS.

5. ALL PAINTED CEILINGS TO MATCH SHERWIN WILLIAMS "SNOWBOUND" SW 7004

CLG. HT.
GB

GYPSUM BOARD
(PAINTED)
1HR RATED

CLG. HT.
CONC.

STUCCO ON 1 HR
RATED CONC.

(PAINTED)

   PVC

   PVC

8" MIN.

   PVC

LOBBY
100

10' - 0"ACT 2x2

8' - 6"GB

EQ
EQ

EQ EQ

5'-0" 6'-0" +/- 5'-0"

2'-
0"

2'-0"

6'
-0

" +
/-

4'-
10

"

4'-
10

" 2'-0"

2'-
0"

EQ. EQ.
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REFLECTED
CEILING PLAN -
FIRST FLOOR &
CEILING DETAILS

LEJ

A6.01

 1/8" = 1'-0"A6.01
1 REFLECTED CEILING PLAN

N

 1 1/2" = 1'-0"A6.01
2 TYPICAL CEILING TRANSITION DETAIL

 1 1/2" = 1'-0"A6.01
3 NOT USED

 1 1/2" = 1'-0"A6.01
4 TYPICAL CEILING SOFFIT FRAMING DETAIL

 3" = 1'-0"A6.01
5 TYPICAL CEILING SOFFIT @ BEAM DETAIL

 1/4" = 1'-0"A6.01
6 ENLARGED LOBBY REFLECTED CEILING PLAN

N

NUM. DESCRIPTION DATE
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SP

SP

SP

SP

SP

SP SP SP SP SP

SP

SP

1
A7.01

1
A7.03

2
A7.01

3
A7.01

1
A7.02

2
A7.03

1
A7.04

1
A7.08

3
A8.01

2
A8.01

BUNK 3
3

BUNK 4
4

BUNK 5
5

BUNK 6
6

BUNK 7
7

A.H.U. 4
201

TOILET
223TOILET

222
TOILET

221
TOILET

220

OFF. BUNK
214

OFF. TOILET
215

COMM.
218

A.H.U. 5
213

OFF. BUNK
212

OFF. TOILET
211

OFF. BUNK
210

STOR.
216

JAN.
208

ELEVATOR
WEST STAIR

DINING
203

KITCHEN
204

CORR.
200

CORR.
217

CORR.
209 PANTRY

207
PANTRY

206
PANTRY

205

STUCCO CONTROL
JOINT, TYP.

24'-0" +-STUC.

18'-0" +-STUC.

18'-0" +-STUC. 8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"GB

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"CB
8' - 0"CB

8' - 0"CB

8' - 0"CB

9' - 0"GB

DOWNSPOUT TYP.

DOWNSPOUT TYP.

VARIESSTUC.

VARIESSTUC.

23' - 3" +-

STUC.

8' - 0"CB

8' - 0"CB

STUC.

APPROX. LOCATION OF
ENGINE EXHAUST
REMOVAL FAN, FINAL
LOCATION TO BE FIELD
COORDINATED

2
A7.08

23' - 3" +-

8' - 0"ACT 2x2

8' - 0"ACT 2x2

BUNK 2
2

BUNK 1
1

STOR.
228

MECH.
219

9' - 0"ACT 2x2

9' - 0"GB

8' - 0"GB

8' - 0"ACT 2x2

23' - 3" +-

23' - 3" +-

STUC.

23' - 3" +-

STUC.

APPROX. LOCATION
OF ENGINE EXHAUST
REMOVAL FAN, FINAL
LOCATION TO BE FIELD
COORDINATED

9' - 8"ACT 2x2

8' - 8"GB
1

A7.05

4
A7.02

18'-0" +-STUC.

2
A7.04

4
A7.08

EAST STAIR

EAST POLEWEST POLE

DAY ROOM
202

BAYS
118

STUC.

6'-8 1/8"

8' - 0"GB

8' - 4"GB

8' - 4"GB

9' - 0"GB

PULL DOWN ALUMINUM
ATTIC STAIR, SEE 5/A8.02

3
A7.02

CONCRETE
EYEBROW,
PAINTED

AIRFOIL

+/- 30'-0"

EQ
UA

L
+/-

 27
'-8

"
EQ

UA
L

+/-
 27

'-8
"

GRILLE, SEE
MECHANICAL DWGS.

ACCESS HATCH FOR FAN IN CEILING
ABOVE, SEE MECHANICAL DWGS.

+/- 30'-0"

7' - 8"GB

7' - 8"GB

9' - 0"ACT 2x2

9' - 0"ACT 2x2

9' - 0"ACT 2x2

8' - 0"CB
8' - 0"GB

BUNK 3
3

BUNK 4
4

BUNK 5
5

BUNK 6
6

BUNK 7
7

TOILET
223

TOILET
222

TOILET
221

TOILET
220

OFF. BUNK
210

STOR.
216

JAN.
208

DINING
203

KITCHEN
204

CORR.
200

CORR.
209

PANTRY
207

PANTRY
206

PANTRY
205

8' - 0"CB

8' - 0"CB
8' - 0"CB

8' - 0"CB

8' - 0"CB 8' - 0"GB
8' - 0"GB

8' - 0"GB

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"ACT 2x2

EQ
EQ

2'-11" 6'-8" 6'-8" 8'-1"

1'-5
"

6'
-5

"
6'
-5

"
6'
-5

"
1'-4

"

5'-9" 6'-0" 6'-0"

6'
-5

"
8'-

0"
4'-

6"
4'-

6"
2'-

11"

PULL DOWN STAIR FOR
ROOF ACCESS, SEE 5/A8.02

3'-0" 7'-11" 1'-5"

2'-
8"

8' - 4"GB

9' - 0"ACT 2x2

9' - 0"ACT 2x2

9' - 0"ACT 2x2

8' - 4"GB

EAST
POLE

HOOD

9' - 8"ACT 2x2

8' - 8"GB

8' - 8"GB
CENTER
OVER
COUNTER
BELOW

EQ
EQ

4'-
2"

3'-
3"

3'-
3"

3'-
3"

1'-1
1 3

/4
"

3'-8 3/4" 3'-3" 3'-3" 3'-3"

EQ
EQ

8' - 0"ACT 2x2

8' - 0"ACT 2x2

8' - 0"CONC.

EQUAL EQUAL

2'-
10

"

4'-4"

8' - 0"GB

9' - 0"ACT 2x2

30' - 2 1/2"
GB

29' - 7 1/2"

STUC.

BRACKET
PAINTED, TYP

SURFACE
MOUNTED FAUX
LOUVER

CONC. COLUMN,
SEE STRUCT.
DWGS.

FIXTURE LEGEND

2x2 FLUORESCENT LAY-IN TROFFER

RECESSED DOWNLIGHT

RECESSED DOWNLIGHT W/
RED LENS FOR ZETRON SYSTEM

WALL MOUNTED FLUORESCENT
WRAPAROUND LUMINAIRE

CEILING MOUNTED FAN,
SEE ELEC. DWGS FOR SIZES

FLUORESCENT HIGH BAY, CHAIN HUNG

WALL MOUNTED RESTROOM FLUORESCENT
WRAPAROUND LUMINAIRE

SMALL EXTERIOR DECORATIVE LUMINAIRE,
WALL BRACKET MOUNT

CEILING ACCESS HATCH,
SEE MEP DWGS. FOR LOCATION

EXHAUST FAN

CEILING DIFFUSER - RETURN AIR DUCT

CEILING DIFFUSER - SUPPLY AIR DUCT

LARGE EXTERIOR DECORATIVE LUMINAIRE,
WALL BRACKET MOUNT

CEILING MOUNTED FLUORESCENT LUMINAIRE

CEILING SPEAKER

CEILING MATERIALS

CLG. HT.
STUC.

SKIM COAT
STUCCO

(PAINTED)

CLG. HT.
GB

GYPSUM BOARD
(PAINTED)

CLG. HT.
CB

GLASS-MAT FACED,
MOISTURE RESISTANT

GYPSUM BOARD
(PAINTED)

CLG. HT.
ACT 2x2

ACOUSTICAL
CEILING TILE
24"x24" GRID

GENERAL NOTES:
1. SEE ELECTRICAL & MECHANICAL SHEETS FOR ELECTRICAL LEGEND AND DETAILS

2.ALL PRODUCTS TO BE INSTALLED PER MANUFACTURER'S PUBLISHED WRITTEN INSTRUCTIONS.

3.PRODUCTS & EQUIPMENT IN ACCESSIBLE AREAS TO BE INSTALLED PER ADA STANDARDS

4.G.C. TO COORDINATE LOCATIONS OF ALL EQUIPMENT PRIOR TO INSTALLATION TO AVOID CONFLICTS.

5. ALL PAINTED CEILINGS TO MATCH SHERWIN WILLIAMS "SNOWBOUND" SW 7004

CLG. HT.
GB

GYPSUM BOARD
(PAINTED)
1HR RATED

CLG. HT.
CONC.

STUCCO ON 1 HR
RATED CONC.

(PAINTED)
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REFLECTED
CEILING PLAN -
SECOND FLOOR

LEJ

A6.02

 1/8" = 1'-0"A6.02
1 REFLECTED CEILING PLAN - SECOND FLOOR

 1/4" = 1'-0"A6.02
3 ENLARGED 2ND FLOOR REFLECTED CEILING PLAN

 1/4" = 1'-0"A6.02
2 TOWER REFLECTED CEILING PLAN

N

N

 3/8" = 1'-0"A6.02
4 FIRE RATED CEILING DETAIL

NOT TO SCALE

N NUM. DESCRIPTION DATE

TYPICAL IN ALL STAIR AND ELEVATOR TOWERS



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

1
A7.03

2
A7.03

1
A7.04

A8.04
2

A8.01
1

BAYS
118

HOSE
STOR.

121

BUNK 4
4

CORR.
104

CORR.
200

TOILET
222

PANTRY
207

TRAINING
107

KITCHEN
204

MECHANICAL
WELL

PORCH COLUMN

STANDING SEAM
METAL ROOF

AIRFOIL, PAINTED

GUTTER & DOWNSPOUT
TO UNDERGROUND
SYSTEM

STANDING SEAM
METAL ROOF BEYOND

IMPACT LOUVER, SEE
LOUVER SCHEDULE
AND DETAILS

IMPACT FOLDING GARAGE DOOR,
SEE DOOR SCHEDULE AND
DETAILS

STANDING SEAM METAL
ROOF

PRE-ENGINEERED METAL TRUSS,
SEE STRUCTURAL DWGS. WEBBING
SHOWN IS DIAGRAMMATIC ONLY.

GUTTER &
DOWNSPOUT TO
UNDERGROUND
SYSTEM

REINFORCED
MASONRY WALL WITH
PAINTED STUCCO
FINISH, SEE
STRUCTURAL DWGS.

DOOR COVERING,
SEE 2/A8.04

CONCRETE SLAB, SLOPE 1/8"
PER FOOT TO DRAIN
(TOP OF DRAIN 1-1/2" MAX.
FROM BAY SLAB HIGH POINT),
SEE STRUCTURAL DWGS. TRENCH DRAIN,

SEE 1/S2.2

OVERHEAD
COILING DOOR,
SEE DOOR
SCHEDULE AND
DETAILS

PRECAST CONCRETE
HOLLOW CORE PLANKS
WITH STRUCTURAL
TOPPING, SEE
STRUCTURAL DWGS.

CONCRETE SLAB, SEE
STRUCTURAL DWGS.

IMPACT DOOR, SEE
DOOR SCHEDULE AND
DETAILS

ROOF DRAIN,
SEE DETAILS

HIGHLY REFLECTIVE BUILT UP ROOF
SYSTEM ON LIGHTWEIGHT INSULATING
CONCRETE ON METAL DECK ON METAL
JOISTS

PRE-ENGINEERED
METAL TRUSS, SEE
STRUCTURAL DWGS,

STEEL BEAM, SEE
STRUCTURAL DWGS,

12
4

12
4

12
4

12
4

1
A7.05

A7.08
5

2
A7.04

8'-
8"

9'-
6"

8'-
0"

9'-
0"

9'-
0"

8'-
0"

LIGHT FIXTURE,
SEE ELEC. DWGS.

ENGINE EXHAUST
REMOVAL SYSTEM

200D

107A

203

A8.03
12

Sim

REINFORCED MASONRY
WALL, PAINTED, SEE
STRUCTURAL DWGS.

BOLLARD FOR
FOLDING DOOR,
SEE 5/A1.04

KITCHEN HOOD  EXHAUST,
SEE MECH. DWGS.

MECHANICAL
EQUIPMENT, SEE
MECH. DWGS.

A8.02
3

Sim

A8.02
2

Sim

23' - 0"
T.O. BEAM

3
A7.02

FAN

GRILLE, DUCTWORK, &
FAN, SEE MECH. DWGS.

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

FITNESS
109

CORR.
108

CORR.
217

CORR.
200

CORR.
209

OFF.
TOILET

211

ALCOVE
123

WEST
POLE

BAYS
118

STANDING SEAM METAL ROOF

PRE-ENGINEERED METAL
TRUSS, SEE STRUCTURAL DWGS.

CONCRETE SLAB, SEE
STRUCTURAL DWGS.

FIRE RATED DOOR,
SEE DOOR SCHEDULE
AND DETAILS

CONCRETE TOPPING
& PLANK SYSTEM,
SEE STRUCTURAL
DWGS.

CONCRETE FOOTING, SEE
STRUCTURAL DWGS.

MECHANICAL WELL

AIRFOIL,
PAINTED

GUTTER & DOWNSPOUT TO
UNDERGROUND SYSTEM,
SEE CIVIL DWGS.

SOFFIT,
PAINTED

3 PLY BUILT UP ROOF
SYSTEM W/ WHITE CAP
SHEET ON LIGHTWEIGHT
INSULATING CONCRETE ON
METAL DECK

12
4

A7.07
2

A7.08
1

Sim

COORDINATE
1'-8"

WITH
POLE
MANUF.

108

12' - 0"

A8.03
6

Sim
A8.03

12
Sim

8'-
0"

24' - 0"

8'-
0"9'-

0"

9'-
0"

9'-
0"

20' - 0"

23' - 0"

4" 4"

JOIST BRG.

T.O. BEAM

B.O. SLAB

B.O. LINTEL

24' - 0"

8'-
0"

8'-
0"

21' - 1"
T.O. WALL

T.O. BEAM

TRUSS BRG.

COLUMN BEYOND,
SEE STRUCT. DWGS.

MODEL 19
STATIONARY
FIRE POLE
BY
MCINTIRE
BRASS
WORKS,
TYP.

LANDING
MAT, TYP.

8'-
6"

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

WEST
STAIR

TURN-OUT
STOR.

124

CONCRETE STAIRS &
LANDING, SEE
STRUCTURAL DWGS.

HANDRAIL,
SEE
DETAILS

6' - 10 1/2"

T.O.
LANDING

STANDING SEAM
METAL ROOF

AIRFOIL, PAINTED

GUTTER &
DOWNSPOUT TO
UNDERGROUND
SYSTEM

STUCCO ON CMU,
PAINTED

CONCRETE SLAB,
SEE STRUCTURAL
DWGS.

STUCCO ON
CMU, PAINTED

RAISED STUCCO
BAND, PAINTED

12
4

12
4

CONCRETE
TOPPING & PLANK
SYSTEM, SEE
STRUCTURAL
DWGS.

A7.09
1

MECH.
219

8'-
6"

8'-
0"

200C

108A124

225

D

118G

8' - 6"

IMPACT WINDOW
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NORTH-SOUTH
BUILDING
SECTIONS

LEJ

A7.01

 1/4" = 1'-0"A7.01
1 NORTH-SOUTH OVERALL BUILDING SECTION

 1/4" = 1'-0"A7.01
2 NORTH-SOUTH PARTIAL BUILDING SECTION

 1/4" = 1'-0"A7.01
3 NORTH-SOUTH PARTIAL BUILDING SECTION

NUM. DESCRIPTION DATE



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

COMM.
218

ELEC.
112

CORR.
108

CORR.
200

TURN-OUT
STOR.

124

BAYS
118

TOPPING SLAB ON
PLANK SYSTEM, SEE
STRUCTURAL DWGS.

CONCRETE
FOOTING, SEE
STRUCTURAL
DWGS.

PAINTED 3-COAT
STUCCO ON CMU

STANDING SEAM
METAL ROOF

PRE-ENGINEERED
METAL TRUSS, SEE
STRUCTURAL DWGS.

12
4

A7.09
3

STOR.
228

D

5'-
0"

F.E,

FLUSH

SLOPE SLAB TO

TRENCH DRAIN

1/8" PER FT.

8' - 0"

12' - 0"

8'-
6"9'-
0"

9'-
0" 10

'-0
"

8'-
0" 9'-

0"

9'-
0"

2'-
0"

3'-
0"

3'-
0"

3'-
6"

T.O.
SLAB

B.O.
OPNG.

4'-
0" 3'-

0"

3'-
0"

ALL WALLS
PAINTED PLYWOOD

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. TOWER WALL
30' - 7"

TOILET
116

EAST
STAIR

ELEVATOR

PORCH
COLUMN

SKIM COAT STUCCO
PAINTED ON METAL
LATH

CONCRETE WALK

SEE DETAILS

CONCRETE FOOTING,
SEE STRUCTURAL

CONCRETE
STAIR &
LANDING, SEE
DETAILS

PRE-ENGINEERED METAL
TRUSS, SEE
STRUCTURAL DWGS.

STANDING SEAM
METAL ROOF

BRACKET,
PAINTED

HANDRAIL,
SEE
DETAILS

SKIM COAT
STUCCO PAINTED

AIRFOIL,
PAINTED

GUTTER &
DOWNSPOUT TO
UNDERGROUND
SYSTEM

STANDING SEAM
METAL ROOF

12
4

12
4

12
4

12
4

12
4

12
4

EAST
STAIR A7.10

5

A8.01
6

Sim

1 HR. RATED CAP
(UL 263)

G

9' - 8"

PORCH COLUMN

STANDING SEAM METAL ROOF
ON NAILABLE INSULATION
BOARD ON METAL DECK
ON PRE-ENGINEERED METAL
TRUSSES

42" PARAPET WALL
WITH RAILING A8.04

5

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

T.O. TOWER WALL
30' - 7"

DAY
ROOM

202

LOBBY
100

BUNK
7
7

CORR.
200

EAST
STAIR

ALCOVE
115

PUB.
REST.

101

BAYS
118 A9.00

8
116115B

100

203200D 201

9'-
0"

8'-
0" +/-

 9
'-11

"

8'-
6" 10

'-0
"

A7.09
2

Sim

ELEV.

ELEV.8'-
0" 9'-

0"

8'-
8"

8'-
0"

24' - 0"

STUCCO
CONTROL JOINT

2'-
0"

3'-
0"

4'-
0" 3'-

4"

WINDOW BEHIND
PARTITION

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

2
A7.02

A8.01
5

T.O. TOWER WALL
30' - 7"

4
A7.02

ELEVATOR PIT & SUMP, SEE
PLAN FOR LOCATION,
24"x24"x30" DEEP

BENTONITE WATERPROOFING,
STEM WALL & FOOTING

VAPOR RETARDER,
STEM WALL & FOOTING

1 HR. CLG.
(UL 263)

HOIST BEAM,
COORDINATE W/
ELEVATOR
MANUFACTURER

ELEVATOR
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NORTH-SOUTH
BUILDING
SECTIONS

WLM

A7.02

 1/4" = 1'-0"A7.02
1 NORTH-SOUTH PARTIAL BUILDING SECTION

 1/4" = 1'-0"A7.02
2 NORTH-SOUTH OVERALL BUILDING SECTION

 1/4" = 1'-0"A7.02
4 NORTH-SOUTH PARTIAL BUILDING SECTION

 1/4" = 1'-0"A7.02
3 ELEVATOR SECTION

NUM. DESCRIPTION DATE



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

1
A7.01

2
A7.01

3
A7.01

1
A7.02

T.O. TOWER WALL
30' - 7"

BAYS
118

PRE-ENGINEERED METAL TRUSS,
SEE STRUCTURAL DWGS.

STANDING SEAM METAL
ROOF

RAISED STUCCO
TRIM, PAINTED

STUCCO ON CMU,
PAINTED

STUCCO ON CMU,
PAINTED

RAISED STUCCO BAND,
PAINTED

FIRE POLE,
MCINTIRE BRASS
WORKS, MODEL 19

FIRE POLE

OVERHEAD COILING
DOOR, SEE DOOR
SCHEDULE AND DETAILS

FIRE RATED DOOR,
SEE DOOR SCHEDULE
AND DETAILS

IMPACT OVERHEAD
COILING DOOR, SEE
DOOR SCHEDULE AND
DETAILS

WET STOR.
119

GEN. STOR.
120

HOSE STOR.
121

WORK
122

WEST POLEEAST POLEALCOVE
115

ALCOVE
123

TRENCH DRAIN, SEE
STRUCTURAL &
PLUMBING DWGS.

TOWER BEYOND

SKIM COAT STUCCO
CEILING ON METAL LATH

GUTTER & DOWNSPOUT TO
UNDERGROUND SYSTEM

AIRFOIL

PORCH
COLUMN,
SEE A8.04

BOLLARD,
SEE A1.04

IMPACT LOUVER, SEE
LOUVER SCHEDULE AND
DETAILS

OPEN

VAPOR RETARDER, STEM WALL &
FOOTING, SEE STRUCTURAL

12
4

12
3

12
412

3

PITCH BREAK,
SEE A8.01 &
A8.03

PITCH BREAK,
SEE A8.01 &
A8.03

12
4

12
4

A7.08
3

T.O. BAND
3' - 4"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

IMPACT MECHANICAL
LOUVER

123

200B

122
121120119

200A

115A

29' - 11"
B.O. LOUVER

1'-0"

IMPACT LOUVER

33' - 3"
T.O. LOUVER

PIPES TO ROOFTOP FLAT PLATE
SOLAR THERMAL COLLECTOR
(WATER HEATING PANEL),
SEE PLUMBING DWGS.

BEAM
LIGHT FIXTURE, SEE ELEC. DWGS.

EXHAUST REMOVAL
SYSTEM, SEE MEP
DWGS.

A8.03
10

ES

IMPACT
LOUVER,
SEE A9.02

IMPACT FOLDING
DOOR, SEE A9.01,
SPECS., & ELEC. DWGS.

A7.08
3

Sim

+/- 13'-10"

GRILLE, SEE
MECH. DWGS.

FAN & DUCTWORK,
SEE MECH. DWGS.

9'-
6"

L3L3
L3

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

1
A7.01

2
A7.01

3
A7.01

1
A7.02

2
A7.02

T.O. TOWER WALL
30' - 7"

EAST
STAIR

TREATMENT
103

WATCH
OFFICE

105

CORR.
104

TRAINING
107

FITNESS
109

A.H.U. 2
111

ELEC.
112 WEST

STAIR

OFF. BUNK
214

CORR.
217

TOILET
220

TOILET
221

TOILET
222

TOILET
223

CORR.
200

COMM.
218

PRE-ENGINEERED METAL TRUSS, SEE
STRUCTURAL

STANDING SEAM METAL
ROOF

AIRFOIL

CONCRETE STAIRS &
LANDING, SEE
STRUCTURAL DWGS.

HANDRAIL, SEE
DETAILS

8' - 2"

T.O.
LANDING

IMPACT
SINGLE HUNG
WINDOW, SEE
WINDOW
SCHEDULE
AND DETAILS

STUCCO ON
CMU, PAINTED

RAISED STUCCO
BAND, PAINTED

CONCRETE SLAB, SEE
STRUCTURAL

HANDRAIL,
SEE A7.10

SKIM COAT STUCCO
ON METAL LATH

AIRFOIL

TOWER BEYOND

MECHANICAL WELL

T.O
. B

AN
D

3'-
4"

GRADE, SLOPE
AWAY FROM
BUILDING

CONCRETE FOOTING,
SEE STRUCTURAL
DWGS.

12
4

12
4

12
4

12
4

A7.07
1

4
A7.02

A8.02
5

A8.09
10

8'-
0" 9'-

0"
10

'-0
"

8'-
0"

9'-
6"

9'-
0"

9'-
0"

8'-
8"A.H.U. 4
201

9'-
0"

9'-
0"

103100A 107B

202

214

105

D DD

A A
B B B B B

GG

PRECAST CONCRETE
HOLLOW CORE
PLANKS WITH
STRUCTURAL TOPPING

CEILING FAN,
SEE ELEC. DWGS.

WALL LOUVER, SEE A9.02
& MECH. DWGS.

CONC. BEAM, SEE
STRUCT. DWGS.

PAINTED STUCCO ON
METAL LATH ON
METAL FRAMING

9'-
6"

A8.02
2

Sim

A8.02
2

Sim

F

24' - 0"
T.O. BEAM

T.O. BEAM
23' - 0"

L6

L7
2'-

7"

4'-
4"

23
'-4

"

12'
-0

"
11'-

4"

A8.04
3

2'-0"

1 HR. CLG

1 HR. CLG
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EAST-WEST
BUILDING
SECTIONS

WLM

A7.03

 1/4" = 1'-0"A7.03
1 EAST-WEST OVERALL BUILDING SECTION @ BAYS

 1/4" = 1'-0"A7.03
2 EAST-WEST OVERALL BUILDING SECTION @ ROOF WELL

NUM. DESCRIPTION DATE



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

1
A7.01

2
A7.01

3
A7.01

1
A7.02

2
A7.02

LOBBY
100

OFFICER
OFFICE

106

TRAINING
107

CORR.
209

FITNESS
109

KITCHEN
204

A.H.U. 5
213

COMM.
218

WEST
STAIR

FIRE RISER
114

STANDING SEAM
METAL ROOF

RAISED STUCCO
BAND, PAINTED

RAISED STUCCO
TRIM, PAINTED

GUTTER &
DOWNSPOUT TO
UNDERGROUND
SYSTEM

STUCCO ON CMU,
PAINTED

T.O
. B

AN
D

3'-
4"

CONCRETE FOOTING,
SEE STRUCTURAL
DWGS.

CONCRETE LANDING,
SEE DETAILS

6' - 10 1/2"

T.O.
LANDING

INTERIOR
WINDOW,
SEE A9.02

CONCRETE SLAB, SEE
STRUCTURAL DWGS.

CONCRETE TOPPING &
PLANK SYSTEM, SEE
STRUCTURAL DWGS.

WALL MOUNTED
SLIDING DOOR, SEE
DOOR SCHEDULE
AND DETAILS

CONCRETE WALK

PORCH COLUMN,
SEE DETAILS

CEILING, SEE DETAIL

STANDING SEAM
METAL ROOF

RAILING, PAINTED

STANDING SEAM
METAL ROOF

PRE-ENGINEERED METAL
TRUSS, SEE STRUCTURAL
DWGS.

STUCCO ON CMU,
PAINTED

T.O. FOUNDATION
SEE STRUCT.

DAY ROOM
202

10
'-0

"

9'-
0" 9'-
6"

8'-
0"

2
A7.05

A7.09
4

A8.04
5

A8.04
7

2'-0"

2'-0"

DECK
DRAIN

A8.04
1

A9.00
2

A9.00
10

A8.01
2

Sim

A8.03
8

210 212

107B
114

F F

BBB B B B BB

D D D

101 102

BEAM

A8.03
12

Sim

8'-
6"

9'-
0"

8'-
4"

8"

8'-
6"

2'-6"

9'-
6"

ELEC.
112

1 HR. CLG
(UL 263)

SOFFIT AROUND
BEAM

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

BUNK 1
1

BUNK 2
2

BUNK 3
3

BUNK 4
4

BUNK 5
5

BUNK 6
6

MECH.
219

WEST
POLE

TURN-OUT
STOR.

124

EXTERIOR TURN-OUT
STOR.

124
ALCOVE

123

WORK
122

HOSE
STOR.

121

GEN.
STOR.

120
WET STOR.

119

EAST POLE

BUNK 7
7

ALCOVE
115

122

A8.01
2

Sim

WRITING DESK,
SEE A8.07

BEAM

JOISTS BEAM

CONCRETE
BEAM

REINFORCED
MASONRY
WALL, STUCCO,
PAINTED

PRECAST CONCRETE
HOLLOW CORE PLANKS
WITH STRUCTURAL
CONCRETE TOPPING

8'-
6" 9'-
0"

LOCKERS

8'-
0"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

8'-
0"

FIRE
RATED
FLOOR

A8.02
2

Sim
A8.02

2
Sim

A8.01
2

Sim

A8.03
6

Sim

A8.03
8

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION ON METAL DECK
ON PRE-ENGINEERED METAL TRUSSES

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION ON METAL DECK
ON PRE-ENGINEERED METAL TRUSSES

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION ON METAL DECK
ON PRE-ENGINEERED METAL TRUSSES

VAPOR RETARDER THICKENED SLAB

FLAT PLATE SOLAR THERMAL
COLLECTOR (WATER HEATING
PANEL), SEE PLUMBING DWGS.

STOR.
228

MASONRY WALL &
RAKE BEAM BEYOND

COLUMN
BEYOND

8'-
5"

MASONRY WALL &
RAKE BEAM BEYOND

COLUMN BEYOND

1 HOUR
CONCRETE LID

1 HOUR
CONCRETE
LID

IMPACT
LOUVER

LOCKERS

CONC. BEAM
BEYOND

CONC. BEAM
BEYOND

8'-
0" 9'-

0"

9'-
0"

9'-
0"

9'-
0"

9'-
0"

9'-
0"

8'-
6" 9'-
0"
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EAST-WEST
BUILDING
SECTIONS

WLM

A7.04

 1/4" = 1'-0"A7.04
1 EAST-WEST OVERALL BUILDING SECTION

 1/4" = 1'-0"A7.04
2 EAST-WEST OVERALL BUILDING SECTION

NUM. DESCRIPTION DATE



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

A8.01
5

ELEV.
MACH.

125

ELEVATOR
LOBBY

100

125

DAY ROOM
202

1'-6
"

1 HOUR FIRE RATED WALL

STANDING SEAM METAL
ROOF ON NAILABLE
INSULATION ON METAL
DECKING ON PRE-
ENGINEERED METAL
TRUSSES

ELEVATOR
PIT & SUMP

8'-
4"

M
A
S
O
N
R
Y
 O

P
E
N
IN

G

A8.01
4

M
A
S
O
N
R
Y
 O

P
E
N
IN

G

HOIST BEAM, COORDINATE LOCATION
& SIZE WITH STRUCTURAL DRAWINGS &
ELEVATOR MANUFACTURER

8'-
4"

8'-
4"

CONCRETE BEAM

1 HOUR CEILING, SEE
DETAIL 4/A6.02

REINFORCED
MASONRY WALL,
1 HOUR RATED

FAUX
LOUVER

RAISED STUCCO
BAND, PAINTED

STANDING SEAM METAL
ROOF ON NAILABLE
INSULATION ON METAL
DECK ON PRE-
ENGINEERED METAL
TRUSSES

ROOF
CRICKET

GYPSUM BOARD SOFFIT

PRECAST HOLLOW CORE
PLANKS WITH STRUCTURAL
CONCRETE TOPPING

GYPSUM BOARD SOFFIT

CONCRETE SLABCONCRETE SLAB

A8.03
12

Sim

A8.03
6

Sim
A8.03

8

VAPOR RETARDER,
STEM WALL, &
FOOTING

+/- 24' - 2"

B.O. HOIST BEAM

WATER STOP BENTONITE WATERPROOFING,
STEM WALL, & FOOTING

A8.03
6

Sim

30' - 7"

T.O. BEAM

24' - 0"
B.O. TRUSS/B.O.
BEAM

25' - 4"

11' - 4"
B.O. BEAM

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

DINING
203

PUB. REST.
101

A8.01
2

Sim

8'-
8"

8'-
0"

CONCRETE WALK,
SEE A1.04

STANDING SEAM METAL ROOF
ON NAILABLE INSULATION ON
METAL DECK ON PRE-
ENGINEERED METAL TRUSSES

A8.03
6

Sim

VAPOR
RETARDER,
STEM WALL, &
FOOTING

REINFORCED MASONRY
WALL, SEE STRUCTURAL
DWGS.

COLUMN BEYOND,
PAINTED STUCCO

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

TOILET
116

T.O. MASONRY
WALL

9' - 8"

TRUSS OVERHANG

A8.01
6

CONCRETE BEAM

T.O. STEEL
BEAM

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD
ON METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

BUNK 7
7

ALCOVE
115

A8.01
2

Sim

A8.03
6

Sim

CONCRETE
SLAB

CONCRETE
BEAM & LINTEL

TOILET

T.P.D.

8' - 2"

VAPOR RETARDER

STEM WALL & FOOTING

CONCRETE
BEAM

PRECAST CONCRETE
HOLLOW CORE PLANKS
WITH STRUCTURAL TOPPING

8'-
0"

ACOUSTIC TILE CEILING

CONCRETE WALK,
SEE CIVIL DWGS.

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD
ON METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

12
A8.09

6'-0 1/2"

B.O.
LINTEL

-0' - 4"

7' - 2"

ES

PAINTED STUCCO
ON MTL. LATH ON
EXT. RATED
PLYWOOD

115A

LIGHT FIXTURE,
SEE ELEC. DWGS.
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ENLARGED
SECTIONS

WLM

A7.05
 1/2" = 1'-0"A7.05

1 ELEVATOR SECTION
 1/2" = 1'-0"A7.05

2 ENLARGED SECTION @ FRONT PORCH

NUM. DESCRIPTION DATE

 1/2" = 1'-0"A7.05
3 ENLARGED SECTION @ TOILET 116



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

WEST
POLE

ALCOVE
123

BAYS
118

A8.02
3

Sim

LIGHT FIXTURE,
SEE ELEC. DWGS.

FIRE POLE BY
MCINTIRE BRASS WORKS
MODEL 19, INSTALL PER
MANUFACTURER
REQUIREMENTS, SUBMIT
SHOP DWG. WITH
INSTALLATION DETAILS

CONCRETE
BEAM

1 HOUR FIRE
RATED CEILING,
SEE A6.02

CONCRETE SLAB,
SLOPE TO
TRENCH DRAIN

SLOPE 1/8"

PER FOOT

HOLLOW CORE
CONCRETE
PLANKS WITH
STRUCTURAL TOPPING

REINFORCED MASONRY
WALL, SKIM COAT STUCCO
FINISH, EPOXY PAINT

FIRE RATED DOOR

FIRE RATED FLOOR

CONCRETE LINTEL

1 HOUR REINFORCED
MASONRY WALL

STEEL BEAM

STUCCO ON METAL LATH ON
LIGHT GAUGE METAL FRAMING
SECURELY ATTACHED TO
STRUCTURE ABOVE

HAND WASH,
SEE PLUMB, DWGS.

1 HOUR FIRE RATED WALL,
REINFORCED MASONRY

CONCRETE SLAB

ACOUSTIC
CEILING TILE

TIE WIRE
AS REQUIRED

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD
ON METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

108

VAPOR RETARDER

CORR.
200

CORR.
108

9'-
0"

9'-
0"

8'-
0"

A8.02
2

Sim

24' - 0"
TRUSS BRG.

LANDING MAT,
MCINTIRE BRASS WORKS

MANUF.
PER POLE

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

A.H.U.
4

201

EAST
STAIR

CORR.
200

100A

202

HANDRAIL, SEE A7.10

CAST-IN-PLACE
CONCRETE STAIR

FIRE RATED DOOR

PRECAST HOLLOW
CORE PLANKS WITH
STRUCTURAL TOPPING

1 HOUR FIRE RATED
REINFORCED
MASONRY WALL

LIGHT FIXTURE,
SEE ELEC. DWGS.

FIRE RATED
CEILING, SEE A6.02

LIGHT FIXTURE,
SEE ELEC. DWGS.

CONCRETE BEAM

CONCRETE SLAB

VAPOR RETARDER

STEM WALL &
CONCRETE
FOOTING

REINFORCED MASONRY
WALL

CONCRETE SLAB,
1 HOUR FIRE RATED

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD
ON METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

TRUSS
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ENLARGED
SECTIONS

LJ

A7.07
 1/2" = 1'-0"A7.07

2 ENLARGED SECTION @ WEST FIRE POLE
 1/2" = 1'-0"A7.07

1 ENLARGED SECTION @ WEST STAIR

GENERAL NOTES:
1. SEE STRUCTURAL DRAWINGS FOR ALL BEAMS, SIZES, REINFORCING, ETC.
2. SEE WALL TYPES FOR ADDITIONAL WALL FINISH & INSULATION INFO.

NUM. DESCRIPTION DATE



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

KITCHEN
204

OFFICER
OFFICE

106

T.O. BAND
3' - 4"

B.O. LINTEL
19' - 3"

AIRFOIL

CONCRETE TIE-BEAM

CONCRETE  LINTEL

IMPACT WINDOW,
SEE A9.02

PRECAST  HiDri SILL

PAINTED STUCCO BANDCONCRETE
SLAB, SEE
ROOM FINISH
PLAN FOR
FLOOR & BASE
MATERIALS

ACOUSTIC
TILE
CEILING

TIE WIRE AS
REQUIRED

VAPOR
RETARDER STEM WALL

& FOOTING

GRADE, SLOPE AWAY FROM
BUILDING

8' - 4"

IMPACT WINDOW,
SEE A9.02

CONCRETE TIE-BEAM

CONCRETE  LINTEL

PAINTED STUCCO BAND

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD ON
METAL DECK ON
PRE-ENGINEERED METAL TRUSS

PAINTED SOFFIT

GUTTER

HOLLOW CORE
PLANKS WITH
STRUCTURAL
TOPPING

3'-
6"

8'-
8"

PAINTED STUCCO

3-COAT STUCCO FINISH, PAINTED

B.O. LINTEL

T.O
. F

IN
ISH

 S
ILL

3'-
6"

A8.01
2

Sim

3' - 4"
T.O. PRECAST SILL

AIRFOIL

T.O. BEAM
24' - 0"

T.O. BAND
3' - 4"

14' - 0"

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION ON
METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

12"
4"

12"
3"

PAINTED WOOD
BRACKET

IMPACT LOUVER,
SEE A9.02

IMPACT FOLDING
DOOR, SEE A9.01

BOLLARD

CONCRETE SLAB
WITH SPECIAL
TREATMENT, SEE
ROOM FINISH
PLAN

CENTER OF
J-BOX

LIGHT FIXTURE,
SEE ELEC. DWGS.

CONCRETE APRON,
SLOPE AWAY FROM
BUILDING

BAYS
118

BOLLARD, BEYOND,
SEE 5/A1.04

12' - 5"

DOOR OPENER

BUILDING SIGNAGE,
SEE DETAIL

T.O. PRECAST SILL

B.O. BEAM

PRECAST CONCRETE
SILL, CAST-CRETE WIND
RESISTANT SILL

EPOXY PAINTED
SKIM COAT STUCCO

21' - 8"

18' - 2"

STEM WALL, FOOTING, &
VAPOR RETARDER

A8.01
3

Sim

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

BUNK 4
4

HOSE
STOR.

121

BAYS
118

SLOPE TO
DRAIN

SLOPE TO
DRAIN

CONCRETE
LINTEL

CONCRETE
TIE-BEAM

WALL
MOUNTED
DESK

OVERHEAD
COILING DOOR

CEILING

A8.07
4

Sim

A8.02
3

Sim

FLAT PLATE SOLAR THERMAL COLLECTOR
(WATER HEATING PANEL),
SEE PLUMBING DWGS.

8'-
0"

1 HOUR FIRE RATED
PRECAST CONCRETE
HOLLOW CORE
PLANKS WITH
STRUCTURAL
CONCRETE TOPPING.
UL# J982

8' - 0"

B.O. LINTEL

STEM WALL,
FOOTING &
VAPOR
RETARDER

1'-0
"

1 HOUR FIRE
RATED WALL,
REINFORCED
MASONRY,
PAINTED EPOXY,
SKIM COAT
STUCCO FINISH

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. BEAM
24' - 0"

BAYS
118

T.O. BAND
3' - 4"

8' - 0"

LANDSCAPE ISLAND,
SLOPE GRADE AWAY
FROM BUILDING

IMPACT LOUVER.
SEE A9.02

CONCRETE LINTEL

REINFORCED
MASONRY WALL WITH
3-COAT STUCCO
FINISH, PAINTED

IMPACT WINDOW,
SEE A9.02

PRECAST CONCRETE
HiDri SILL

CONCRETE LINTEL

CONCRETE TIE-BEAMPAINTED STUCCO
BAND

PAINTED SOFFIT

GUTTER

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION ON
METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

SKIM COAT STUCCO
FINISH (WALL, SILL, &
JAMB)

SKIM COAT STUCCO
FINISH (WALL, SILL, &
JAMB)

CONCRETE SLAB
WITH SPECIAL
TREATMENT, SEE
ROOM FINISH PLAN
SLOPE TO DRAIN

SKIM COAT STUCCO CEILING
ON METAL LATH ATTACHED TO
UNDERSIDE OF TRUSSES

B.O. LINTEL

20' - 4"

B.O. LINTEL

T.O. PRECAST LINTEL

A8.01
2

Sim

B.O. OPNG.

17' - 8"

VAPOR RETARDER

3' - 6"

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

BAYS
118

BUNK 1
1

TURN-OUT
STOR.

124

CORR.
200

CORR.
108

8'-
6"

8'-
0"

CONCRETE  SLAB,
SEE A9.03 FOR FINISH

VAPOR RETARDER,
STEM WALL, &
FOOTING

1 HOUR FIRE RATED PRECAST
CONCRETE HOLLOW CORE PLANKS
WITH STRUCTURAL CONCRETE
TOPPING, UL# J982

WRITING DESK

CONCRETE BEAM

A8.07
4

Sim

FIRE CAULK, BOTH SIDES

RAKE BEAM

CONCRETE BEAM

9'-
0"

METAL DECK

1 HOUR  FIRE RATED REINFORCED MASONRY WALL

CEILING FAN,
SEE ELEC. DWGS.

BATT
INSULATION
(FOR ACOUSTICS),
SEE SPECS.LIGHT FIXTURES,

SEE ELEC, DWGS.

BUNKER GEAR
LOCKERS, SEE SPECS.

LIGHT FIXTURE, SEE ELEC. DWGS.

ACOUSTIC TILE
CEILING, TIE WIRE
AS REQUIRED

A8.03
8

1 HOUR FIRE RATED WALL,
REINFORCED MASONRY

TRUSS

STANDING SEAM METAL ROOF ON NAILABLE
INSULATION BOARD ON METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

PAINTED
SKIM
COAT
STUCCO
CEILING

CONCRETE SLAB

CONCRETE
SLAB

PAINTED
SKIM COAT
STUCCO
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WALL SECTIONS

LEJ

A7.08

 1/2" = 1'-0"A7.08
1 TYPICAL WALL SECTION

 1/2" = 1'-0"A7.08
3 APPARATUS BAY EAST WALL

 1/2" = 1'-0"A7.08
5 APPARATUS BAY SOUTH WALL @ ROOF WELL

 1/2" = 1'-0"A7.08
2 APPARATUS BAY NORTH WALL

 1/2" = 1'-0"A7.08
4 APPARATUS BAY SOUTH WALL

NUM. DESCRIPTION DATE



T.O. SLAB-1ST
FLR.

0' - 0"

T.O. BEAM
24' - 0"

T.O. BAND
3' - 4"

T.O. LANDING
6' - 10 1/4"

WEST
STAIR

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD ON
METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

PAINTED STUCCO BAND

AIRFOIL

IMPACT WINDOW, SEE A9.02

PAINTED STUCCO ON
REINFORCED MASONRY
WALL

PAINTED STUCCO BAND

CONCRETE
STAIR
LANDING

GUARDRAIL
& RAILING,
SEE A7.10

CONCRETE
SLAB

CONCRETE LINTEL

1 HOUR FIRE RATED
CEILING ASSEMBLY,
SEE A6.02

B.O. CEILING
21' - 0"

SOFFIT

GUTTER

GRADE, SLOPEAWAY FROMBUILDING

PRE-CAST HiDri SILL

LIGHT FIXTURE,
SEE ELEC. DWGS.

CONCRETE FOOTING
& STEM WALL

VAPOR
RETARDER

A8.01
2

Sim

19' - 2"
B.O. LINTEL

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

COMM.
218

ELEC.
112

T.O. BAND
3' - 4"

9'-
0"

10
'-0

"

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD ON
METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

PAINTED STUCCO BAND

PAINTED STUCCO WALL

PAINTED STUCCO ON
REINFORCED MASONRY
WALL

PAINTED STUCCO BAND

SOFFIT

GUTTER

GRADE, SLOPE
AWAY FROM
BUILDING

CONCRETE
BEAM

CONCRETE
TIE-BEAM

CONCRETE
FOOTING &
STEM WALL

VAPOR RETARDER

A8.01
2

Sim

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

DAY ROOM
202

LOBBY
100

T.O. METAL DECK
11' - 9"

B.O. SOFFIT
8' - 10 1/2"

BALCONY

ENTRY
UNDER
BALCONY

CONCRETE THICKENED EDGE,
STEM WALL, & CONCRETE
FOOTING

VAPOR
RETARDER

CONCRETE WALK,
SLOPE AWAY FROM
BUILDING, SEE CIVIL
DWGS.

IMPACT DOOR &
SIDELIGHT

SOFFIT, STUCCO ON
HIGH RIB METAL LATH
ON EXT. GRADE
PLYWOOD ATTACHED
TO UNDERSIDE OF
TRUSSES

CONCRETE SLAB, SEE
ROOM FINISH PLAN
FOR FLOOR & BASE
INFO.

GYPSUM
BOARD
SOFFIT

ACOUSTICAL
TILE CEILING

1'-0
"

TRUSS

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD ON
METAL DECK ON
PRE-ENGINEERED METAL TRUSSES

CONCRETE
BEAM

CONCRETE
EYEBROW

EXTERIOR FINISH ON
STRUCTURAL CONCRETE
TOPPING ON METAL
DECK ON METAL
TRUSSES

8'-
6"

1'-6
"

SOFFIT

GUTTER

PAINTED
STUCCO
BAND

REINFORCED
MASONRY
WALL,
SIMULATED
STUCCO FINISH,
PAINTED

ACOUSTICAL
TILE CEILING

GYPSUM BOARD CEILING

CONCRETE
BEAM

CONCRET
E LINTEL

8'-
8"

SLOPE TO DECK

DRAIN

A8.01
2

Sim

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

BUNK 7
7

BAYS
118

ALCOVE
115

8'-
0"

3'-
4"

STANDING SEAM METAL ROOF
ON NAILABLE INSULATION
BOARD ON METAL DECK ON
PRE-ENGINEERED METAL
TRUSSES

SKIM COAT
STUCCO CEILING,
PAINTED,
ATTACHED TO
METAL TRUSSES

CONCRETE BEAM,
PAINTED SKIM COAT
STUCCO FINISH

REINFORCED MASONRY
WALL, 1 HOUR FIRE RATED

1 HOUR FIRE RATED HOLLOW
CORE PLANK FLOOR WITH
STRUCTURAL TOPPING
(UL# J982)

CONCRETE BEAM

8' - 0"

CONCRETE SLAB
WITH SPECIAL FINISH,
SEE A9.03

FLOOR
COLOR 1

FLOOR
COLOR 2

-0' - 0 1/2" SLOPE 1/8"/FT.

TO TRENCH DRAIN

CONTINUE
INSULATION &
FURRING UP
WALL

1'-0
"

ACOUSTIC TILE
CEILING

TRUSS

TIE WIRE AS
REQUIRED

PAINTED STUCCO
ON METAL LATH ON
LIGHT GAUGE
METAL FRAMING

EPOXY PAINT ON
SKIM COAT STUCCO

B.O. LINTEL

FIRE CAULK,
BOTH SIDES

RAKE BEAM

METAL DECK

BATT
INSULATION

CONCRETE THICKENED
EDGE, STEM WALL &
FOOTING

VAPOR RETARDER
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WALL SECTIONS

LEJ

A7.09

 1/2" = 1'-0"A7.09
1 WEST STAIR EXTERIOR WALL

 1/2" = 1'-0"A7.09
3 EXTERIOR WALL @ ELEC. RM.

 1/2" = 1'-0"A7.09
4 BALCONY EXTERIOR WALL

 1/2" = 1'-0"A7.09
2 APPARATUS BAY SEPARATION WALL

GENERAL NOTES:
1. SEE STRUCTURAL DRAWINGS FOR ALL BEAMS,
    SIZES, REINFORCING, ETC.
2. SEE WALL TYPES FOR ADDITIONAL WALL FINISH
    & INSULATION INFO.
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UP

UP

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

115A

EAST STAIRA.H.U. 4
201

CORR.
200

TREATMENT
103

7

12'
-0

"

DAY ROOM
202

202

8' - 2"

T.O. LANDING

CAST-IN-PLACE
CONCRETE
STAIR

THICKENED
CONCRETE SLAB

CONCRETE
SLAB

HANDRAIL &
GUARDRAIL,
SEE DETAIL
THIS SHEET

1 HOUR CEILING &
REINFORCED MASONRY WALL

T.O. SLAB-1ST
FLR.

0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

200D

EAST STAIR

EAST STAIR

8' - 2"

T.O. LANDING

REINFORCED
MASONRY
WALL

CONCRETE
SLAB

HANDRAIL,
SEE DETAIL
THIS SHEET

GUARDRAIL &
HANDRAIL, SEE
DETAIL THIS SHEET

1 HOUR FIRE
RATED CEILING

LIGHT FIXTURE,
SEE ELEC. DWGS.

4
A8.08

1
A7.10

2
A7.10

EAST STAIR

A.H.U. 4
201

CORR.
200

BUNK 7
7

ELEVATOR

DAY ROOM
202

ROOF
BELOW

LINE OF
ROOF
ABOVEROOF

BELOW

1 HOUR FIRE
RATED WALL

TOP OF
CONCRETE
LANDING
8'-2"

HANDRAIL

HANDRAIL

GUARD
RAIL

OPEN TO BELOW

1 HOUR FIRE
RATED WALL

CONCRETE
SLAB

200D

201

1'-11"

DOWN
1'-0"

1'-0"

1'-0"4'-
0"

GUARDRAIL
WITH
HANDRAIL

G

G

6 TREADS @ 11" EACH
5'-6" (7 RISERS)

4'-0"

1'-2
"

3
A7.02

WEST
STAIR

MECH.
219

CORR.
200

COMM.
218

4'-
0"

4'-0"1'-0"4'-0"

21'
-2"

3'-8 1/2" 2'-7" 3'-4 1/2"

8 
TR

E A
DS

 @
 11

" E
AC

H
7'-

4"
 (9

 R
ISE

RS
)

1'-8
"

2'-
8"

12'
-6

"
2'-

8"
1'-8

"

4"
3'-

4"

1'-1
"

1'-8
"

9'-
2 1

/2"
D
O
W
N

1'-1
1" 1'-0

"

1'-0
"

GUARDRAIL,
SEE DETAIL
THIS SHEET

GUARDRAIL
& RAILING

HANDRAIL,
SEE DETAIL
THIS SHEET

E

E

200C

G
T.O. SLAB-1ST

FLR.
0' - 0"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

8
A7.10

WEST STAIR LIGHT FIXTURE,
SEE ELEC. DWGS.

GUARD RAIL, SEE
DETAIL ON THIS SHEET

1 HOUR FIRE
RATED CEILING

6' - 10 1/2"

T.O. LANDING

HANDRAIL, SEE DETAIL
ON THIS SHEET

CONCRETE STAIR LANDING,
SEE STRUCTURAL

E

1 HOUR FIRE RATED WALL

 C
OD

E 
RE

QU
IR

ED
3'-

6"

COMM.
218

ELEC.
112

3 13/16"

PRECAST HOLLOW
CORE PLANKS WITH
CONCRETE TOPPING

15'
-6

"

T.O. SLAB-2ND
FLR.

12' - 0"

T.O. BEAM
24' - 0"

7
A7.10

WEST
STAIR

MECH.
219

TURN-OUT
STOR.

124

E E

WS

6' - 10 1/2"

1 HOUR FIRE
RATED CEILING

CAST-IN=PLACE
CONCRETE STAIR

CONCRETE
STAIR
LANDING

LIGHT FIXTURE,
SEE ELEC. DWGS.

1 HOUR FIRE RATED WALL

CONCRETE
SLAB, SEE
ROOM FINISH
PLAN

IMPACT
WINDOW,
TYPICAL

T.O. LANDING

HANDRAIL &
GUARDRAIL,
SEE DETAIL
THIS SHEET

PRECAST HOLLOW
CORE PLANKS WITH
CONCRETE TOPPING

A5.064

1

2

3

A5.02

EAST
STAIR

LOBBY
100

ELEVATOR ELEV. MACH.
125

ALCOVE
115

TREATMENT
103

DECON.
117

EXTERIOR
IMPACT DOOR

REINFORCED
MASONRY WALL

GUARDRAIL
WITH
HANDRAIL

CAST IN PLACE
CONCRETE STAIR

1'-11"

1'-11"

4'-
0"

6'
-6

"

8'-10"3'-4"4"
CONCRETE WALK

10
'-6

"

12'-8"

4" 3'-4" 1'-8"

ES

115A

100A
14 TREADS @ 11" EACH

12'-10" (15 RISERS)

HANDRAIL

8'-4"

1 HOUR
FIRE RATED
WALL

TOILET
116

1'-0"

1'-0"

3'-4"

1-1/2" DIA.
ALUMINUM
RAIL

BRUSHED
ALUMINUM
ESCUTCHEON
PLATE

DIA.
1 1/2"

DIA.
3 1/2"

2"

2"

CL

2'
-1
0
" 
A
B
O
V
E

S
TA

IR
 T

R
E
A
D
 N

O
S
IN

G

CODE REQUIRED
2 1/4"

WOOSTER PRODUCTS @231-BF
CONCRETE STAIR NOSING, TYPICAL
AT ALL CONCRETE STAIRS

PAINTED 1-3/4"
SQUARE ALUMINUM
RAILING

SET RAILING POST
IN 3" EPOXY
EXPANSION GROUT

1'-3/4"
SQUARE
ALUMINUM
BOTTOM
RAIL

1-3/4" ALUMINUM POST,
SEE STAIR SECTION
FOR SPACING

1'-1/2" DIA.
ALUMINUM
HANDRAIL

TYPICAL TREAD
11"

TY
PI

CA
L 

RI
SE

R
SE

E 
PL

AN
S 

FO
R 

RI
SE

R 
HE

IG
HT

DIA.
1 1/2"

CODE REQUIRED
2 1/4"

1 3/4"

1 3
/4

"

TO
 T

O P
 O

F 
TR

E A
D 

NO
SIN

G
2'-

10
" RE
QU

IR
ED

 B
Y 

CO
DE

3'-
6"

1 3/4"1 3
/4

"

NOSING,
SEE
ABOVE

3/4" SQUARE ALUMINUM
PICKETS AT 4" O.C.

REJECT
6" SPHERE

REJECT 4"
SPHERE

A5.06 6

5

8

7

7
A7.10

8
A7.10

WEST
STAIRWS 108A

TURN-OUT STOR.
124

CORR.
108

ELEC.
112

4"
3'-

4"
17'

-6
"

9'-8"

4'-
0"

4"
3'-

4"
1'-6

 1/
4"

4'-0"

11 
TR

E A
DS

 @
 11

" E
AC

H
10

'-1"
 (1

2 R
ISE

RS
)

4'-0"

1'-1
1"

1'-1
1"

1'-0"

1'-0
"
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STAIR SECTIONS
& ENLARGED
PLANS

LEJ

A7.10

 1/4" = 1'-0"A7.10
1 EAST STAIR SECTION E-W

 1/4" = 1'-0"A7.10
2 EAST STAIR SECTION N-S

 1/4" = 1'-0"A7.10
1A EAST STAIR ENLARGED 2ND FLOOR PLAN

 1/4" = 1'-0"A7.10
4A WEST STAIR ENLARGED 2ND FLOOR PLAN

 1/4" = 1'-0"A7.10
7 WEST STAIR SECTION E-W

 1/4" = 1'-0"A7.10
8 WEST STAIR SECTION N-S

 1/4" = 1'-0"A7.10
2A EAST STAIR ENLARGED 1ST FLOOR PLAN

 6" = 1'-0"A7.10
4 HANDRAIL DETAIL

 1 1/2" = 1'-0"A7.10
5 GUARDRAIL/HANDRAIL DETAL

 1/4" = 1'-0"A7.10
3 WEST STAIR ENLARGED 1ST FLOOR PLAN

NUM. DESCRIPTION DATE



T.O. BEAM
24' - 0"

BAYS
118

STANDING SEAM METAL ROOF
& UNDERLAYMENT

NAILABLE INSULATION BOARD
(COMPRISED OF 19/32 " PLYWOOD
BONDED TO CLOSED-CELL
POLYISO INSULATION BOARD)

METAL ROOF DECK

PRE-ENGINEERED METAL TRUSS

TRUSS ANCHOR &
EMBED

TYPICAL GUTTER

SOFFIT & METAL
FRAMING

BEAM

REINFORCED
MASONRY
WALL

PAINTED STUCCO
BAND, 3 COAT

2X FASCIA & SUB-FASCIA

BENT PLATE

TRUSS OVERHANG
1'-10 1/2"

SEE STRUCTURAL DRAWINGS FOR
ANCHORING , FASTENING, SIZES,
REINFORCING, ETC.

T.O. BEAM
24' - 0"

BAYS
118

STANDING SEAM METAL ROOF &
UNDERLAYMENT

NAILABLE INSULATION BOARD
(COMPRISED OF 19/32 " PLYWOOD
BONDED TO CLOSED-CELL POLYISO
INSULATION BOARD)

METAL ROOF DECK

PRE-ENGINEERED METAL TRUSS &
TRUSS EXTENSION

SOFFIT & METAL
TRUSS EXTENSION

CONCRETE
BEAM

2X FASCIA,
SUB-FASCIA, &
BENT PLATE

PAINTED BRACKET,
CEDAR, 4X8

PAINTED 3 COAT
STUCCO BAND

TRUSS ANCHOR

P.T. BLOCKING

3 COAT
STUCCO
FINISH,
PAINTED

2 1/2"

4"

7"

BRACKET
3'-10"

P.T. BLOCKING

3'-
2"

REINFORCED
CONCRETE
COLUMN

TRUSS OVERHANG
3'-9"

57°

133
°

A8.03
5

Sim

A8.03
10

COUNTERSUNK
FASTENER &
BLOCKING,
PLUG HOLES

22' - 3"

B.O. BAND

7 1/4"

7 
1/4

"

10"

SEE STRUCTURAL DRAWINGS FOR
ANCHORING , FASTENING, SIZES,
REINFORCING, ETC.

T.O. BEAM
24' - 0"

DINING
203

STANDING SEAM METAL ROOF &
UNDERLAYMENT

R-19 NAILABLE INSULATION BOARD (COMPRISED OF
19/32 " APA RATED PLYWOOD FACTORY BONDED TO
CLOSED-CELL POLYISO INSULATION BOARD)

METAL ROOF DECK

PRE-ENGINEERED METAL TRUSS

TRUSS ANCHOR & EMBED

PAINTED ALUMINUM GUTTER & DOWNSPOUT TO
UNDERGROUND SYSTEM

STUCCO ON HIGH RIB
PAPER BACKED METAL
LATH ON 5/8" EXT.
GRADE PLYWOOD

BEAM

MASONRY
WALL

BAND

P.T. WOOD
FASCIA BOARD,
PAINTED

P.T. WOOD
SUB-FASCIA
BOARD

P.T. WOOD
BLOCKING

7/8" GALV.
METAL HAT
FURRING
CHANNEL

R-5 RIGID
INSULATION
BOARD

5/8" WALL
BOARD

3-COAT STUCCO, PAINTED

SEE STRUCTURAL DRAWINGS FOR
ANCHORING , FASTENING, SIZES,
REINFORCING, ETC.

BENT PLATE

LA
P

7/8" GALV.
METAL HAT
FURRING
CHANNEL
(HORIZONTAL)

A8.03
1

Sim

TRUSS OVERHANG
1'-10 1/2"

SUPPORT

FAUX LOUVER (SHOWN DASHED),
ATTACH PER MANUFACTURER'S
PUBLISHED INSTRUCTIONS

CONCRETE BEAM

REINFORCED
MASONRY WALL,
1 HOUR FIRE
RATED

STUCCO BAND,
SEE DETAIL

PAINTED STUCCO FINISH

STANDING SEAM
METAL ROOF

R-19 NAILABLE
INSULATION BOARD

METAL DECKING

PRE-ENGINEERED METAL
TRUSS

EMBED PLATE &
TRUSS ANCHOR

STUCCO ON HIGH RIB
PAPER BACKED METAL
LATH ON 5/8" EXT.
GRADE PLYWOOD ON
METAL FRAMING

P.T. WOOD
FASCIA BOARD,
PAINTED

P.T. WOOD
SUB-FASCIA
BOARD

P.T. WOOD
BLOCKING

BENT PLATE

ELEVATOR

SEE STRUCTURAL DRAWINGS FOR
ANCHORING , FASTENING, SIZES,
REINFORCING, ETC.

P.T. WOOD
BLOCKING

CONTINUOUS
METAL TRACK,
SEE STRUCTURAL

TRUSS OVERHANG
2'-6"

1 HOUR FIRE
RATED CEILING,
SEE SHEET A6.02

30' - 7"

3 
1/2

"

3 1/2"

119°

2'-3"

3/
8"

PAINTED WOOD BRACKET, CEDAR, 4X4,
COUNTERSINK & PLUG FASTENERS

1/2"8 1/2"

4"

1 1/2"

T.O. WALL

T.O. CONC. BEAM
9' - 3"

ELEV.
MACH.

125

PAINTED
STUCCO FINISH
ON REINFORCED
MASONRY WALL

CONCRETE BEAM

SKIM COAT STUCCO CEILING
ON METAL LATH ATTACHED
TO UNDERSIDE OF TRUSS

STANDING SEAM METAL ROOF
ON NAILABLE INSULATION
BOARD ON METAL DECK ON
PRE-ENGINEERED METAL
TRUSSES

GUTTER

TRUSS ANCHOR & EMBED
B.O. SOFFIT
8' - 10 1/2"

COORDINATE TRUSS
OVERHANG & SOFFIT
FRAMING SO BOTTOM OF
FINISH SOFFIT ALIGNS WITH
FINISH SOFFIT AT FRONT
PORCH

SEE STRUCTURAL DRAWINGS
FOR  ANCHORING , FASTENING,
SIZES,  REINFORCING, ETC.

BENT PLATE

TRUSS OVERHANG
9 1/4"

T.O. MASONRY
WALL
9' - 8"

TOILET
116

8' - 2"

T.O. BEAM

PAINTED STUCCO
CEILING ON HIGH RIB
METAL LATH ON
19/32" APA RATED
EXTERIOR GRADE
PLYWOOD

GUTTER

12"

4"

 METAL BEAM & TRUSS ANCHOR WRAPPED IN
19/32" EXT. GRADE APA RATED PLYWD., PAPER
BACKED METAL LATH, 3-COAT STUCCO, PAINTED

CONCRETE BEAM &
TRUSS ANCHOR

A8.03
10

STANDING SEAM METAL ROOF ON
NAILABLE INSULATION BOARD ON
METAL DECKING ON PRE-ENGINEERED
METAL TRUSSES

BENT PLATE

SEE STRUCTURAL DRAWINGS FOR
ANCHORING , FASTENING, SIZES,
REINFORCING, ETC.
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DETAILS - ROOF
EAVE

LEJ

A8.01

 1 1/2" = 1'-0"A8.01
1 TYPICAL EAVE AT APPARATUS BAY

 1 1/2" = 1'-0"A8.01
3 OVERHANG AT APPARATUS BAYS DOORS

 1 1/2" = 1'-0"A8.01
2 TYPICAL ROOF EAVE

 1 1/2" = 1'-0"A8.01
5 TYPICAL EAVE AT TOWER

 1 1/2" = 1'-0"A8.01
4 ELEVATOR MACHINE ROOM EAVE

GENERAL NOTES REFERRING TO EACH DETAIL ON THIS SHEET:
1. INSTALL ALL ROOFING MATERIALS IN STRICT ACCORDANCE WITH MANUFACTURER'S CURRENT
    PUBLISHED WRITTEN INSTALLATION INSTRUCTIONS AND DETAILS AND CURRENT N.O.A. ALSO
    FOLLOW ROOFING APPLICATION STANDARD RAS 133 IN THE FLORIDA BUILDING CODE.
2. SEE STRUCTURAL DRAWINGS & SPECIFICATIONS FOR WIND LOADS.
3. SEE STRUCTURAL DRAWINGS FOR ANCHORING, FASTENING, SIZES, REINFORCING, ETC.
4. WOOD NAILER MUST BE INSTALLED TO MEET APPLICABLE BUILDING CODES
5. REFER TO THE FIRESTONE TECHNICAL DATABASE FOR FASTENER COMPATIBILITY WITH METAL.
6. BASIS OF DESIGN:
    FIRESTONE METAL PRODUCTS, LLC 1950 NW 18TH STREET, POMPANO BEACH, FL  33069
    ALUMINUM STANDING SEAM METAL ROOF UC-3 WITH KYNAR FINISH, 16" WIDE PANELS
8. STANDING SEAM ROOF SYSTEM MUST BE ATTACHED TO METAL DECKING. 1 1/2" = 1'-0"A8.01

6 EAVE AT TOILET ROOM 116

NUM. DESCRIPTION DATE



JOIST BRG.
23' - 0"

PRIMARY ROOF DRAIN

BUILT UP ROOFING WITH ENERGY
STAR WHITE CAP SHEET

CONCRETE TOPPING

POLYBOARD
INSULATION

CONCRETE
SLURRY COAT
ON TOP OF
METAL DECK
AND FILL DECK
CORRUGATIONS

METAL DECK

METAL JOISTS

ROOF DRAIN PIPING

GENERAL NOTES:
1. SEE PLUMBING DRAWINGS & SPECIFICATIONS FOR ROOF DRAIN MODELS, PIPING SIZES, ETC.
2. SEE STRUCTURAL DRAWINGS & SPECIFICATIONS FOR JOISTS, METAL DECKING, CONNECTIONS, ETC.
3. SEE ARCHITECTURAL SPECIFICATIONS FOR ROOFING SYSTEM INFORMATION.
4. INSTALL ROOF DRAINS PER MANUFACTURER'S PUBLISHED WRITTEN INSTRUCTIONS.
5. G.C. TO COORDINATE ROOF DRAIN LOCATIONS WITH JOISTS AND LIGHTWEIGHT INSULATING CONCRETE SYSTEM

SECONDARY ROOF DRAIN

SLOPE 1/4" PER FOOT

SLOPE 1/4"
PER FOOT

JOIST BRG.
23' - 0"

KITCHEN HOOD UPBLAST EXHAUST FAN

BUILT UP ROOFING WITH
ENERGY STAR WHITE CAP SHEET

LIGHTWEIGHT
CONCRETE

POLYBOARD
INSULATION

CONCRETE SLURRY COAT
ON TOP OF METAL DECK
AND FILL DECK
CORRUGATIONS

METAL DECK

METAL JOISTS

METAL DECK

GENERAL NOTES:
1. SEE MECHANICAL DRAWINGS & SPECIFICATIONS EQUIPMENT
MODELS, DUCT SIZES, ETC.
2. SEE STRUCTURAL DRAWINGS & SPECIFICATIONS FOR JOISTS,
METAL DECKING, CONNECTIONS, ETC.
3. SEE ARCHITECTURAL SPECIFICATIONS FOR ROOFING SYSTEM
INFORMATION.
4. INSTALL FLASHING & EQUIPMENT PER MANUFACTURER'S
PUBLISHED WRITTEN INSTRUCTIONS.
5. G.C. TO COORDINATE ROOF PENETRATION WITH JOISTS AND
LIGHTWEIGHT INSULATING CONCRETE SYSTEM

SLOPE 1/4" PER FOOT

METAL CURB PER
MECHANICAL DRAWINGS

CANT STRIP SET IN BITUMEN,
WRAP ROOFING UP

DI
ST

AN
CE

 P
ER

 N
FP

A 
96

SEE MECHANICAL DRAWINGS
R.O. +/- 1'-8"

MECHANICAL DUCT

METAL ANGLE  PER
STRUCTURAL DWGS.

CURB ATTACHMENT PER
MANUFACTURER

P.T. 2X
BLOCKING (FILL
METAL DECK
FLUTES ALSO)

ATTACHMENT
PER
STRUCTURAL
DWGS.

MAINTAIN CODE REQUIRED CLEARANCE ALL SIDES
2'-6"

MAINTAIN CODE REQUIRED CLEARANCE ALL SIDES
2'-6"

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

PRE-ENGINEERED
METAL TRUSS &
ANCHOR

PAINTED 3-COAT STUCCO ON PAPER-BACKED METAL LATH ON
19/32" EXTERIOR GRADE APA RATED PLYWOOD ON METAL DECKING

R-15 BATT
INSULATION

BEAM & STIFFENER
METAL DECK & ANGLE

30" X 54" ROOF ACCESS HATCH,
BILCO TYPE NB-HZ (NOA #11-0722.10)
INSTALL PER MANUFACTURER'S
INSTRUCTIONS & N.O.A.

GYPSUM WALL BOARD
CEILING ON METAL FRAMING

DAY
ROOM

202

1/4 X 2" FLAT BAR HANGER
EACH CORNER

METAL JOISTS

FOLD DOWN ALUMINUM ATTIC STAIR,
INSTALL PER MANUFACTURER'S
PUBLISHED WRITTEN INSTRUCTIONS,
LOUISVILLE LADDER CO.
MIN. 350LB CAPACITY

1x4 WOOD FRAME, PAINTED, TRIM
FOR FINISHED APPEARANCE

ROOFWELL: BUR ROOFING WITH ENERGY CAP OVER
LIGHTWEIGHT INSULATING CONCRETE OVER
POLYBOARD INSULATION OVER METAL DECKING,
SEE STRUCTURAL DWGS.

CANT
SET IN
BITUMEN

WRAP ROOFING MEMBRANE UP ROOF HATCH'S
INSULATION BOARD AND ROLL OVER TO ADHERE
TO ITSELF (SEE ROOF HATCH INSTALLATION
INSTRUCTIONS)

2X P.T. WOOD BLOCKING

ROOF HATCH ATTACHMENT
PER N.O.A.

METAL ANGLE PER
STRUCTURAL DWGS. FOR
ROOF HATCH OPENING

FILL DECK FLUTES WITH
PT 2X MATERIAL

L3x3x1/4 FRAME

  TYP

METAL
FRAMING
FOR GYP.
BD. CEILING

METAL FRAMING
FOR GYP. BD.
CEILING

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

DI
ST

AN
CE

 F
RO

M 
DE

CK
 T

O 
BO

TT
OM

 O
F 

FL
AS

HI
NG

DO
ES

 N
OT

 V
AR

Y

PAINTED 3-COAT STUCCO,
SAND FINISH

PAPER-BACKED METAL LATH

19/32" APA RATED EXTERIOR
GRADE PLYWOOD SHEATHING

METAL DECK

2 PIECE STUCCO MOUNT COUNTER
FLASHING

METAL DECK

R-19 BATT INSULATION

PRE-ENGINEERED
METAL TRUSS

TRUSS ANCHOR

BEAM & STIFFENER

METAL DECK & ANGLE

CANT
STRIP
SET IN
BITUMEN

WRAP ROOFING
MEMBRANE UP WALL

GENERAL NOTES:

1. TWO PIECE STUCCO MOUNT COUNTER FLASHING AS MANUFACTURED BY:
SBC INDUSTRIES (WWW.SBCFLASHINGS.COM) 1-800-228-2580 NORTH MIAMI,
FL
FLASHING INCLUDES BOTTOM STORM CLEAT, ALLOWS FOR STUCCO
APPLICATION PRIOR TO ROOF PLACEMENT, AND COUNTER FLASHING CAN
BE REMOVED TO FACILITATE ROOF WORK WITHOUT DISTURBING FINISHED
WALL.  SUBSTITUTIONS REQUIRE ARCHITECT'S APPROVAL.   SEE
ARCHITECTURAL SPECIFICATIONS FOR FURTHER INFORMATION.

2. NAILABLE INSULATION & STANDING SEAM METAL ROOFING TO BE
INSTALLED PER MANUFACTURER'S PUBLISHED WRITTEN INSTRUCTIONS
AND CURRENT N.O.A.  FOLLOW THEIR TYPICAL DETAILS AND INCLUDE ALL
REQUIRED SEALANTS & FASTENERS.

3. BUILT-UP ROOFING SYSTEM & LIGHTWEIGHT INSULATING CONCRETE
SYSTEM TO BE INSTALLED IN STRICT ACCORDANCE TO MANUFACTURER'S
PUBLISHED WRITTEN INSTRUCTIONS AND CURRENT N.O.A.

NAILABLE INSULATION
BOARD

STANDING SEAM
METAL ROOF

P.T. WOOD
BLOCKING/NAILER

P.T. WOOD NAILER

CONTINUE UNDERLAYMENT
DOWN P.T. WOOD NAILER

HIGH EAVE CLEAT

HIGH EAVE FLASHING

MODIFIED J-CHANNEL

CONCRETE SLURRY COAT
THAT ALSO FILLS METAL
DECK CORRUGATIONS

MODIFIED BITUMEN ROOFING
BASE/PLY SHEETS AND
MEMBRANE WITH ENERGY
STAR WHITE CAP SHEET

POLYBOARD
INSULATION

LIGHTWEIGHT INSULATING
CONCRETE

T.O. BEAM
24' - 0"

JOIST BRG.
23' - 0"

BAYS
118

PRIMARY ROOF DRAIN

BUILT UP ROOFING WITH ENERGY
STAR WHITE CAP SHEET

LIGHTWEIGHT INSULATING
CONCRETE

POLYBOARD INSULATION

CONCRETE
SLURRY COAT
ON TOP OF
METAL DECK
AND FILL DECK
CORRUGATIONS

METAL DECK

METAL JOIST

ROOF DRAIN
PIPING

GENERAL NOTES:
1. SEE PLUMBING DRAWINGS & SPECIFICATIONS FOR ROOF DRAIN MODELS, PIPING SIZES, ETC.
2. SEE STRUCTURAL DRAWINGS & SPECIFICATIONS FOR JOISTS, METAL DECKING, CONNECTIONS, ETC.
3. SEE ARCHITECTURAL SPECIFICATIONS FOR ROOFING SYSTEM INFORMATION.
4. INSTALL ROOF DRAINS PER MANUFACTURER'S PUBLISHED WRITTEN INSTRUCTIONS.
5. G.C. TO COORDINATE ROOF DRAIN LOCATIONS WITH JOISTS AND LIGHTWEIGHT INSULATING CONCRETE SYSTEM

SLOPE 1/4"
PER FOOT

SLOPE 1/4"

PER FOOT

METAL ANGLE

GUTTER & DOWNSPOUT,
SEE SPECIFICATIONS

CANT SET IN BITUMEN

WRAP ROOFING UP WALL,
PRIME BEHIND

CONCRETE
BEAM

MASONRY WALL
(FIRE RATED)

STUCCO ON
METAL LATH
CEILING

SKIM COAT
STUCCO, PAINTED

STANDING SEAM METAL ROOF &
UNDERLAYMENT, WRAP DOWN BEHIND
GUTTER & EAVE STARTER FLASHING

NAILABLE INSULATION BOARD & P.T. BLOCKING
METAL DECK

METAL TRUSS

METAL TRUSS
ANCHOR & EMBED

2X P.T. BLOCKING
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DETAILS-ROOF
WELL

Author

A8.02

 1 1/2" = 1'-0"A8.02
1 PRIMARY & SECONDARY ROOF DRAIN DETAIL

 1 1/2" = 1'-0"A8.02
4 KITCHEN HOOD EXHAUST DETAIL

 1 1/2" = 1'-0"A8.02
5 ROOF ACCESS HATCH & STAIR DETAIL

 1 1/2" = 1'-0"A8.02
2 TYPICAL ROOF WELL MANSARD WALL

 1 1/2" = 1'-0"A8.02
3 PARAPET WALL DETAIL

NUM. DESCRIPTION DATE





T.O. METAL DECK
11' - 9"

A8.04
6

CO
DE

 R
EQ

UIR
ED

 G
UA

RD
RA

IL
3'-

6"

PAINTED
3 COAT STUCCO

PAPER BACKED
METAL LATH

STANDING SEAM
METAL  ROOF ON
NAILABLE
INSULATION BOARD
ON METAL DECK ON
PRE-ENGINEERED
METAL TRUSS

A8.03
9

SLOPESTUCCOTO
INSIDE

2" DIAM. METAL
RAILING, E.S.P. FINISH

19/32" APA RATED
EXTERIOR GRADE
PLYWOOD

PRE-ENGINEERED
METAL TRUSS
(EXTENSION)

TREMCO
PEDESTRIAN &
WATERPROOFING
SYSTEM, SEE DETAIL

2X P.T. BLOCKING

SEALANT 2"
2"

T.O. METAL DECK
11' - 9"

HEEL PROOF PRIMARY
DECK DRAIN

REINFORCED
STRUCTURAL
CONCRETE

PRE-ENGINEERED
METAL TRUSS
(BEYOND)

DECK DRAIN PIPING

GENERAL NOTES:
1. SEE PLUMB. DWGS. & SPECS. FOR DECK DRAIN MODELS, PIPING SIZES, ETC.
2. SEE STRUCT. DWGS. & SPECS. FOR TRUSSES, METAL DECKING, CONNECTIONS, ETC.
3. INSTALL SPRAY DECK RESIN SYSTEM BY "INCRETE SYSTEMS" AS PER
MANUFACTURER'S REQUIREMENTS.  UPON COMPLETION, APPLY INCRETE SYSTEMS
CONCRETE STAIN SEALER.  PROTECT FROM DAMAGE UPON COMPLETION.
4. INSTALL DECK DRAINS PER MANUFACTURER'S PUBLISHED WRITTEN INSTRUCTIONS.
5. G.C. TO COORDINATE DECK DRAIN LOCATIONS WITH TRUSSES & WALL CHASE

SLOPE 1/4"

PER FOOT

SLOPE 1/4"
PER FOOT

METAL DECKING

SPRAY DECK RESIN SYSTEM

T.O. METAL DECK
11' - 9"

REINFORCED
CONCRETE OVER
METAL DECKING

VULKEM 351 TOP COAT

DYMERIC 240FC SEALANT CANT BEAD

VULKEM 350NF DETAIL COAT

PAINTED
3 COAT STUCCO

PAPER BACKED
METAL LATH

EXTERIOR GRADE
PLYWOOD, 19/32"
APA RATED

PRE-ENGINEERED
METAL TRUSS

SLOPE 1/4" PER FOOTTO  DECK DRAIN

STUCCO J BEAD

NOTE:
INSTALL PEDESTRIAN-WATERPROOFING
SYSTEM PER MANUFACTURER'S
PUBLISHED WRITTEN INSTRUCTIONS

VULKEM 350NF BASE COAT

T.O. BEAM
24' - 0"

DAY ROOM
202

1'-0
"

SOFFIT ABOVE

PAINTED STUCCO BAND

PAINTED 3 COAT STUCCO ON
REINFORCED MASONRY WALL

CONCRETE EYEBROW APPLY
WATERPROOFING SYSTEM ON TOP &
SIDES, (TREMCO VULKEM 350NF/351
SYSTEM, COLOR: WHITE), PAINTED

LIGHT FIXTURE BEYOND,
SEE ELEC. DRAWINGS

A8.01
2

Sim

4'-0"

5"

12"
1/4"

2 3/4"

3/4"

3/
4"

PRE-
FORMED
DRIP

6"

DOOR & FRAME SHOWN DASHED
TO ILLUSTRATE BOTTOM OF BEAM

CONCRETE BEAM FOR EYEBROW &
DOOR OPENING, SEE STRUCTURAL DWGS.

8"

CANT COVE BEAD (TREMCO DYMERIC
240FC SEALANT COLOR: WHITE) AT ALL 4
SIDES OF EYEBROW-WALL INTERSECTION

19' - 3 1/2"
C.L. OF
JUNCTION BOX

BALCONY

3/4" CHAMFER,
TYPICAL AT
TOP & BOTTOM

SLOPE

CONCRETE EYEBROW, APPLY
WATERPROOFING SYSTEM ON TOP &
SIDES (TREMCO VULKEM 350NF/351
COLOR: WHITE), PAINTED

LIGHT FIXTURE BEYOND,
SEE ELEC. DRAWINGS

4'-0"

12"
1/4"

2 3/4"

3/4"

3/
4"

PRE-FORMED
DRIP

IMPACT DOOR & FRAME, SEE
DOOR SCHEDULE & DETAILS

CONCRETE BEAM,
SEE STRUCTURAL DWGS.

1'-4
"

6' - 8"

7' - 3 1/2"
C.L. LIGHT
FIX.

5" 6"

8' - 6"
B.O. EYEBROW

B.O. LIGHT FIX.

CANT COVE BEAD
(TREMCO DYMERIC 240FC SEALANT
COLOR: WHITE) AT ALL 4 SIDES OF
EYEBROW-WALL INTERSECTION

12' - 0"

T.O. 2ND FLOOR
TOPPING

3/4" CHAMFER,
TYPICAL AT TOP
& BOTTOM

SLOPE

3'-0"

8' - 6"

AIRFOIL ATTACHMENT
PER MANUFACTURER

IMPACT WINDOW, SEE
WINDOW SCHEDULE

CONCRETE BEAM, SEE
STRUCTURAL DWGS.

12' - 0"

B.O. AIRFOIL

T.O. 2ND FLOOR
TOPPING

AIRFOIL ATTACHMENT
PER MANUFACTURER

AIRFOIL
19' - 4 1/2"
B.O. AIRFOIL

IMPACT WINDOW, SEE
WINDOW SCHEDULE

CONCRETE BEAM, SEE
STRUCTURAL DWGS.

3'-0"

19' - 2 1/2"
B.O. BEAM

24' - 0"
T.O. BEAM

LIGHT FIXTURE,
SEE ELEC. DWGS.

A8.01
2

Sim

3-COAT STUCCO, PAINTED, ON
REINFORCED MASONRY WALL

PAINTED RAISED STUCCO BAND

PAINTED STUCCO SOFFIT
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DETAILS-
EYEBROWS,
AIRFOILS, &
BALCONY

LEJ

A8.04

 1 1/2" = 1'-0"A8.04
5 BALCONY PARAPET WALL DETAIL

 1 1/2" = 1'-0"A8.04
7 BALCONY DECK DRAIN DETAIL

 6" = 1'-0"A8.04
6 BALCONY FLOOR EDGE DETAIL

 1 1/2" = 1'-0"A8.04
1 EYEBROW AT BALCONY DETAIL

 1 1/2" = 1'-0"A8.04
2 TYPICAL EYEBROW AT DOOR

 1 1/2" = 1'-0"A8.04
4 TYPICAL AIRFOIL DETAIL @ 1st FLOOR

 1 1/2" = 1'-0"A8.04
3 TYPICAL AIRFOIL @ 2ND FLOOR

NUM. DESCRIPTION DATE



1/
4"

SLOPE
TO DRAIN

SLOPE
TO DRAIN

SHOWER TILE FLOOR & INTEGRAL
SHOWER PAN AND
CONCRETE RECESS

1ST FLOOR: CONCRETE SLAB
2ND FLOOR: CONCRETE TOPPING

6"

4"

SHOWER

SLOPE
TO DRAIN

SLOPE
TO DRAIN

FLOORING 6"
INTEGRAL EPOXY INTEGRAL EPOXY SHOWER

PAN AND CONCRETE CURB

(G.C. COORDINATE)
WALL
WIDTH
BEYOND

TILE SHOWER AREA
BEYOND

NOTE: P.T. WOOD CURB IS NOT AN OPTION.

INTERIOR CORNERS
TAPE AND BED ALL5/8" WALL BOARD

@ 16" O.C.
METAL STUD FRAMING

* TYPICAL FOR VERTICAL
AND HORIZONTAL CONDITIONS

PVC CORNER BEAD -TYPICAL AT ALL
EXTERIOR CORNERS

SEE WALL TYPES FOR METAL STUD SIZES & WALL BOARD MATERIAL

10
"

24
"

4'
-0

" T
O

 T
O

P

M
AX

21_
2"

21_
2"

FINISHED FLOOR

SEMI RECESSED
FIRE EXT. CABINET

SEMI RECESSED FIRE
EXT. CABINET

NOTE:
REFER TO MANUFACTURER'S PUBLISHED INSTRUCTIONS FOR ADA
COMPLIANT MOUNTING INSTRUCTIONS AND DETAILS

GYP. BD. EA. SIDE OF
METAL STUDS

NOTE: DBL STUDS
EA.  SIDE OF
CABINET (TYP)

PROVIDE DOUBLE LAYER
GYP BOARD

GYP. BD. EA. SIDE
OF METAL STUDS

PROVIDE DOUBLE
LAYER GYP BOARD

G.C TO VERIFY ALL ROUGH OPENINGS WITH MANUFACTURER PRIOR TO WALL CONSTRUCTION

S
IN

G
LE

 C
A

B.
R

O
U

G
H

 O
PE

N
IN

G

PLAN SECTION

5_
8"

5_
8"

5/8" WALLBOARD

METAL STUDS

SEE WALL TYPES FOR METAL STUD SIZES & WALL BOARD MATERIAL

+/
- 8

'-4
"

+/
-1

'-0
"

METAL TRIM

METAL TRIM

( SEE INT. ELEV. FOR WIDTH )

5/8" GYPSUM WALL BOARD, PAINTED

0'0"

FIN.FLR.SLAB

1/4" PLATE GLASS MIRROR

RUBBER FLOOR & BASE

BLOCKING AS REQUIRED

AL
IG

N
 T

O
P 

W
IT

H
 T

O
P

O
F 

W
IN

D
O

W
S

MTL. STUD @ 16" O.C.

DENS ARMOR OR ARCHITECT'S
APPROVED EQUAL

TILE

12" TALL (MIN.) STAINLESS STEEL
WALL GUARD BY MOP SINK

MOLDED STONE
MOP SERVICE SINK

SILICONE SEALANT
(USE AT ALL POINTS
WHERE BASIN MEETS WALL

SEE SHEET P-0.2

MANUFACTURER

1_
2"

4"
, 8

" &
 1

6"

THREADED ALUMINUM STUD
WITH PRE-CUT 1/2" SPACER

PAINTED ALUMINUM
LETTERS, PROJECTED
SPACER MOUNTED

PAINTED STUCCO FINISH ON
CMU WALL

TO BE USED AT LETTERING
ABOVE BAY DOORS & AT MONUMENT SIGN

TYPE STYLE (FONT):
TIMES NEW ROMAN

STUCCO CONTROL JOINT
SEE ELEVATIONS FOR
LOCATIONS (TYP)

TYPICAL FOR VERTICAL
AND HORIZONTAL CONDITIONS

FOR COLOR (TYP)
SEE ELEVATIONS
PAINTED STUCCO-

FOR WIDTH (TYP)
SEE FLOOR PLAN
CONCRETE BLOCK

MAYOR NAME MAYOR

VICE MAYOR NAME VICE MAYOR

COMMISSIONER NAME COMMISSIONER

COMMISSIONER NAME COMMISSIONER

COMMISSIONER NAME COMMISSIONER

COMMISSIONER NAME COMMISSIONER

FIRE CHIEF NAME FIRE CHIEF
CURRIE SOWARDS AGUILA ARCHITECTS

GENERAL CONTRACTOR NAME

CITY MANAGER NAME CITY MANAGER

±1'-6"
FIELD VERIFY EXISTING PLAQUE WIDTH & MATCH

±1
'-3

"
FI

EL
D

 V
ER

IF
Y 

EX
IS

TI
N

G
 P

LA
Q

U
E 

LE
N

G
TH

 &
 M

AT
C

H

±1'-6"
EXISTING PLAQUE

±1
'-3

"
EX

IS
TI

N
G

 P
LA

Q
U

E

POMPANO BEACH
FIRE-RESCUE STATION 103

PROJECT DEDICATION - MONTH YEAR

5'-8"

A.F.F.
VERIFY WITH ARCHITECT PRIOR
TO INSTALLATION

THREADED ALUMINUM STUD SET WITH
NON-STAINING CEMENT

CONCEALED MOUNT CAST DEDICATION
PLAQUE

CONTINUOUS BEAD OF SEALANT AROUND ENTIRE
PERIMETER OF PLAQUE

SATIN BRONZE RAISED
3

4" TEXT

3" DIA. POMPANO BEACH
FIRE RESCUE LOGO WITH
RAISED SATIN FINISH
AREAS & STIPPLED
BACKGROUND AREAS

SATIN BRONZE RAISED

1
16" LINE

STIPPLE BACKGROUND

NOTES:

1.   CONCEALED MOUNT CAST BRONZE SATIN FINISH
    DEDICATION PLAQUE OF SATIN BRONZE RAISED
    AREAS WITH BRONZE STIPPLE BACKGROUND. MATCH

2.   LETTERSTYLE: FUTURA Lt BT

3.  CONTRACTOR TO PROVIDE SHOP DRAWINGS IN
    ACCORDANCE WITH SPECIFICATIONS.

4.  PLAQUE TO BE SAME SIZE AS PLAQUE FROM
    ORIGINAL FIRE STATION

5.  CONFIRM WITH ARCHITECT METAL FINISHES, TEXT,
    & FINAL LOCATION OF PLAQUES PRIOR TO
    FABRICATION AND INSTALLATION.

EXISTING DEDICATION
PLAQUE TO BE
CLEANED/RESTORED.
CONCEAL MOUNT TO
THE BUILDING.

SATIN BRONZE RAISED
3

8" TEXT

SATIN BRONZE RAISED

SATIN BRONZE RAISED
5

16" TEXT

1
2
" TEXT

RAISED

RAISED

RAISED

RAISED

RAISED

PAINTED 3-COAT STUCCO FINISH ON REINFORCED
MASONRY WALL

EXISTING PLAQUE FINISHES, COLORS, & POLISH
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DETAILS -
INTERIOR &
EXTERIOR

Author

A8.05

 1" = 1'-0"A8.05
1 ACCESSIBLE SHOWER DETAIL

 1" = 1'-0"A8.05
2 TYP. SHOWER CURB DETAIL

 3" = 1'-0"A8.05
3 CORNER DETAIL

 1" = 1'-0"A8.05
5 FIRE CABINET - STUD WALL

 3" = 1'-0"A8.05
6 INTERSECTION DETAIL

 1 1/2" = 1'-0"A8.05
8 MIRRORED WALL DETAIL @ FITNESS

 1 1/2" = 1'-0"A8.05
9 PRECAST MOP SINK DETAIL @ 216

 3" = 1'-0"A8.05
7 METAL LETTERING

 6" = 1'-0"A8.05
4 STUCCO CONTROL JOINT

 3" = 1'-0"A8.05
10 DEDICATION PLAQUE

NUM. DESCRIPTION DATE





8"
3'

-0
"1'-93_

4"

1'-10"
(22" MODEL)

2'
-1

"
(2

5"
 M

O
D

EL
)

1'-10"
(22" MODEL)

SEE PLUMBING DRAWINGS FOR
FAUCETS & PIPING REQUIREMENTS.

CORIAN SERIES 300 SINGLE
BOWL VANITY TOP, SS-2

INTEGRAL BOWL, SS-3

INTEGRAL COVED
BACKSPLASH, COLOR 1

MIRROR, SEE SPECS.

PLYWD. BASE CABINET,
P.LAM. FINISH ON ALL
SIDES, INTERIOR &
EXTERIOR, INCLUDING THE
BOTTOM

PLYWD. BACK &
INTERIOR, P.LAM. FINISH
(PL-3)

BLOCKING &
ATTACHMENT
AS REQ'D

EPOXY FLOOR & BASE

ALUM. WIRE PULL

SEALANT

SILICONE
BEAD

LIGHT FIXTURE,
SEE ELEC. DWGS.

INTEGRAL COVED
BACKSPLASH, SS-2

SIDESPLASH, SS-2

CORIAN SERIES 300 SINGLE
BOWL VANITY TOP, SS-2

INTEGRAL BOWL, SS-3

TILE WALLS

PLAN

SECTION

3"

11 _ 2"

21_
4"

3_
4"

R3_
8"

AB

1'-3"

3_
4" 1'-8"

3_
4"

4"
3 _ 4"

1'-8"
3_
4" 1'-61_

2"
3_
4"

7'
-0

"

4"
3 _ 4"

6'
-5

3 _ 4"
11 _ 2"

5'-61_
2"

2"

1'-8" 1'-8" 1'-8"

1'
-8

"

1'
-8

"

EQ
.

EQ
.

A

B

CLOTHES ROD

OPEN SHELF

OPEN SHELF

CLOTHES ROD

EQ. EQ.

PLYWOOD (TYP)
3/4" CAB. GRADE

1 1/4" HARDWOOD
CLOTHES ROD

3/4" DR LAMINATED
ON ALL SIDES. PROVIDE
CONCEALED HINGES

SURFACES (COLOR TO

AT BACK ONLY)
PLYWD (TYP
3/8" CAB. GRADE

3/4" CAB. GRADE
PLYWOOD (TYP)

& EXTERIOR EXPOSED
P LAM. ON ALL INTERIOR

BE WHITE)

2X4 BLOCKING AS
REQUIRED TO ATTACH
HASP PER MANUFACTURE'S
RECOMMENDATIONS
METAL HASP TO ALLOW

ROUTER DOOR TO THE
REQUIRED HEIGHT AND WIDTH
TO ALLOW FOR THE SPECIFIED
HASP TO PASS THRU

FOR STANDARD PADLOCK

NOTE:
1. ALL INTERIOR FACES TO HAVE PLASTIC LAMINATE FINISH (PL-3)
2. ALL EXPOSED SURFACES TO BE LAMINATED
3. PROVIDE HASP CONNECTION DETAILS IN SHOP DRAWINGS

PL-1
14" U.N.O.

SEE INTERIOR ELEVATIONS

12
" (

M
IN

.)
TO

 T
O

P 
O

F 
N

EX
T 

SH
EL

F

2X BLOCKING
AS REQ'D IN
WALL#10 X 1 1/2" WOOD SCREW AT

24" O.C.

1X2 WOOD SHELF SUPPORT

GYP. BD.

CAB. GRADE PLYWD.SHELF,
PLASTIC LAM. FINISH FRONT &
TOP (PL-3)

6'-0"

15"

2'
-0

"

11 _ 2"
11

3 _ 4"
11

3 _ 4"
4"

2'-1"

1'-13_
4"

1'
-6

"
2'

-6
"

R1"

A

FINISH WALL

SEALANT

ALUM. WIRE PULL

PLYWD. BASE, P.LAM.
FINISH (PL-2)

PLYWD. DOORS,
P.LAM. FINISH
(PL-1)

PLYWD. BACK &
INTERIOR, P.LAM. FINISH
(PL-3)

SINK & FAUCET,  SEE
PLUMB. DWGS.

BLOCKING &
ATTACHMENT
AS REQ'D

PLYWD. BACK, SHELVES,
& INTERIOR, P.LAM.
FINISH (PL-3)

PLYWD. DOORS,
P.LAM. FINISH
(PL-1)

1x P.T. BLOCKING WITH F. HEAD FASTENERS TO
WALL 3'-0" O.C. TOP AND BOTTOM

KV #255 STANDARD
FLUSH MTD W/ #256
SHELF SUPPORTS

CORIAN TOP,
BACKSPLASH, &
SKIRT(SS-1)

CL UPPER
CABINET

CORIAN TOP,
BACKSPLASH, &
SKIRT(SS-1)

SECTION A

1'-8"

11 _ 2"

1'-8"

5'
-0

"

R2"

4"

2'
-5

" A
.F

.F
.

A

CAB. GRADE PLYWD. TOP &
BACKSPLASH,
PLASTIC LAM. FINISH (PL-1)

CAULK

VERT. & HORIZ.
SUPPORT,
PLASTIC LAM.
FINISH (PL-2) ON
VERTICAL

BLOCKING &
ATTACHMENT AS
REQ'D

GYP. BD.

CABINET GRADE PLYWOOD
SUPPORT, PLASTIC
LAMINATE FINISH (PL-2)

CAB. GRADE PLYWD.
FRONT EDGE,
PLASTIC LAM. FINISH
FRONT & BOTTOM
(PL-1)

CABINET GRADE PLYWOOD
TOP & BACKSPLASH,
PLASTIC LAMINATE FINISH
(PL-1)

SEE PLAN FOR SIDE TO HAVE
RADIAL EDGE

2-3/8" DIA. PLASTIC
GROMMETS IN FIELD

SECTION A

1'-8"

11 _ 2"

1'-8"

6'
-0

"
W

ET
 S

TO
R

AG
E 

11
9

4"

3'
-0

" A
.F

.F
.

1'-13_
4"

1'
-6

"
2'

-6
"

A

CAB. GRADE PLYWD. TOP &
BACKSPLASH,
PLASTIC LAM. FINISH (PL-1)

CAULK

VERT. & HORIZ.
SUPPORT,
PLASTIC LAM.
FINISH (PL-2) ON
VERTICAL

BLOCKING &
ATTACHMENT AS
REQ'D

GYP. BD.

CABINET GRADE PLYWOOD
SUPPORT, PLASTIC
LAMINATE FINISH (PL-2)

CAB. GRADE PLYWD.
FRONT EDGE,
PLASTIC LAM. FINISH
FRONT & BOTTOM
(PL-1)

CABINET GRADE PLYWOOD
TOP & BACKSPLASH,
PLASTIC LAMINATE FINISH
(PL-1)

FINISH WALL

BLOCKING &
ATTACHMENT
AS REQ'D

PLYWD. BACK, SHELVES,
& INTERIOR, P.LAM.
FINISH (PL-3)

PLYWD. DOORS,
P.LAM. FINISH
(PL-1)

1x P.T. BLOCKING WITH
F. HEAD FASTENERS
TO WALL 3'-0" O.C. TOP
AND BOTTOM

KV #255 STANDARD
FLUSH MTD W/ #256
SHELF SUPPORTS

SURFACE LEGEND
ITEM SURFACING

SOLID-1
(SS-1)

SOLID SURFACE, COLOR 1 CORIAN: PINE
*TRAINING ROOM COUNTERTOP

SOLID-2
(SS-2)
(SS-3)

SOLID SURFACE, COLOR 2 CORIAN: SAVANNAH (SS-2)
*RESTROOM COUNTERTOP WITH INTEGRAL BOWL
BOWL COLOR: CAMEO WHITE (SS-3)

LAM-1
(PL-1)

LAMINATE, COLOR 1 FORMICA: WILD CHERRY 5904-43
*KITCHEN CABINET FACES         ARTISAN FINISH

LAM-2
(PL-2)

LAMINATE, COLOR 2 FORMICA: WILD CHERRY 5904-43
*OFFICE & DORM BUILT-INS
SUPPORTS/BASE: GRAPHITE 837-58

ST.STEEL STAINLESS STEEL
*KITCHEN COUNTERS, BACKSPLASH, WALL COVERING

LAM-3
(PL-3)

LAMINATE, COLOR 3 FORMICA: WHITE 949-58
*CABINET/VANITY/BUNK LOCKER INTERIOR

LAM-4
(PL-4)

LAMINATE, COLOR 4 FORMICA: STORM SOLIDZ 3505-SP
*RESTROOM VANITY

REVISIONS

DRAWING NUMBER

JOB NUMBER

DATE

DRAWING TITLE

FILE NUMBER

DRAWN BY

CONSTRUCTION

SEAL

ISSUED FOR :

BIDS

PERMIT

PROJECT TITLE

TH
IS
 
D
O
C
U
M
E
N
T 
IS
 
TH
E
 
P
R
O
P
E
R
TY
 
O
F 
C
U
R
R
IE
 
S
O
W
A
R
D
S
 
A
G
U
IL
A
 
A
R
C
H
IT
E
C
TS
 
IN
C
. 
 
A
LL
 
R
IG
H
TS
 
A
R
E
 
R
E
S
E
R
V
E
D
. 
A
N
Y
 
P
O
S
S
E
S
S
IO
N
, 
R
E
P
R
O
D
U
C
TI
O
N
 
O
R
 
O
TH
E
R
 
U
S
E
 
O
F 
TH
IS
 
D
O
C
U
M
E
N
T,
 
W
IT
H
O
U
T 
TH
E
 
W
R
IT
TE
N
 
C
O
N
S
E
N
T 
O
F 
C
U
R
R
IE
 
S
O
W
A
R
D
S
 
A
G
U
IL
A
 
A
R
C
H
IT
E
C
TS
 
IN
C
.,
 
IS
 
P
R
O
H
IB
IT
E
D
. & Interior Designers

Architects, Planners

ARCHITECTS

AA26001584

E-mail: Office@CSA-Architects.com

134 N.E. 1st Avenue
Delray Beach, Florida  33444
TEL: 561 276-4951
FAX: 561 243-8184

AGUILA

CURRIE

SOWARDS

0
8

.0
6

.2
0

1
2

 B
ID

-P
ER

M
IT

 S
ET

DRC
AAC

.....................................11.29.2011

.....................................01.18.2012

CITY OF
POMPANO BEACH
FIRE STATION 103

3721 N.E. 12th AVE.
POMPANO BEACH, FL  33064

08.06.2012

110102

.....................................08.06.2012

  ................................08.06.2012
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DETAILS -
CASEWORK &
CABINETRY

LJ

A8.07

 1" = 1'-0"A8.07
1 CABINETRY BATHROOM VANITY & SINK

 1" = 1'-0"A8.07
2 CABINETRY BUNK LOCKERS

 1" = 1'-0"A8.07
5 CABINETRY CLOSET SHELF

 1" = 1'-0"A8.07
3 CABINETRY TRAINING ROOM

 1" = 1'-0"A8.07
4 CABINETRY WRITING DESKS

 1" = 1'-0"A8.07
6 CABINETRY @ WET STORAGE 119

GENERAL NOTES:
1. 1/4" PLATE GLASS MIRROR - ATTACH TO WALL WITH STAINLESS CLIPS AND
LIQUID NAIL -SEE INTERIOR ELEVATIONS FOR LOCATIONS  AND SIZES

2. GENERAL CONTRACTOR SHALL COORDINATE & PROVIDE SUITABLE WOOD
BLOCKING AS REQUIRED IN WALLS TO RECEIVE WALL MOUNTED ITEMS

3. ALL PLYWOOD TO BE "FSC CERTIFIED"

NUM. DESCRIPTION DATE



EXTERIORINTERIOR

EPOXY PAINT ON
SKIM COAT STUCCO

REINFORCED
MASONRY WALL

EXTERIOR PAINT ON
3-COAT  STUCCO
FINISH

PAINTED STUCCO
BAND
(LOWER LEVEL ONLY)

1 1/2"

GRADE, SLOPE AWAYFROM BUILDING
SEE A9.01 FOR
FLOOR MATERIAL
& WALL BASES

SLOPE

3'-
4"

SKIM COAT
STUCCO, C2(A)

EPOXY PAINT

REINFORCED
MASONRY
WALL

C2A IS FIRE RATED
SEE NOTATIONAL FLOOR PLANS
FOR  LOCATIONS

BLOCK FILLER,
ON EXPOSED
AREAS, (C2B
ONLY)

REINFORCED
MASONRY WALL

R-5 RIGID
INSULATION BOARD

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

GYPSUM WALL BOARD

PAINT

SKIM COAT STUCCO

EPOXY PAINT

SEE A.903 FOR
FLOOR FINISH &
WALL BASE

C3A & C3B ARE FIRE RATED
SEE NOTATION FLOOR
PLANS FOR LOCATIONS

FIRE RETARDANT BLACK
PAINT ON 5/8" PLYWOOD,
(COMMUNICATION ROOM
ONLY)

NOTE: 3 COAT PAINTED
STUCCO ON EXT. WALLS

INTERIOR EXTERIOR

EXTERIOR PAINT
ON 3-COAT
STUCCO FINISH

SKIM COAT
STUCCO

EPOXY PAINT

C4A IS FIRE RATED
SEE NOTATION FLOOR
PLANS FOR LOCATIONS

EXTERIORINTERIOR

REINFORCED
MASONRY WALL

EXTERIOR PAINT
ON 3-COAT
STUCCO FINISH

R-5 RIGID
INSULATION BOARD

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

GYPSUM WALL BOARD

PAINT

EXTERIOR

EXTERIOR PAINT ON
3-COAT  STUCCO
FINISH

PAINTED STUCCO BAND
(LOWER LEVEL ONLY)

SLOPE

GRADE, SLOPE AWAY

FROM BUILDING

3'-
4"

C6A IS NOT USED

REINFORCED
MASONRY WALL

R-5 RIGID
INSULATION BOARD

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

GYPSUM WALL BOARD

PAINT

SEE A.903 FOR
FLOOR FINISH &
WALL BASE

TILE ON CEMENTITIOUS
BD.,(C6B ONLY)

SKIM COAT
STUCCO

REINFORCED
MASONRY WALL

EPOXY PAINT

SEE A9.01 FOR
WALL BASE &
FLOOR FINISH

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

CEMENTITIOUS BOARD

TILE

REINFORCED
MASONRY WALL

SKIM COAT STUCCO

ELEVATOR

SEE A9.03 FOR FLOOR
FINISH & WALL BASE

5/8" GYPSUM WALL BOARD

7/8" METAL FURRING HAT
CHANNELS, 16" O.C.
VERTICALLY.  HORIZONTAL
CHANNELS AT TOP,  BOTTOM,
& AT OPENINGS

PAINT

SKIM COAT STUCCO

EPOXY PAINT

REINFORCED
MASONRY WALL

EXTERIORINTERIOR

REINFORCED
MASONRY WALL

EXTERIOR PAINT
ON 3-COAT
STUCCO FINISH

C10 IS FIRE RATED
SEE NOTATIONAL FLOOR PLANS
FOR LOCATIONS

BLOCK FILLER

EXTERIOR INTERIOR

REINFORCED
MASONRY WALL

EXTERIOR PAINT ON
3-COAT  STUCCO
FINISH

PAINTED STUCCO BAND
(LOWER LEVEL ONLY)

SLOPE

3'-
4"

GRADE, SLOPE AWAY

FROM BUILDING

1 1/2"

C11A IS FIRE RATED
SEE NOTATIONAL FLOOR PLANS
FOR LOCATIONS

R-5 RIGID
INSULATION BOARD

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

GYPSUM WALL BOARD

PAINT

REINFORCED
MASONRY
WALL

SEE A9.03 FOR FLOOR FINISH
& WALL BASE

7/8" METAL FURRING HAT
CHANNELS, 16" O.C. VERTICALLY.
HORIZONTAL CHANNELS AT TOP,
BOTTOM, & AT OPENINGS

5/8" GYPSUM WALL BOARD

PAINT

C12A IS FIRE RATED
SEE NOTATIONAL FLOOR PLANS
FOR LOCATIONS

BLOCK FILLER
PAINTED,
EXPOSED
AREAS

R-5 RIGID INSULATION

1.  THESE WALL TYPES ARE PROVIDED FOR GENERIC
CONSTRUCTION PURPOSES, CONTRACTOR MUST FOLLOW
CONSTRUCTION OF UL RATED ASSEMBLY AT FIRE RATED WALLS.

2.  SEE INSULATION PLAN FOR WALL AND ROOF INSULATION
LOCATIONS.

3. SEE INTERIOR ELEVATIONS & FINISH PLAN FOR PAINT & TILE
LOCATIONS AND FOR TILE PATTERNS.

4. CEMENTITIOUS BOARD TO BE USED IN WET LOCATIONS.

5.  SEE NOTATIONAL PLANS FOR WALL TYPE CALLOUTS.

6.  SEE STUCCO DETAILS FOR STUCCO BANDS,  AND TRIM SIZES
AND LOCATIONS.  REFER ALSO TO EXTERIOR ELEVATIONS.

7. STUD & MASONRY WALL SIZE VARY, SEE DIMENSIONAL FLOOR
PLAN FOR WALL SIZES.

8. REFER TO SPECIFICATIONS FOR ADDITIONAL PAINT, WALL BOARD,
& OTHER INFORMATION.

9. MASONRY DIMENSIONS LISTED ARE NOMINAL.  SEE STRUCTURAL
DRAWINGS FOR FURTHER INFORMATION.
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WALL TYPES -
MASONRY

WLM

A8.08

 1 1/2" = 1'-0"A8.08
1 WALL TYPE C1

 1 1/2" = 1'-0"A8.08
2 WALL TYPE C2(A)(B)

 1 1/2" = 1'-0"A8.08
3 WALL TYPE C3(A)(B)(C)

 1 1/2" = 1'-0"A8.08
4 WALL TYPE C4(A)

 1 1/2" = 1'-0"A8.08
5 WALL TYPE C5

 1 1/2" = 1'-0"A8.08
6 WALL TYPE C6(B)

 1 1/2" = 1'-0"A8.08
7 WALL TYPE C7

 1 1/2" = 1'-0"A8.08
8 WALL TYPE C8(A)

 1 1/2" = 1'-0"A8.08
9 WALL TYPE C9

 1 1/2" = 1'-0"A8.08
10 WALL TYPE C10

 1 1/2" = 1'-0"A8.08
11 WALL TYPE C11(A)

 1 1/2" = 1'-0"A8.08
12 WALL TYPE C12(A)

1 HR RATED (C4A)

UL DESIGN NO. U905

1 HR RATED (C2A)

UL DESIGN NO. U905

1 HR RATED (C3A & C3B)

UL DESIGN NO. U905

1 HR RATED (C8A)

UL DESIGN NO. U905

1 HR RATED (C10)

UL DESIGN NO. U905

1 HR RATED (C11A)

UL DESIGN NO. U905

1 HR RATED (C12A)

UL DESIGN NO. U905

GENERAL NOTES

UL DESIGN NO. U905

NUM. DESCRIPTION DATE



SEE A9.03 FOR  FLOOR FINISH &
WALL BASE

REINFORCED MASONRY WALL

7/8" (1 5/8" @ C13A) METAL HAT
FURRING STRIPS,  16" O.C.
VERTICALLY.  HORIZONTAL AT TOP,
BOTTOM, & OPENINGS

5/8" GYPSUM WALL BOARD

PAINT

C13A
1 5/8".

C13A
1 5/8".

C13A IS FIRE RATED
SEE NOTATIONAL PLANS FOR
LOCATIONS

TILE

5/8" CEMENTITIOUS
TILE BACKER BOARD

3 5/8" METAL FRAMING

R-5 RIGID INSULATION
BOARD

REINFORCED
MASONRY WALL

PAINTED
STUCCO BAND
(LOWER LEVEL
ONLY)

EXTERIOR
PAINT

3 COAT
STUCCO FINISH

SEE A9.03 FOR FLOOR
FINISH & WALL BASE

SLOPE AWAY

1 1/2"

C14A
5 1/2".

EPOXY PAINT

SKIM COAT STUCCO

REINFORCED
MASONRY WALL

SEE A9.03 FOR
FLOOR FINISH &
WALL BASE

EXTERIOR PAINT

3 COAT STUCCO FINISH

PAINTED STUCCO BAND
(LOWER LEVEL ONLY)

BAYS
118

EXTERIOR

SLOPE AWAYFROM BUILDING

3'-
4"

1 1/2"

BAYS
118

EXTERIOR

EPOXY PAINT

SKIM COAT STUCCO

REINFORCED
CONCRETE WALL

SEE A9.03 FOR
FLOOR FINISH &
WALL BASE

SLOPE TO

TRENCH DRAIN
SLOPE AWAYFROM BUILDING

3'-
4"

EXTERIOR PAINT

3 COAT STUCCO FINISH

PAINTED STUCCO BAND

1 1/2"

EPOXY PAINT

SKIM COAT STUCCO

REINFORCED
MASONRY WALL

EXTERIOR PAINT
ON 3-COAT
STUCCO FINISH

BAYS
118

EXTERIOR

SKIM COAT STUCCO

REINFORCED CONCRETE
WALL, SEE STRUCTURAL

EPOXY PAINT

EXTERIOR PAINT
ON 3-COAT STUCCO
FINISH

BAYS
118 EXTERIOR

1.  THESE WALL TYPES ARE PROVIDED FOR GENERIC
CONSTRUCTION PURPOSES, CONTRACTOR MUST FOLLOW
CONSTRUCTION OF UL RATED ASSEMBLY AT FIRE RATED WALLS.

2.  SEE INSULATION PLAN FOR WALL AND ROOF INSULATION
LOCATIONS.

3. SEE INTERIOR ELEVATIONS & FINISH PLAN FOR PAINT & TILE
LOCATIONS AND FOR TILE PATTERNS.

4. CEMENTITIOUS BOARD TO BE USED IN WET LOCATIONS.

5.  SEE NOTATIONAL PLANS FOR WALL TYPE CALLOUTS.

6.  SEE STUCCO DETAILS FOR STUCCO BANDS,  AND TRIM SIZES
AND LOCATIONS.  REFER ALSO TO EXTERIOR ELEVATIONS.

7. STUD & MASONRY WALL SIZE VARY, SEE DIMENSIONAL FLOOR
PLAN FOR WALL SIZES.

8. REFER TO SPECIFICATIONS FOR ADDITIONAL PAINT, WALL BOARD,
& OTHER INFORMATION.

9. MASONRY DIMENSIONS LISTED ARE NOMINAL.  SEE STRUCTURAL
DRAWINGS FOR FURTHER INFORMATION.

#

METAL FRAMING,
STUD SIZE VARIES,
SEE DIMENSIONAL
FLOOR PLANS FOR
LOCATIONS

CEILING

SEE A9.03 FOR
FLOOR FINISH &
WALL BASE

5/8" GYPSUM WALL BOARD

1'-0
"

METAL TRACK
ANCHORED TO
STRUCTURE ABOVE

BATT WALL INSULATION,
SEE A2.06 WALL
INSULATION PLAN FOR
LOCATIONS

CONTINUE
INSULATION UP TO
STRUCTURE ABOVE

S2
3 5/8"

S2A
4".

S2B
5 1/2".

CEILING

SEE A9.01 FOR FLOOR
FINISH & WALL BASE

METAL FRAMING

GYPSUM WALL BOARD

CEILING

METAL FRAMING

BRACING AS
REQUIRED

ANCHOR TRACK TO
CONCRETE SLAB

SEE A9.01 FOR FLOOR
FINISH & WALL BASE

TILE, SEE A9.01 FOR TYPE

CEMENTITIOUS TILE
BACKER BOARD

METAL FRAMING

BATT WALL INSULATION, SEE
A2.06 WALL INSULATION PLAN
FOR LOCATIONS
GYPSUM WALL BOARD

CEILING

METAL FRAMING

ATTACH TRACK TO
STRUCTURE ABOVE

ANCHOR TRACK TO
CONCRETE SLAB

CONTINUE INSULATION UP
TO STRUCTURE ABOVE

SLOPE TO DRAIN

SEE A9.01 FOR FLOOR
FINISH & WALL BASE

TILE, SEE A9.01 FOR TYPE

CEMENTITIOUS TILE
BACKER BOARD

METAL FRAMING

BATT WALL INSULATION, SEE
A2.06 WALL INSULATION PLAN
FOR LOCATIONS

CEILING

METAL FRAMING

ANCHOR TRACK TO
CONCRETE SLAB

CONTINUE INSULATION UP
TO STRUCTURE ABOVE

METAL TRACK ANCHORED
TO STRUCTURE ABOVE

SLOPE TO DRAIN

TILE

5/8" CEMENTITIOUS
TILE BACKER BOARD

REINFORCED
MASONRY WALL

SEE A9.03 FOR FLOOR
FINISH & WALL BASE

C21A IS FIRE RATED
SEE NOTATIONAL PLANS
FOR LOCATIONS

SKIM COAT STUCCO,

EPOXY PAINT

R-5 RIGID
INSULATION BOARD

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

REINFORCED
MASONRY WALL

3 5/8" METAL FRAMING

GYPSUM WALL BOARD

PAINT

TILE

5/8" CEMENTITIOUS
TILE BACKER BOARD

7/8" METAL FURRING
HAT CHANNELS, 16" O.C.
VERTICALLY.
HORIZONTAL CHANNELS
AT TOP, BOTTOM, & AT
OPENINGS

PAINTED SKIM COAT
STUCCO (C22A ONLY) REVISIONS
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WALL TYPES -
MASONRY AND
FRAME

WLM

A8.09

 1 1/2" = 1'-0"A8.09
1 WALL TYPE C13(A)

 1 1/2" = 1'-0"A8.09
2 WALL TYPE C14(A)(B)

 1 1/2" = 1'-0"A8.09
3 WALL TYPE C16

 1 1/2" = 1'-0"A8.09
5 WALL TYPE C18

 1 1/2" = 1'-0"A8.09
4 WALL TYPE C17

 1 1/2" = 1'-0"A8.09
6 WALL TYPE C19

GENERAL NOTES
 1 1/2" = 1'-0"A8.09

8 WALL TYPE S2(A)(B)

 1 1/2" = 1'-0"A8.09
7 WALL TYPE S1

 1 1/2" = 1'-0"A8.09
9 WALL TYPE S4

 1 1/2" = 1'-0"A8.09
10 WALL TYPE S4A

1 HR RATED (C13A)

UL DESIGN NO. U905 1 1/2" = 1'-0"A8.09
12 WALL TYPE C21(A) 1 HR RATED (C21A)

UL DESIGN NO. U905

(SECOND FLOOR ONLY)

NUM. DESCRIPTION DATE

 1 1/2" = 1'-0"A8.09
13 WALL TYPE C22(A)

NOT USED



SCALE :SCALE :SCALE :SCALE :

SCALE :SCALE :

EXTERIOR DOOR DETAILS1

A9.03 3"=1'-0"

EXTERIOR DOOR DETAILS3

A9.03 3"=1'-0"

INTERIOR DOOR DETAILS6

A9.03 3"=1'-0"

INTERIOR DOOR DETAILS9

A9.03 3"=1'-0"

INTERIOR DOOR THRESHOLDS4

A9.03 3"=1'-0"

FRAME WALL INTERIOR DOOR DETAILS7

A9.01 3"=1'-0"

SEALANT

SEALANT

1/4" SHIM

MASONRY ANCHORS

DOOR

1/4" SHIM

SEALANT

(3 PER JAMB)

H.M FRAME

SEALANT

SEALANT (BOTH SIDES)

1/4" SHIM

CMU WALL

SEALANT

1/4" SHIM

1/4" SHIM

SEALANT

H.M FRAME

SEALANT

STUCCO DRIP
SEALANT (BOTH SIDES)

1/4" SHIM

CMU WALL

FORMED

SHIM PER N.O.A.

H.M FRAME

SEALANT (BOTH SIDES)

CMU WALL
1/4" SHIM

SEALANT (BOTH SIDES)

H.M FRAME

CMU WALL

NON-AIR
CONDITIONED

SPACE

SEALANT

2X4 HEAD NAILER

SEALANT

2X4  NAILER

SEALANT

SEALANT

DOOR, SEE SCHEDULE

PAINTED STUCCO

DOOR

LINTEL

GYP. BD. ON
METAL FURRING
(BOTH SIDES)

H.M FRAME GROUT FILLED
DOOR

METAL FURRING,
HORIZONTAL
(BOTH SIDES)

BACKER ROD &
COMPRESSIBLE
FILL
(BOTH SIDES)

SKIM COAT STUCCO,
PAINTED

GYP. BD. ON
METAL FURRING

METAL FURRING,
HORIZONTAL

DOOR, SEE DOOR
SCHEDULE FOR TYPE
&  FIRE RATINGS

PRECAST LINTEL OR
BEAM, SEE STRUCTURAL
DRAWINGS

H.M FRAME GROUT
FILLED

BACKER ROD &
COMPRESSIBLE
FILL

BACKER ROD &
COMPRESSIBLE FILL

CMU WALL, SEE PLAN FOR
RATED WALL LOCATIONS

DOOR

MASONRY ANCHORS
(3 PER JAMB)

3 COAT STUCCO
PAINTEDBACKER ROD &

COMPRESSIBLE FILL
(BOTH SIDES)

H.M FRAME GROUT
FILLED

DOOR

SKIM COAT
STUCCO, PAINTED

LINTEL

STUCCO, PAINTED

SKIM COAT STUCCO,
PAINTED

DOOR

MASONRY ANCHORS
(3 PER JAMB)

BACKER ROD &
COMPRESSIBLE FILL
(BOTH SIDES)

BACKER ROD &
COMPRESSIBLE FILL
(BOTH SIDES)

DOOR

MASONRY ANCHORS
(3 PER JAMB)

BACKER ROD &
COMPRESSIBLE FILL
(BOTH SIDES)

GYP. BD. ON METAL
FURRING HAT CHANNELS

P.T. WOOD NAILER

BACKER ROD &
COMPRESSIBLE FILL
(BOTH SIDES)

SKIM COAT STUCCO,
PAINTED

CMU WALL, SEE PLAN
FOR RATED WALL
LOCATIONS

GYP. BD. ON METAL
FURRING HAT CHANNELS
(BOTH SIDES)

P.T. WOOD NAILER
(BOTH SIDES)

EXTERIOR

INTERIOR

EXTERIOR

INTERIOR

INTERIOR

RIGID INSULATION
BOARD

GYP. BD. ON METAL
FURRING HAT CHANNELS

P.T. WOOD NAILER

RIGID INSULATION
BOARD

RIGID INSULATION
BOARD

THRESHOLD DETAIL: AT RESTROOMS

DOOR - REFER TO
DR. SCHEDULE

MARBLE SADDLE, 1
2" TALL MAX.

FLOOR FINISH,
SEE ROOM
FINISH PLAN

FLOOR FINISH, SEE ROOM
FINISH PLAN

GYP. BD. ON
METAL FURRING

METAL FURRING,
HORIZONTAL

H.M FRAME GROUT
FILLED

BACKER ROD &
COMPRESSIBLE
FILL

RIGID INSULATION
BOARD

SEALANT

WALL BOARD ON METAL STUDS,
SEE WALL TYPES FOR WALL
BOARD MATERIAL

6" METAL STUD
HEAD FRAMING
(TYP ALL OPNGS)

DOUBLE METAL STUD JAMB
FRAMING (TYP ALL OPNGS)

WALL BOARD ON
METAL STUDS, SEE
WALL TYPES FOR
WALL BOARD
MATERIAL

DOOR, SEE
SCHEDULE

3 STUD
ANCHORS PER
JAMB

H.M FRAME

STUCCO DRIP

3 COAT STUCCO
PAINTED

FORMED

HEAD HEAD HEAD HEAD

JAMB JAMB JAMB JAMB

JAMBHEAD

HOLLOW METAL FRAME

SOUND SEAL/FIRE RATED DOOR
SEAL, WHERE INDICATED ON
DOOR SCHEDULE

FINISH FLOOR,
SEE A9.03

CONCRETE SLAB OR STRUCTURAL
CONCRETE TOPPING ON
HOLLOW CORE PLANKS,
SEE STRUCTURAL DWGS.

DOOR

FINISH FLOOR, SEE A9.03
PEMKO MODEL 158A HALF SADDLE/
OFFSET SADDLE THRESHOLD OR
ARCHITECT APPROVED EQUAL

HOLLOW METAL FRAME

SOUND SEAL/FIRE RATED
DOOR SEAL, WHERE
INDICATED ON DOOR
SCHEDULE

FINISH FLOOR,
SEE A9.03

CONCRETE SLAB OR STRUCTURAL
CONCRETE TOPPING ON
HOLLOW CORE PLANKS,
SEE STRUCTURAL DWGS.

DOOR

FINISH FLOOR, SEE A9.03

DOOR

FRAME
BEYOND

SOUND SEAL/FIRE
RATED DOOR
SEAL, WHERE
INDICATED ON
DOOR SCHEDULE

FLOOR FINISH,
SEE A9.03

FLOOR FINISH,
SEE A9.03

PEMKO MODEL 236A
TRANSITION THRESHOLD
OR ARCHITECT APPROVED
EQUAL

CONCRETE SLAB OR STRUCTURAL
CONCRETE TOPPING ON
HOLLOW CORE PLANKS,
SEE STRUCTURAL DWGS.

ATTACHMENT PER
MANUFACTURER'S SPECS.

GYP. BD. ON METAL
FRAMING, SEE WALL TYPES

BATT INSULATION, SEE
INSULATION PLAN

SIDE WALL MOUNTED TRACK

SOLID-CORE WOOD DOOR,
SEE A9.01

2x METAL FRAMING

ATTACHMENT PER
MANUFACTURER'S SPECS.

NYLON BOTTOM GUIDE

NYLON-BODIED, NEEDLE
BEARING, ACETAL WHEEL
HANGER
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DOOR DETAILS

LJ

A9.00
 3" = 1'-0"A9.00

2 INT. DOOR THRESHOLD (CHANGE IN FLOOR MATERIAL THICKNESS)
 3" = 1'-0"A9.00

10 INTERIOR DOOR THRESHOLD DETAIL (NO CHANGE IN FLOORING)

G

GENERAL NOTES:

1. REFER TO DOOR MANUFACTURER'S PUBLISHED INSTALLATION
REQUIREMENTS & APPROVED N.O.A/ FOR FURTHER INFORMATION.

2. REFER TO FLOOR PLAN FOR DOOR NUMBER & SWING SIDE.  SEE DOOR
HARDWARE SPECIFICATIONS FOR NUMBER OF SILENCERS.

3. SEE WALL TYPES FOR WALL CONSTRUCTION.

4. SEE ROOM FINISH PLAN FOR FLOOR & WALL FINISHES.

5. REFER TO STRUCTURAL DRAWINGS FOR LINTEL, BEAM, WALL & FLOOR
INFORMATION.  G.C. TO COORDINATE ALL MASONRY OPENINGS WITH
DOOR MANUFACTURER PRIOR TO INSTALLATION.

6. SEE A1.04 & CIVIL DRAWINGS FOR EXTERIOR SURFACES & GRADES.

7. DOOR & FRAME TYPES ARE GENERAL IN NATURE.  REFER TO DOOR
SCHEDULE FOR DOOR & FRAME SIZE, MATERIAL, & FINISH

 3" = 1'-0"A9.00
8 INTERIOR DOOR THRESHOLD

 3" = 1'-0"A9.00
5 SLIDING DOOR SIDE MOUNT DETAIL

NUM. DESCRIPTION DATE



F V N FG SL OHC BF

DOOR TYPES

1'-0" 1'-0" 1'-0"

1'-0
"

1'-0
"

6" 5"

1'-0
"

2'-
0"

FL

10"

1'-0
"

10
"

SIDEWALL TRACK

PAINTED
METAL
LOUVER

V/FL

FRAME TYPES

A

HOLLOW METAL

B

ALUMINUM

C

SIDEWALL TRACK

FLOOR GUIDE

ALUMINUM

D

ALUMINUM

DOOR SIGNAGE

DOOR /
OPENING

1'-0" 7"

5'-
0"

7"

RM #

ROOM
NAME

7".

7".

LOCATION TYPICAL ROOM SIGN

RAISED NUMBER W/
BRAILLE TRANSLATION

LETTERED INSERT

NOTES:

1. REFER TO DOOR MANUFACTURER'S PUBLISHED INSTALLATION 
REQUIREMENTS & APPROVED N.O.A. FOR FURTHER INFORMATION

2. REFER TO FLOOR PLAN FOR DOOR TYPE & SWING SIDE. SEE 
SPECIFICATIONS FOR NUMBER OF SILENCERS.

3. SEE WALL TYPES FOR WALL CONSTRUCTION.

4. SEE ROOM FINISH PLAN FOR FLOOR & WALL FINISH.

5. REFER TO STRUCTURAL DWGS. FOR LINTEL, WALL & FLOOR 
INFORMATION. G.C. TO COORDINATE ALL MASONRY OPENINGS 
WITH DOOR MANUFACTURER PRIOR TO INSTALLATION.

6. SEE DETAILS & CIVIL DWGS. FOR EXTERIOR SURFACES.

7. DOOR TYPES ARE GENERAL IN NATURE. REFER TO DOOR 
SCHEDULE FOR DOOR SIZE, MATERIAL AND FINISH.

8. ALL EXTERIOR DOORS & FRAMES ARE HOLLOW METAL STEEL WITH
   G90 GALVANIZING, FACTORY APPLIED KYNAR PAINT

9. G.C. SHALL PROVIDE FOR DOOR SIGNAGE @ ALL DOOR LOCATIONS
WHETHER INDICATED OR NOT.  FINAL LABELING TO BE PROVIDED DURING
CONSTRUCTION.

DOOR AND FRAMES
ITEM DESCRIPTION

SC DOOR ALL INTERIOR WOOD DOORS TO BE
FACTORY FINISHED TO MATCH FORMICA
LAMINATE
"WILD CHERRY" 5904-43 ARTISAN FINISH
PROVIDE SAMPLES IN SHOP DRAWING

INTERIOR
HM DOOR
FRAMES

FACTORY PRIME, FIELD PAINT
COLOR OF ADJACENT WALL

EXTERIOR
DOORS

STANDARD WHITE, PROVIDE COLOR
SAMPLE IN SHOP DRAWINGS FOR
ARCHITECT APPROVAL
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DOOR SCHEDULE
& TYPES

WLM

A9.01

DOOR SCHEDULE

MARK #
LOCATION DOOR SIZE DOOR FRAME

LABEL REMARKS
SIGNAGE

(SEE NOTE 9 BELOW) CONTROLS
WIND

PRESSURESFROM # TO # WIDTH HEIGHT THICKNESS TYPE MATERIAL FINISH  TYPE  MATERIAL FINISH
1 BUNK 1 1 CORR. 200 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #1 -
2 BUNK 2 2 CORR. 200 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #2 -
3 CORR. 200 BUNK 3 3 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #3 -
4 CORR. 200 BUNK 4 4 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #4 -
5 CORR. 200 BUNK 5 5 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #5 -
6 CORR. 200 BUNK 6 6 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #6 -
7 CORR. 200 BUNK 7 7 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR BUNK #7 -
100 LOBBY 100 EXTERIOR 3' - 0" 7' - 0" 2" FG H.M. ALUMINUM/GLASS KYNAR C HOLLOW METAL ALUMINUM KYNAR - IMPACT DOOR & SIDE LIGHT - CARD READER +69.1/-75.3 (Z4)
100A LOBBY 100 EAST STAIR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 1 HOUR INTERIOR LOBBY/EAST STAIR CARD READER -
101 PUB. REST. 101 LOBBY 100 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR RESTROOM (W/ WHEELCHAIR GRAPHIC) -
102 LOBBY 100 A.H.U. 1 102 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR A.H.U. #1 -
103 LOBBY 100 TREATMENT 103 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR TREATMENT ROOM -
104 CORR. 104 LOBBY 100 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR LOBBY CARD READER -
105 CORR. 104 WATCH OFFICE 105 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR WATCH OFFICE -
106 CORR. 104 OFFICER OFFICE 106 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR OFFICER'S OFFICE -
107A TRAINING 107 CORR. 104 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR TRAINING ROOM -
107B TRAINING 107 EXTERIOR 3' - 0" 7' - 0" 1 3/4" F HOLLOW METAL STEEL PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR - +69.1/-75.3 (Z4)
108 CORR. 104 CORR. 108 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR -
108A CORR. 108 WEST STAIR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 1 HOUR INTERIOR WEST STAIR -
109 CORR. 108 FITNESS 109 4' - 0" 7' - 0" 2" FG H.M. ALUMINUM/GLAZING KYNAR D HOLLOW METAL ALUMINUM KYNAR - INTERIOR FITNESS ROOM -
110 STOR. 110 FITNESS 109 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR STORAGE -
111 CORR. 108 A.H.U. 2 111 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR A.H.U. #2 -
112 ELEC. 112 CORR. 108 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR ELECTRICAL ROOM -
114 FIRE RISER 114 EXTERIOR 3' - 0" 7' - 0" 1 3/4" F HOLLOW METAL STEEL PAINT A HOLLOW METAL STEEL PAINT 45 MIN. EXTERIOR FIRE RISER +69.1/-75.3 (Z4)
115A EAST STAIR ALCOVE 115 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 1 HOUR INTERIOR CARD READER -
115B ALCOVE 115 EXTERIOR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR - CARD READER +69.1/-75.3 (Z4)
116 ALCOVE 115 TOILET 116 3' - 0" 7' - 0" 1 3/4" F HOLLOW METAL STEEL PAINT A HOLLOW METAL STEEL PAINT - INTERIOR RESTROOM -
117 ALCOVE 115 DECON. 117 3' - 0" 7' - 0" 1 3/4" V/FL H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - INTERIOR DECONTAMINATION ROOM -
118A BAYS 118 EXTERIOR 14' - 0" 14' - 0" 0" BF GALV STEEL G90 FACTORY FINISH N/A GALV STEEL G90 FACTORY FINISH RAL 3011 (RED) - POLYISO INSULATED - +58.4/-68.9(Z5)
118B BAYS 118 EXTERIOR 14' - 0" 14' - 0" 0" BF GALV STEEL G90 FACTORY FINISH N/A GALV STEEL G90 FACTORY FINISH RAL 3011 (RED) - POLYISO INSULATED - +58.4/-64.5 (Z4)
118C BAYS 118 EXTERIOR 14' - 0" 14' - 0" 0" BF GALV STEEL G90 FACTORY FINISH N/A GALV STEEL G90 FACTORY FINISH RAL 3011 (RED) - POLYISO INSULATED - +58.4/-64.5 (Z4)
118D BAYS 118 EXTERIOR 14' - 0" 14' - 0" 0" OHC GALV STEEL G90 POWDERCOAT N/A GALV STEEL G90 POWDERCOAT RAL 9016 (WHITE) - INSULATED, IMPACT +58.4/-68.9(Z5)
118E BAYS 118 EXTERIOR 14' - 0" 14' - 0" 0" OHC GALV STEEL G90 POWDERCOAT N/A GALV STEEL G90 POWDERCOAT RAL 9016 (WHITE) - INSULATED, IMPACT +58.4/-64.5 (Z4)
118F BAYS 118 EXTERIOR 14' - 0" 14' - 0" 0" OHC GALV STEEL G90 POWDERCOAT N/A GALV STEEL G90 POWDERCOAT RAL 9016 (WHITE) - INSULATED, IMPACT +58.4/-64.5 (Z4)
118G BAYS 118 EXTERIOR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR, IMPACT - CARD READER +69.1/-75.3 (Z4)
118H BAYS 118 EXTERIOR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR, IMPACT - +69.1/-90.4 (Z5)
118I BAYS 118 EXTERIOR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR, IMPACT - +69.1/-90.4 (Z5)
119 BAYS 118 WET STOR. 119 5' - 4" 8' - 0" 0" OHC GALV STEEL G90 KYNAR N/A GALV STEEL G90 KYNAR - COILING WET STORAGE -
120 BAYS 118 GEN. STOR. 120 5' - 4" 8' - 0" 0" OHC GALV STEEL G90 KYNAR N/A GALV STEEL G90 KYNAR - COILING GENERAL STORAGE -
121 BAYS 118 HOSE STOR. 121 5' - 4" 8' - 0" 0" OHC GALV STEEL G90 KYNAR N/A GALV STEEL G90 KYNAR - COILING HOSE STORAGE -
122 BAYS 118 WORK 122 3' - 0" 7' - 0" 1 3/4" V/FL H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - - WORK ROOM -
123 CORR. 108 ALCOVE 123 4' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 45 MIN. FIRE RATED BAYS -
124 ALCOVE 123 TURN-OUT STOR. 124 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - - TURN-OUT STORAGE -
125 ELEV. MACH. 125 EXTERIOR 3' - 0" 7' - 0" 1 3/4" F HOLLOW METAL STEEL PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR, IMPACT/INSULATED ELEVATOR MACHINE ROOM +69.1/-75.3 (Z4)
200A CORR. 200 EAST POLE 226 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 45 MIN. FIRE RATED EAST FIRE POLE -
200B CORR. 200 WEST POLE 227 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 45 MIN. FIRE RATED WEST FIRE POLE -
200C WEST STAIR CORR. 200 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 1 HOUR FIRE RATED WEST STAIR -
200D CORR. 200 EAST STAIR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT 1 HOUR FIRE RATED EAST STAIR -
201 CORR. 200 A.H.U. 4 201 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD PAINT A HOLLOW METAL STEEL PAINT - - A.H.U. #4 -
202 CORR. 200 DAY ROOM 202 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - - DAY ROOM -
203 EXTERIOR DINING 203 6' - 0" 7' - 0" 2" FG H.M. ALUMINUM KYNAR A HOLLOW METAL ALUMINUM KYNAR - FRENCH DOORS, IMPACT - -
205 PANTRY 205 KITCHEN 204 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR PANTRY A -
206 PANTRY 206 KITCHEN 204 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR PANTRY B -
207 PANTRY 207 KITCHEN 204 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR PANTRY C -
208 JAN. 208 CORR. 209 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR JANITOR'S CLOSET -
209 KITCHEN 204 CORR. 209 3' - 0" 7' - 0" 1 3/4" N SOLID-CORE WD./GLAZ. STAIN A HOLLOW METAL STEEL PAINT - INTERIOR - -
210 CORR. 209 OFF. BUNK 210 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR OFFICER BUNK #3 -
211 TOILET 220 CORR. 217 2' - 10" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT -
211A OFF. BUNK 210 OFF. TOILET 211 2' - 10" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR - -
211B OFF. TOILET 211 OFF. BUNK 212 2' - 10" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR - -
212 CORR. 209 OFF. BUNK 212 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR OFFICER BUNK #2 -
213 CORR. 209 A.H.U. 5 213 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR A.H.U. #5 -
214 CORR. 209 OFF. BUNK 214 3' - 0" 7' - 0" 1 3/4" SL SOLID-CORE WOOD STAIN B ALUMINUM MILL FINISH - WALL MOUNT SLIDING DOOR OFFICER BUNK #1
215 OFF. TOILET 215 OFF. BUNK 214 2' - 10" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR - -
216 CORR. 209 STOR. 216 4' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR STORAGE
218 CORR. 200 COMM. 218 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR COMMUNICATIONS ROOM -
221 CORR. 200 TOILET 221 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - WASHABLE TOILET #3 -
222 CORR. 200 TOILET 222 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - WASHABLE TOILET #2 -
223 CORR. 200 TOILET 223 2' - 10" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - WASHABLE TOILET #1 (W/  W.CHAIR GRAPHIC) -
225 CORR. 200 MECH. 219 3' - 0" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR COMMUNICATIONS ROOM -
228 STOR. 228 CORR. 200 2' - 8" 7' - 0" 1 3/4" F SOLID-CORE WOOD STAIN A HOLLOW METAL STEEL PAINT - INTERIOR STORAGE -
ES EAST STAIR EXTERIOR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR - CARD READER +69.1/-75.3 (Z4)
WS WEST STAIR EXTERIOR 3' - 0" 7' - 0" 1 3/4" V H.M. STEEL/GLAZ. PAINT A HOLLOW METAL STEEL PAINT - EXTERIOR - CARD READER +69.1/-75.3 (Z4)

PAIR 3'-0"

PAIR 2'-0"

NUM. DESCRIPTION DATE
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METAL DECK

METAL  DECK

METAL TRUSS

INTERIOR WINDOW DETAILS2

A9.02 3"=1'-0"

TYPICAL LOUVER DETAILS3

A9.02 3"=1'-0"

EXTERIOR WINDOW DETAILS1

A9.02 3"=1'-0"

LOUVER DETAILS @ GABLE4

A9.02 3"=1'-0"

ALUMINUM  FRAME

FIXED TEMPERED GLASS

J BEAD (BOTH SIDES)

FRAME BEYOND

FRAME BEYOND

1X4 PT. ROUGH
BUCK NAILER

METAL STUDS
CONTINUOUS HEADER

FIXED TEMPERED GLASS

ALUMINUM  FRAME

J BEAD

GYP. BD., PAINTED

J BEAD (BOTH SIDES)

FIXED TEMPERED GLASS

ALUMINUM  FRAME

METAL STUDS

SILL BEYOND

CAULK (BOTH SIDES) WITH BACKER ROD

JAMB DETAIL

HEAD DETAIL

SILL DETAIL

GYP. BD. (BOTH SIDES)

STUCCO SILL

SEALANT

SHIM PER N.O.A.

CAULK

SLOPE

HEAD DETAIL

SILL DETAIL

SEALANT

STUCCO DRIP

STUCCO STOP

SHIM PER N.O.A.

CONC. BEAM
SEE STRUCTURAL DWGS.

HEAD/JAM DETAIL

SILL DETAIL

WALL BOARD, SEE WALL TYPES (BOTH SIDES)

1X4 PT. ROUGH BUCK NAILER

METAL STUDS
CONTINUOUS HEADER

1X4 PT. ROUGH
BUCK NAILER

IMPACT WINDOW

STUCCO

IMPACT WINDOW

CAULK

PRECAST
CONCRETE
"HI-DRI"SILL

STUCCO FINISH

AIRFOIL

CMU WALL

CAULK (BOTH SIDES)
WITH BACKER ROD

CAULK (BOTH SIDES)
WITH BACKER ROD

INTERIOR FINISH &
INSULATION VARIES, SEE
FINISH PLAN

1X2 P.T. NAILER FOR WALL BD.

SEE INTERIOR DETAILS
FOR WALL BD. FINISHING

BUCK CONT AROUND
OPENING (SET IN
SEALANT), PER N.O.A.

BUCK CONT AROUND
OPENING (SET IN
SEALANT), PER N.O.A.

METAL TRUSSES
SEE STRUCTURAL

STANDING SEAM METAL
ROOF, SEE A8.03

IMPACT LOUVER, SEE
SPECIFICATION & SCHEDULE

PAINTED STUCCO SOFFIT ON
PAPER BACKED METAL LATH
ON 19

32" APA RATED EXTERIOR
GRADE PLYWOOD

STANDING SEAM METAL
ROOF, SEE A8.03

METAL FRAMING PER
SPECIALTY ENGINEER

STUCCO STOP

LOUVER ATTACHMENT PER N.O.A.

METAL
FRAMING
PER
SPECIALTY
ENGINEER

1X2 P.T. NAILER FOR WALL BD.

ATTACHMENT PER N.O.A. WITH SEALANT

ATTACHMENT PER N.O.A.

PER MANUF.
AIRFOIL ATTACHMENT

SEALANT

CASING BEAD

PAINTED STUCCO

SEALANT

PAINTED STUCCO

STUCCO CASING BEAD

CONC. LINTEL
OR BEAM

SEE STRUCTURAL DWGS.

JAMB DETAIL

INTERIOR FINISH VARIES,
SEE FINISH PLAN

INSECT SCREEN

SILL DETAIL

WIND DRIVEN DRAIN LOUVER
IMPACT RESISTANT

VINYL BULL NOSE STUCCO

INTERIOR FINISH VARIES,
SEE FINISH PLAN

CONC. K.O. BLOCK
SEE STRUCTURAL DWGS.

STEEL FRAME PER N.O.A. REQUIREMENTS

INTERIOREXTERIOR

HEAD DETAIL

EXTERIOR

INTERIOR

EXTENDED SILL OPTION
BY LOUVER MANUF.

EXTENDED SILL OPTION
BY LOUVER MANUF.

ATTACHMENT PER N.OA.
BY LOUVER MANUF.

WIND DRIVEN DRAIN LOUVER
IMPACT RESISTANT

MASONRY WALL,
SEE STRUCTURAL DWGS.

ED
G

E 
D

IS
T.

PE
R

N
.O

.A
.

CONCRETE OR

PAINTED STUCCO FINISH

INTERIOR FINISH VARIES

SEALANT
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STUCCO DRIP

FINISH

METAL
FRAMING
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SPECIALTY
ENGINEER

NOTE:
PROVIDE
METAL FRAMING
PER SIZING
SPECIFICIED ON N.O.A.

DWGS

(NOTE: WINDOW TO BE CENTERED AT INTERIOR MASONRY WALL CONDITION)

SCREEN AT
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WINDOWS
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AIRFOIL TYPES
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NOTES:
1. COORDINATE MASONRY OPENINGS WITH WINDOW & LOUVER SIZE/

INSTALLATION METHOD PRIOR TO FABRICATION & INSTALLATION
2. PRECAST SILLS TO BE USED WITH WINDOWS & MAY REQUIRE

FURTHER COORDINATION
3. PRODUCTS INSTALLED PER MANUFACTURER'S PUBLISHED

INSTRUCTIONS & CURRENT NOA'S
4. SEE A3.02 & STRUCTURAL DRAWINGS FOR WIND PRESSURES

5. ALL EXTERIOR WINDOW GLAZING TO BE IN ACCORDANCE WITH THE
NOA AND TO BE GRAY LO-E.
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WINDOW,
LOUVER, AND
SUNSHADE
SCHEDULES &
DETAILS

WLM/LEJ

A9.02

WINDOW SCHEDULE

MARK STYLE
WINDOW WINDOW FRAME FRAME

COLOR GLASS REMARKS QUANTITY WIND PRESSURESWIDTH HEIGHT  MATERIAL FINISH
A FIXED

(INTERIOR)
2' - 9" 4' - 0" ALUM PAINT FACTORY PRIME,

FIELD PAINT
CLEAR TEMPERED COORDINATE DETAIL

@ CMU VS. FRAME
4 N/A

B SINGLE HUNG 2' - 8" 5' - 0" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT WITH MULLION & FIXED
TRANSOM ABOVE

9 VARY, SEE A3.02

C FIXED 2' - 8" 2' - 8" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT 10 VARY, SEE A3.02
D SINGLE HUNG 2' - 8" 3' - 10" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT 7 VARY, SEE A3.02
E SINGLE HUNG 2' - 8" 3' - 10" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT 2 VARY, SEE A3.02
F SINGLE HUNG 1' - 8" 3' - 10" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT 2 VARY, SEE A3.02
G FIXED 2' - 7" 3' - 10" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT 4 VARY, SEE A3.02
H SINGLE HUNG 2' - 7" 3' - 10" ALUM KYNAR BONE WHITE LO-E GRAY IMPACT 1 +87.6/-110.6 (Z5)
K 2' - 8" 2' - 8" FROSTED AT

RESTROOM
1 VARY, SEE A3.02

LOUVER SCHEDULE

MARK LOUVER TYPE
LOUVER LOUVER FRAME FRAME

COLOR BLADES  REMARKS QUANTITY WIND PRESSURES WIDTH  HEIGHT MATERIAL  FINISH
L1 ALUMINUM IMPACT

LOUVER
6' - 0" 3' - 6" 6 VARY, SEE A3.02

L2 WIND DRIVEN RAIN 2' - 8" 4' - 10" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, USE
EXTENDED SILL

4 +82.6/-89.6 (ZONE 4)

L3 WIND DRIVEN RAIN 0' - 8" 0' - 8" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE INTERIOR, SEE MECH. DWGS. 3 NA
L4 WIND DRIVEN RAIN 0' - 10" 0' - 10" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, SEE

MECH. DWGS, USE EXTENDED
SILL

1 +82.6/-110.6 (ZONE 5)

L5 WIND DRIVEN RAIN 3' - 0" 1' - 0" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, SEE
MECH. DWGS, USE EXTENDED
SILL

1 +82.6/-110.6 (ZONE 5)

L6 WIND DRIVEN RAIN 2' - 0" 4' - 6" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, SEE
MECH. DWGS

1 +82.6/-110.6 (ZONE 5)

L7 WIND DRIVEN RAIN 2' - 0" 1' - 0" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, SEE
MECH. DWGS

1 +82.6/-110.6 (ZONE 5)

L8 WIND DRIVEN RAIN 4' - 0" 5' - 4" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, SEE
MECH. DWGS, USE EXTENDED
SILL

1 +78.9/-103.2 (ZONE 5)

L9 WIND DRIVEN RAIN 5' - 6" 1' - 10" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSULATED BLANK OFF
PANEL

2 +78.9/-103.2 (ZONE 5)

L10 WIND DRIVEN RAIN 4' - 0" 3' - 3" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSECT SCREEN, SEE
MECH. DWGS

2 +78.9/-103.2 (ZONE 5)

L11 WIND DRIVEN RAIN 4' - 0" 3' - 3" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSULATED BLANK OFF
PANEL

2 +78.9/-103.2 (ZONE 5)

L12 WIND DRIVEN RAIN 5' - 6" 1' - 10" ALUM KYNAR BONE WHITE SIGHT PROOF, DRAINABLE IMPACT, INSULATED BLANK OFF
PANEL

2 +78.9/-103.2 (ZONE 5)

AIRFOIL SCHEDULE

MARK

AIRFOIL SIZE
AIRFOIL

COMPONENTS

COLOR REMARKS QUANTITYWIDTH
PROJECTION
FROM WALL MATERIAL  FINISH

A1 2' - 4" 3' - 0" ALUM KYNAR BONE
WHITE

ENGINEER TO PROJECT
WIND LOADS

2

A2 3' - 4" 3' - 0" ALUM KYNAR BONE
WHITE

ENGINEER TO PROJECT
WIND LOADS

12

A3 6' - 8" 3' - 0" ALUM KYNAR BONE
WHITE

ENGINEER TO PROJECT
WIND LOADS

1

A4 10' - 0" 3' - 0" ALUM KYNAR BONE
WHITE

ENGINEER TO PROJECT
WIND LOADS

3

BASIS OF DESIGN: AIROLITE

BASIS OF DESIGN: UNITED ENERTECH MODEL SED-5.1

BASIS OF DESIGN: CGI

NUM. DESCRIPTION DATE



UP

UP

LF

DN

DN

FINISH LEGEND
WALL DESCRIPTION TYPICAL SYMBOL

BASE DESCRIPTION

FLOOR HATCH PATTERNS

W-PSG1

W-PSG2

INTERIOR PAINT, SEMI-GLOSS  COLOR 1

INTERIOR PAINT, SEMI-GLOSS  COLOR 2

FLOOR DESCRIPTION

WALL FINISH/ MATERIAL

BASE FINISH/ MATERIAL

FLOOR FINISH/ MATERIAL

TILE (F-T)
POLISHED CONCRETE

(F-C)

CARPET (F-CPT) RUBBER (F-R)

WALL

BASE

FLOOR

PT-N

PT-EPT-W

PT-S

PAINT COLOR/DIRECTION
NORTH, EAST, SOUTH, & WEST

EPOXY (F-E)

PAINTED
CONCRETE (F-PC)

W-T COLORBODY PORCELAIN TILE
GLASS MOSAIC BORDER, USE WHITE THINSET
GROUT (AT FLOOR, WALL, & BASE)

W-PLY PLYWOOD, PAINTED BLACK FIRE RETARDANT

W-PE PAINT, EPOXY

W-EXP EXPOSED CONCRETE / MASONRY

W-SKIM SKIM COAT STUCCO WITH EPOXY PAINT

B-V VINYL BASE (AT CARPET)

B-T COLORBODY PORCELAIN TILE, BULLNOSE

B-EC EPOXY FLOORING INTEGRAL BASE

B-R RUBBER BASE

B-EQ EPOXY FLOORING INTEGRAL BASE

F-T COLORBODY PORCELAIN TILE

F-C1 GROUND, POLISHED, & TREATED

F-R RUBBER FLOORING

F-PC PAINTED CONCRETE

F-EC EPOXY FLOORING

F-EQ EPOXY FLOORING

GENERAL NOTES:
1. INDIVIDUAL WALLS ARE NOT CALLED OUT IF ALL WALLS IN
AREA/ROOM ARE TO RECEIVE SAME FINISH
2. FOR ADDITIONAL INFORMATION REGARDING MATERIALS
REFER TO SPECIFICATIONS, WALL TYPES, & INTERIOR ELEVATIONS

MANUFACTURER
SHERWIN WILLIAMS

SHERWIN WILLIAMS

DAL TILE

SHERWIN WILLIAMS

SHERWIN WILLIAMS

N/A

DAL TILE

MOHAWK

DAL TILE

SCOFIELD

MOHAWK

SEE SPECS.

DUR-A-CHIP

DUR-A-QUARTZ

COLOR SIZE

20" X 20"

WRAP 6" UP

WRAP 6" UP WALLDUR-A-CHIP

DUR-A-QUARTZ

4"

BURKE 4"

4"x20"

20"x20",3"x20"

F-C2 GROUND, POLISHED, & TREATED

LATICRETE

N/A

N/A

1"x1" FROSTED, 4" BANDDAL TILE

NO ADDED COLOR, GRADE II & CLASS II FINISH & REFLECTIVITY

VERANDA DUNE P527

MODERATE WHITE SW 6140

WHITETAIL SW 7103

SPECTRALOCK 85 ALMOND
P664 EVERGLADES BLEND

SCOFIELD

BAYLEAF 375

OYSTERSHELL

THUNDER GRAY (WHITE, RED) Q28-30

113

VERANDA DUNE P527

N/A

VERANDA DUNE P527

BROWNSTONE, GRADE II & CLASS II FINISH & REFLECTIVITY

F-CPT CARPET MOHAWK BROADLOAMHAPPY OLIVE 8626 HEAT PATTERN

N/A

17-7/8"x17-7/8"CASA MADRONA MLS-145

SPORT RUBBER (F-SR)

F-SR INTERLOCKING RUBBER SPORTS FLOORING MOHAWK

B-SR SRORTS RUBBER BASE 12"MOHAWK POLISHED PEWTER SPA-33

BLACK

WHITETAIL SW 7103

SHERWIN WILLIAMS WHITETAIL SW 7103

B-VC VINYL BASE (AT CONCRETE) BURKE 4"BLUEBONNET 323

OYSTERSHELL

THUNDER GRAY (WHITE, RED) Q28-
30

N/A

NATURAL CONCRETE

INTEGRAL COLOR CONCRETE

POLISHED PEWTER SPA-33
35" X 35"SANDSTONE BEIGE SPA-40

(ACCENT COLOR)

MANUFACTURER COLOR SIZE

MANUFACTURER COLOR SIZE

ACCENT
BORDER &

BASE

FIELD
PATTERN

TURN-OUT STOR.
124

ALCOVE
123

WORK
122WEST POLE

HOSE STOR.
121

GEN. STOR.
120

WET STOR.
119

EAST POLE

DECON.
117

TOILET
116

ALCOVE
115

BAYS
118

LOBBY
100

PUB. REST.
101

A.H.U. 1
102

TREATMENT
103

EAST STAIR

WATCH OFFICE
105

CORR.
104

OFFICER OFFICE
106

TRAINING
107

CORR.
108

FITNESS
109

STOR.
110

A.H.U. 2
111

ELEC.
112

WEST STAIR

FIRE RISER
114

ELEV. MACH.
125ELEVATOR

A5.024

1

2

3

W-PSG1
B-T
F-T

W-PSG2

W-PSG1
B-V

F-CPT
W-PSG2

W-PSG1
B-V

F-CPT

W-PSG1
B-SR
F-SR

VARIES
NONE
F-PC

W-PSG1
B-T
F-T
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FLOOR PLANS -
FINISHES

WLM

A9.03

 1/8" = 1'-0"A9.03
1 1ST FLOOR ROOM FINISH PLAN

 1/8" = 1'-0"A9.03
2 2ND FLOOR ROOM FINISH PLAN
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MIN, CORRIDOR WIDTH 44" MIN.

LIFE SAFETY KEY

150 NUMBER OF PERSONS EXITING
350 EGRESS CAPACITY OF DOOR/STAIR

ONE HOUR RATED WALL ASSEMBLY

ONE HOUR RATED FLOOR ASSEMBLY

MAXIMUM PATH OF EGRESS
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LIFE SAFETY
PLANS

CLA

LS1.01

 1/8" = 1'-0"LS1.01
1 FIRST FLOOR - LIFE SAFETY

 1/8" = 1'-0"LS1.01
2 SECOND FLOOR - LIFE SAFETY
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